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I. EXECUTIVE SUMMARY

A. Introduction

This energy conservation study was performed by Huitt-Zollars Inc, for the U.S. Army Engineer
District (USAED), Fort Worth, under contract number DACAC63-94-D-0015. The study was
conducted at Corpus Christi Army Depot (CCAD) in Corpus Christi, Texas, between October 3,
1994 and April 5, 1995. The site survey and data collection was performed by C.A. Pieper, P.E.
and Tom Luckett, Lighting Designer.

The purpose of the study was to perform a limited site survey of specific buildings at the facility,
identify specific Energy Conservation Opportunities (ECOs) that exist, and then evaluate these
ECOs for technical and economic feasibility. These ECOs were limited to building interior
lighting and it's effects on the heating, ventilating and air conditioning (HVAC) systems.

This survey was conducted with the assistance of many individuals at the facility, both CCAD and
Navy staff. Special thanks are extended to all of them, including the following individuals:
Adan Pena, Energy Coordinator, CCAD
Albert Martinez, Electrical Engineering Technician, CCAD
Scott Hinte, Mechanical Engineer, CCAD
Roy Arispe, Maintenance Supervisor, CCAD
Park Lee, Mechanical Engineer, Naval Air Station
Any questions concerning this report should be directed to the Project Manager, C.A. Pieper, P.E.,

at Huitt-Zollars Inc., 512 Main Street, Suite 1500, Fort Worth, Texas 76102. Phone 817-335-
3000.

B. Buildings Studied

The buildings included in this study and their total building areas are listed below:

Building 8 - 1,214,055 sqft
Hangar 43 - 106,039 sqft
Hangar 44 - 95,072 sqft
Hangar 45 - 95,072 sqft
Hangar 47 - 106,039 sqft

In building 8, only the offices which had pendent mounted fluorescent lights in the administrative
areas, and high output fluorescent lights in the production areas, as well as the large and small
hangar areas were included in this study. Although certain lighting ECOs existed in other arcas
of the building, the scope of work limited the analysis to the areas mentioned previously. See
page F-12 for details. Maps of the buildings and areas studied are shown on pages C-10 through
C-17.
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C. Present Energy Consumption

Base Y ear Energy Consumption: The total metered electrical and steam consumptions for 12
consecutive months, prior to this study, were obtained from the facility and are referred to as the
'base year'. These data are shown on page 10 and are summarized as follows:

Electrical 52.930 MWH
Steam 115.744 MLBS

Lighting Energy Consumption: The present annual lighting energy consumption (HVAC not
included) for the building areas studied was calculated on page B-2 as follows:

Lighting Energy 2,598,077 KWH
4.9% of base year total

D. Energy Conservation Opportunity (ECO) Analysis

ECOs Rejected: After reviewing the data collected at the facility and considering all of the
practical limitations involved, certain potential ECOs were rejected prior to performing
calculations. These ECOs are summarized below with their reasons for rejection.

1.

Remove Lamps or Fixtures: This ECO was rejected because no areas were found that
had excessive amounts of lighting, or where painting walls alone would improve light
levels enough to reduce the quantity of lamps or fixtures. Lowering the fixtures in some
of the production areas was possible, but the expense would not be justifiable because of
the age and inefficiency of the old direct/indirect fixtures. It would make more sense to
Just install newer, more efficient fixtures at a lower height. See ECOs Recommended.

Install Additional Switches in Large Areas, Tumm Lights Off: Most of the production
areas and all of the office areas were evenly occupied during working hours, and the
addition of extra switches for groups of lights in a large area would not allow lights to
be turned off. Those areas that had irregular or intermittent occupancy were considered
for adding occupancy sensors to turn off lights. See ECOs Recommended.

Replace Incandescent Fixtures, Reduce Lighting W attage: Very little if any incandescent
lighting is present in CCAD buildings, and the areas studied were directed specifically at
the areas with fluorescent or high bay HID fixtures.

Install Fluorescent Reflectors in Existing Fixtures: This ECO requires installing the
polished silver reflectors into 4 lamp fluorescent fixtures and then removing 2 lamps and
a ballast. While this cuts the fixtures energy consumption in half, it also drops the lumen
output from the fixture by at least 1/3, based on IES tests. Therefore, an arca must be
overlighted by at least 33% in order to maintain acceptable light levels. Very few areas
were found that could meet this criteria.

Replace Fxit Signs With Low W attage Signs: There are many different types of exist
signs at CCAD, and many are not illuminated. Because there appears to be no stringent
requirement for illuminated exit signs at the facility, any uniform replacement of the
existing signs with low wattage illuminated signs would likely increase the lighting
energy consumption. However, all new exit sign installations should be standardized to
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use only low wattage LED or fluorescent types, rather than the incandescent type.

6. Install Compact Fluorescent Lamps in Incandescent Fixtures: These new compact
fluorescent lamps can be easily replaced at a later time with inefficient incandescent
lamps, therefore eliminating the benefit of any lamp retrofit project. Since the longevity
of this energy conservation retrofit cannot be guaranteed, this potential ECO has been
rejected.

ECOs Recommended: Certain ECOs which were identified during the building survey have been
evaluated for technical and economic feasibility and are recommended for implementation.
Complete documentation of all calculations as well as information required for implementation
is included in Appendix D. These recommended ECOs are summarized below in order of
descending Savings to Investment Ratio (SIR).

ECO D-1: Provide Motion Sensor Controls For Production Storage Areas of Building 8.

Electrical Energy Savings

Steam Energy Penalty
Total Energy Savings
Total Cost Savings
Total Investment
Simple Payback

SIR

76,789 KWH/yr

0 kiblyr
262.08 MMBTU/yr
5,779 $iyr
4358 $

0.7 yrs
20.44

ECO D-2: Provide Daylighting Controls For Large Hangar in Building 8

Electrical Energy Savings
Steam Energy Penalty
Total Energy Savings
Total Cost Savings

Total Investment

Simple Payback

SIR

63,936 KWH/yr
0 klb/yr
218.2 MMBTU/yr
3,879 $iyr
10,393 §
2.7 yrs
5.81

ECO D-3: Provide Daylighting Controls For Repair Hangars 43, 44, 45 and 47.

Electrical Energy Savings
Steam Energy Penalty
Total Energy Savings
Total Cost Savings

Total Investment

Simple Payback

SIR

226,759 KWH/yr
0 klb/yr
7733 MMBTU/r
13,757 Siyr
41573 $
3.0 yrs
5.16
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ECO D-5: Replace Fluorescent Lighting In Production Areas of Building 8

Electrical Energy Savings 686,616 KWH/yr
Steam Energy Penalty 830.7 klb/yr
Total Energy Savings 1,597.5 MMBTU/yr
Total Cost Savings 54,131 $Ar

Total Investment 477,286 $

Simple Payback 8.8 yrs

SIR 1.74

ECO D-4: Replace Pendent Mounted Fluorescent Lighting In Administrative Areas

Electrical Energy Savings 48,052 KWH/yr
Steam Energy Penalty 53.8 klb/yr
Total Energy Savings 115.7 MMBTU/yr
Total Cost Savings 3,147 $/yr

Total Investment 29,424 §

Simple Payback 93 yrs

SIR 1.66

ECOs Not Recommended: Certain ECOs which were identified during the building survey have
been evaluated for technical and economic feasibility but are not recommended for implementa-
tion. Complete documentation of all calculations are included in Appendix E. These non-recom-
mended ECOs are summarized below in order of order of descending SIR.

ECO E-1: Install Electronic Ballasts and Energy Savings Lamps In Fluorescent Fixtures

Electrical Energy Savings 409,466 KWH/yr
Steam Energy Penalty 4789 kiblyr
Total Energy Savings 13975 MMBTU/r
Total Cost Savings 17,651 $iyr

Total Investment 407,015 $

Simple Payback 23.0 yrs

SIR 0.69

Because of the extremely long payback period, it is recommended to simply replace
them with more efficient fixtures. (see ECOs D-4 and D-5)

ECIP Projects Developed. The facility decided not to submit any projects for ECIP funding. All
projects will be submitted for funding as Non-ECIP projects.

Non-ECIP Projects Developed. The following projects will be submitted for funding as Non-ECIP
projects:



Project 1. Lighting Controls Installation (ECOs D-1, 2, 3)

Electrical Energy Savings 367,484 KWH/yr
Steam Energy Penalty 0 klb/yr

Total Energy Savings 1,254 MMBTU/yr
Total Cost Savings 23,415 $/yr

Total Investment 56,324 §$

Simple Payback 24 yrs

SIR 6.46

Project 2. Fluorescent Lighting Upgrade in Office Areas (ECO D-4)

Electrical Energy Savings 48,052 KWH/yr
Steam Energy Penalty 53.8 klb/yr
Total Energy Savings 115.7 MMBTU/r
Total Cost Savings 3,147 $iyr

Total Investment 29,424 $

Simple Payback 93 yrs

SIR 1.66

Project 3. Fluorescent Lighting Replacement With HID in Production Areas (ECO-5)

Electrical Energy Savings 686,616 KWH/yr
Steam Energy Penalty 830.7 klb/yr
Total Energy Savings 1,597.5 MMBTU/r
Total Cost Savings 54,131 $Hr

Total Investment 477,286 $

Simple Payback 8.8 yrs

SIR 1.74

Recommended Maintenance & Operations Practices: Although CCAD is generally doing a good
job of maintaining lighting energy efficiency, the following maintenance and operations (M&O)
practices are recommended to help conserve lighting energy at the CCAD.

1.

The Energy Coordinator should work together with the CCAD Director of Public Works
to develop a Standard Specification for all future lighting repair and renovation projects.
All facility lighting designers, as well as the lighting maintenance contractors, should be
required to follow this specification. The energy coordinator should review all new
lighting designs to check for compliance with the specifications. This will help to
eliminate the inadvertent use of inefficient lighting systems at the facility.

Facility lighting designers should obtain and use published design lighting levels for all
lighting renovation projects or new installations. This will help to eliminate overlighting.

The installation of new incandescent lighting should be prohibited. More efficient sources
should be used in all cases.

The energy coordinator should direct considerable energy conservation efforts towards the
production processes using electrical and steam energy, as these are the largest areas of
potential savings. See page 10, Utility Data, for more details.
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5. The energy coordinator should attend training seminars for building energy managers,
whenever possible, such as those listed in Appendix G.

E. Energy And Cost Savings

Total Potential Energy and Cost Savings. The calculated energy and cost savings from the
implementation of all 3 projects is as follows:

Electrical Energy Savings 1,102,152 KWH/yr
Steam Energy Penalty 884.5 Kklb/yr
Total Energy Savings 2,967 MMBTU/yr
Total Cost Savings 80,693 $/yr

Total Investment 563,034 $

Simple Payback 6.9 yrs

Energy Use and Costs Before and After. Based on the base year electrical and steam energy
consumptions and costs shown on page 10, and the calculated total potential savings above, the
CCAD energy and usage and costs before and after implementation of the 3 Non-ECIP projects
is as follows:

Before After
Electrical 52.930 MWH 51.827 MWH
Steam 115.7 MLBS 116.6 MLBS
Total Cost 4422942 % 4342249 %

Percentage Saved. Based on the base year electrical and steam energy consumptions and costs,
the percentage of savings from the 3 projects is as follows:

Electrical Energy Saved = 1102 MWH | _ 2%
52.930 MWH
0.884 MLBS
Steam E) P == =08
am Energy Penalty [115.7 MLBS] %
. 80,693 $
Energy Cost S = [l———=_[=18
By Lot Savings [4,422,942 $ %
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II. NARRATIVE REPORT

A. Entry Interview

Work Plan: An entry interview meeting was con- Figure 1. Work Plan
ducted at the Corpus Christi Army Depot (CCAD)
facility on October 3, 1994. Present at the meeting
were representatives of Huitt Zollars Inc., C.A.
Pieper, Project Manager, and Tom Luckett,
Lighting Designer, as well as representatives from
CCAD, Adan Pena, Energy Coordinator, Scott
Hinte, Mechanical Engineer, and Albert Martinez,
Electrical Engineering Technician. At that time, a
description of the work plan for this study was pre-
sented. The work plan was a summary of the
individual tasks to be performed to complete the
lighting survey and the approximate date that each
task was to begin. Each step of the work plan was described in detail to the CCAD staff. The
work plan is shown in Figure 1.

Data List: After discussing the Figure 2. Data Acquisition List
work plan, the CCAD staff was

presented a list of data items to
be collected by the study team,
shown in Figure 2. This list was
a summary of the information re-
quired by the surveyors. The
study team and CCAD staff dis-
cussed the methods by which all
of the data on the list were to be
obtained. The data concerning
the existing lighting systems and
light levels were to be collected
from the buildings or areas stud-
ied and recorded onto preprinted
data forms. All other data were
to be obtained from the facility
personnel responsible for each
item. The CCAD personnel pro-
vided useful information on past
energy conservation efforts, as
well as any ongoing or future planned energy conservation measures. Also, they provided
direction as to where to obtain other information on the list. Any security passes that the survey-
ors needed to gain access to the facility were discussed and plans were made to obtain them.

ECO List: Following the discussion on the data list, the CCAD personnel were presented a list
of specific Energy Conservation Opportunities (ECOs) that the surveyors were looking for. It in-
cluded three general ways to conserve on lighting energy. The first method reduces lighting
energy consumption by simply removing lamps or fixtures from areas which are currently
overlighted or which could be modified to reduce the need for the existing quantity of lights.
Light levels were to be measured by the surveyors and compared with design standards to
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determine whether or not an area was overlighted. The second method saves energy by turning
lights off with additional

switches, motion sensors or Fjoure 3. Energy Conservation Opportunity (ECO) List
daylight sensors. Areas which
were partially or intermittently
unoccupied, or which had suffi-
cient daylight from windows or
skylights were to be located by
the surveyors. The third method
saves energy by reducing the
wattage of the existing light
source. The surveyors were to
look for inefficient light sources
within the buildings. These
three general energy conservation
strategies were discussed in
detail with the CCAD staff, who
provided feedback on potential
applications at their facilities.
The ECO list is shown in Figure
3.

B. Data Collection

Building Data: This lighting study at the CCAD was conducted on five (5) buildings, four of
them stand alone hangars and the other one a large production and warehouse building with
administrative offices. All of the buildings are located at the Corpus Christi Naval Air Station
in Corpus Christi, Texas. The navy operates the base and provides the utilities, consisting of
electricity, natural gas, water and steam, to the CCAD facilities. The CCAD does however
provide it's own facility maintenance with permanent personnel, located in building 8. Mechanical
cooling at CCAD is provided by electricity and heating is provided by steam. The Navy
purchases the electrical power from the local utility company Central Power and Light (CP&L),
and back charges CCAD for it's metered usage. Similarly, they purchase natural gas from the
City of Corpus Christi Gas Department and produce steam at a large central boiler plant. The
Navy meters CCAD's steam consumption and bills them monthly for they're usage. An analysis
of these charges is included in Appendix A.

Included in this study were large portions of Building 8, which is actually comprised of several
connected building additions and covers a total of 1,214,055 sqft, including a large hanger, small
hangar, machine production areas, engine test facilities, warchouse arecas and administrative
offices. This building serves as the administrative headquarters for CCAD, as well as a helicopter
maintenance facility, 4 days per week, 10 hours per day. The work day is typically from 6:45
am until 5:15 pm. The original portion of the building was constructed around 1942, and the
entire facility is expected to be used at least 30 more years.

The exterior doors in the large hangar area and upper portions of some exterior walls in the small
hangar area have large glass areas which allow natural light to enter the building. The large
hangar doors remain open during the workday, except in inclement weather, and allow much
natural light to enter the building.

All of the administrative areas in building 8 are cooled, along with large portions of the
production area. Heating is provided for the entire building. The HVAC systems consisted of
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modular air handling units with chilled water and steam coils, distributed throughout the building.
In production areas without cooling, steam fan coil units are used to provide heating. The
primary cooling systems consist of a central chiller plant operated by CCAD staff, distnbuting
chilled water through a loop in the building. The steam for heating is provided from the
building's steam piping loop, which is served by the base steam distribution system.

Hangars 43 and 47 had nearly identical floor plans and each covered approximately 106,039 sqft.
Similarly, hangers 44 and 45 had nearly identical floor plans and each covered approximately
95,072 sqft. All of these hangars are currently used as helicopter repair facilities, 4 days per
week, 10 hours per day. They are all well maintained buildings which were constructed around
1942 and are expected to be used by CCAD for approximately another 30 years. The hangars
have no cooling in the high bay areas but do have steam fan coil units for heating.

The hangars have large sliding doors on opposite sides which remain open during the workday,
except in inclement weather. These doors, as well as the upper portions of the exterior hangar

" walls, have large window areas which were originally provided to allow natural light to enter the

building. The glass in these areas has since been replaced by translucent panels, which allow
some daylight into the hangar, but less than the original glass would.

Lighting Data: In order to collect the existing lighting data, the walk through of the buildings was
performed. This walk through covered Hangars 43, 44, 45 and 47, as well as production and
office areas within building 8. The total area covered by the surveyors was approximately
1,616,277 sqft. During the walk through, the auditors went room by room, recording the quantity
and type of existing lighting systems, measured average light levels, and potential ECOs available.
These data were recorded onto the data forms included in Appendix C. Building maps are also
included in Appendix C, which show room numbers corresponding to those listed on the data
forms. This will allow the facility staff, as well as the study team, to readily identify the existing
lighting conditions anywhere in the buildings or areas studied.

Lighting in Building 8 consists of aging fluorescent fixtures, mostly all pendent mounted,
throughout the production areas as well as the office areas. Most of these older fixtures are
combination direct/indirect fixtures, which allow a portion of the light to reflect off of the
ceilings. In production areas, these 8' fluorescent strip fixtures are mounted approximately 14’
above the floor, and require high output lamps to produce acceptable lighting levels. The newer
production areas, as well as the large hangar, are lighted with high pressure sodium fixtures. The
study excluded most areas with modemn lighting and generally concentrated on the areas with the
older lighting. However, the large hangar was included because of it's potential for daylighting.
In Hangers 43, 44, 45 and 47, lighting in the high bay areas is provided by 400 W high pressure
sodium fixtures, approximately 266 per hangar. This lighting is currently operated during the.
entire work day, which runs from 6:45 am until 5:15 pm. The total annual lighting energy
consumption for the areas studied was calculated at 2,598,077 KWH, sec Appendix B.

Maintenance Data: Lighting maintenance at CCAD is difficult due to the size of the facility, the
number of light fixtures, and the reduced size of the maintenance staff. Many lights remain
burned out for several weeks in some areas, and relamping takes place on a spot basis. Many
areas have very old fluorescent lighting which should be replaced whenever possible.

The facility energy coordinator is involved in most of the building maintenance and renovation
projects and has directed that all lighting projects use the latest, most efficient light source
available. The maintenance staff has started stocking F34T12 and F32T8 fluorescent lamps in
an effort to reduce energy consumption. Motion detectors to control lighting were once tried in
the restrooms, but problems were encountered with lights going off while the rooms were still
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occupied. Also tried was an HID dimming system in one of the hangars, but it never operated
properly. No other lighting energy conservation projects were planned at the time of this report.
The Energy Coordinator should work together with the CCAD Director of Public Works to
develop a Standard Specification for all future lighting repair and renovation projects. This will
eliminate the inadvertent use of inefficient lighting systems at the facility.

Utility Data: A 12 month utility pioure 4. CCAD Base Year Energy and Cost Data
billing history was obtained from the

energy coordinator which covered ?i::ii‘;g Electrical Steam
the period from August, 1993 Consumption| ~ Cost  |Consumption|  Cost
through July, 1994. This history MWH $ MLBS $
included all of the metered electric AUG 5.004 293518 6.502 67,947
and steam consumption for all the SEP 5.184 303,994 6.684 69,851
CCAD facilities and is shown in OCT 4.356 255 633 8.869 92,680
Figure 4. The total cost of NOV 4.675 274,305 10.885 118,749
electricity for the base year was $3.1 DEC 2.868 168579 15.381 139,833
million and the total cost for steam JAN 3.828 224724 14.947 179,367
was $1.3 million. FEB 3.584 210,492 18.227 158,721
MAR 4.314 253,150 11.863 186,350
Charts of the base year energy APR 3.816 224 044 6.464 77,569
usages were plotted and are shown MAY 4963 291117 7.837 88,040
in Figures 5 and 6. These charts JUN 5309] 311336 8469 101628
give a visual representation of the JOL 5029 204926 7616 01,380
energy usage patterns for the year. Total 52.930| 8,105,818 115.744] 1,817,124

Looking at Figure 5, it can be seen
that the electrical usage almost
never falls below 3.5 MWH per

month.  This is considered 2 Figure 5. CCAD Electrical Usage 1993-94
'baseline’ of electrical energy use.
It can be assumed that all energy
usage above this baseline is
consumed by heating and cooling
systems, based on the peaks and
the months in which they occur.
Therefore, the baseline would
include all lighting as well as all
of the process energy usage.
Considering that the calculated
lighting energy consumption for

the buildings and areas studied o &6 K5 2 8 @ > z =
amounts to only 0.2 MWH per T & 8 2 8 g & g g 3 3 3
MONTH

month, it is reasoned that the

process electrical energy usage

makes the greatest contribution to

the baseline of 3.5 MWH per month. Since this process energy usage appears to be so much
greater than that for lighting, the potential for process energy savings is considered very great.
Therefore, is recommended that the energy coordinator direct considerable conservation efforts
to process energy usage.

This same observation can be made about steam energy usage, shown in Figure 6. The baseline

usage here is around 6.5 Mlbs of steam per month. Since steam is the primary source of heating
at CCAD, the obvious peak during the winter months can be considered heating energy.
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Therefore, all steam energy usage below the baseline is used for the manufacturing processes.
This 1s a tremendous amount of energy usage and should be considered a large target for potential
energy savings.

The utility rates for fiscal year
1994, charged by the Navy for
CCAD electricity and steam, were
obtained and are included in
Appendix A. The current cost for
electricity is $0.0585 per KWH
with no demand charge, and
$0.012 per pound for steam.
These rates are reviewed quarterly
and adjusted if the Navy decides
it to be necessary. These rates
are based on the Navy's costs for
purchasing electricity and gas
from the local utility companies,
and includes maintenance costs

Figure 6. CCAD Steam Usage 1993-94

MLBS

AUG
SEP
OCT
NOV
DEC
JAN
FEB
MAR
APR
MAY
JUN
JUL

for distribution equipment as well
as steam production costs.

There is currently no rebate available from the CP&L Co. for lighting energy conservation
projects.

C. Plan To Implement Projects:

The analysis of all potential lighting ECOs at the facility has been completed and the grouping of
individual ECOs into projects has been determined. These were detailed previously in the Executive
Summary. Below is an abbreviated plan for implementation of the recommended projects.

Project 1: The forms DD-1391, cost estimate and associated life cycle cost analysis summary
sheet for this project are provided on pages 13 to 16. These are to be submitted for project
funding, along with the calculations in Appendix D if required. The recommended plan to
implement this project after funding is obtained is as follows:

A

Install approximately 16 ceiling mounted motion sensors in various production storage
areas of Building 8 (ECO D-1). These areas are identified on the building maps on pages
C-10 and C-12 as room numbers 100, 101, 102, 105, 107, 108 and 131. First, a lighting
controls sales representative should be consulted to determine the proper type and quantity
of occupancy sensor to be used in each area. Information from a typical occupancy
sensor manufacturer is included in the Appendix G. The sensors should most likely be
the ceiling mounted type and cover 2,000 sqft of area in a 360° pattern. Once this is
determined, contract documents, including engineering drawings and specifications should
be produced in order to select a contractor and ensure that the final installation is
acceptable. The designer should check the circuiting of the existing 8' fluorescent light
fixtures and modify as required to allow the new sensors to turn off the lights during
unoccupied periods. After the contract documents are produced and reviewed, then a
contract for the work can be obtained.

Install 4 photocell sensors and 1 relay panel in the large hangar of Building 8 (ECO D-2).
Again, a lighting controls sales representative should be consulted in order to determine

11
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the best hardware and software to be used at this facility for this specific application.
Typically, the sales representative will furnish a equipment specification to be used by the
contractor during construction. A sample specification for this application is provided in
Appendix G. Once this is determined, contract documents, including engineering
drawings and specifications should be produced in order to select a contractor and ensure
that the final installation is acceptable. The designer should ensure that the relays will
operate off of a signal from photocell sensors. He should recircuit the 300 existing 400W
HPS light fixtures to allow the new relays to turn off 3/4 of the lights in each quadrant,
while leaving 1/4 of the lights on. The on/off setpoint of the relays should be adjustable
from the relay panel. After the contract documents are produced and reviewed, then a
contract for the work can be obtained.

C. Install 4 photocell sensors and 1 relay panel in each of hangars #43, 44, 45 and 47 (ECO
D-3). This portion should be implemented in a similar manner to part B above. The
designer should recircuit the 266 existing 400W HPS light fixtures in each hangar to
allow the new relays to turn off 3/4 of the lights in each quadrant, while leaving 1/4 of
the lights on. Relays should operate off of a signal from the photocell sensors. The
on/off setpoint of the relays shall be adjustable from the relay panels. After the contract
documents are produced and reviewed, then a contract for the work can be obtained.

Project 2. The forms DD-1391, cost estimate and associated life cycle cost analysis summary
sheet for this project are provided on pages 17 to 20. These are to be submitted for project
funding, along with the calculations in Appendix D if required. The recommended plan to
implement this project after funding is obtained is as follows:

Upgrade the existing fluorescent lighting in rooms 3,4, 5,6, 7, 11,12, 13, 14, 22, 23, 25, 26, 27,
31, 45, 46, 47, 49, 95, and 96 in building 8. These rooms are identified on the building maps on
page C-11. First, contract documents, including engineering drawings and specifications should
be produced. The designer should remove approximately 180 existing pendent mounted, 4 lamp
fluorescent light fixtures and replace them with 172 lay-in, 2 lamp, 2x4 fluorescent light fixtures
with electronic ballasts and prismatic lenses (ECO D-4). He should locate the new light fixtures
over desks or other work tables as required to provide 50 fc at the work station in each room.
All switching and circuitry is to remain the same. After the contract documents are produced and
reviewed, then a contract for the work can be obtained.

Project 3: The forms DD-1391, cost estimate and associated life cycle cost analysis summary
sheet for this project are provided on pages 21 to 24. These are to be submitted for project
funding, along with the calculations in Appendix D if required. The recommended plan to
implement this project after funding is obtained is as follows:

Replace the pendent mounted fluorescent lighting in the production areas of building 8 with high
pressure sodium lighting. The areas are identified as rooms 103, 106, 109, 110, 111, 112, 113,
114, 115, 116, 117, 118, 119, 120, 121, 122, 123, 124, 125, 127, 128, 129, 130, 131, 132, 134,
136, 137, 138, 139, 142, and 143. These rooms are shown on the building maps on pages C-10
through C-13. First, contract documents, including engineering drawings and specifications should
be produced. The designer should remove approximately 3,017 existing pendent mounted, 2 lamp
fluorescent light fixtures and replace them with 1,092 low-bay, 400 watt HPS light fixtures with
rectangular pattern reflectors and lenses. Information on a sample fixture of this type is included
in Appendix G. He should locate the new light fixtures over desks or other work tables as
required to provide IES design lighting level at the work station in each room. All switching and
circuitry is to remain the same, as much as is possible.  After the contract documents are
produced and reviewed, then a contract for the work can be obtained.
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1. COMPONENT 2. DATE
ARMY FY 1996 MILITARY CONSTRUCTION PROJECT DATA 5 AFPR, 1995
3. INSTALLATION AND LOCATION 4. PROJECT TITLE
CORPUS CHRISTI ARMY DEPOT, TEXAS LIGHTING CONTROLS INSTALLATION
5. PROGRAM ELEMENT ©. CATAGORY CODE 7. PROJECT NUMBER 8. PROJECT COST ($000)
56.0
9. COST ESTIMATES
ITEM UM | QUANTITY | UNITCOST |  COST ($000)
Installation of interior lighting controls for Hangars and EA 1 56.0 56.0
Building &.
ESTIMATED CONTRACT COST 46.306
CONTINGENCY (0%) 0.0
SIOH 2547
DESIGN 7469
TOTAL REQUEST 56.324
TOTAL REQUEST (ROUNDED) 56.000

10. DESCRIPTION OF PROPOSED CONSTRUCTION

A. lnstall 16, ceiling mounted motion sensors in various areas of building &, shown on building maps
as room numbers 100, 101, 102, 105, 107, 10& and 131. Recircuit the existing &' fluorescent lights as
required to allow the sensors to turn off the lights during unoccupied periods.

B. Install 4 photocell sensors and 1 relay panel in the large hangar of building &. Recircuit the 300
existing lights to allow the new relays to turn off 3/4 of the lights in each quadrant, while leaving 1/4
of the lights on. The relays will operate off of a signal from photocell sensors.

C. Install 4 photocell sensors and 1 relay panel in each of the hangars #43, 44, 45 and 47.
Recircuit the 266 existing lights in each hangar to allow the new relays to turn off 3/4 of the lights
ih each quadrant, while leaving 1/4 of the lights on. The relays will operate off of a signal from
photocell sensors.

FORM PAGE NO.
DDy pec7e 1291 10f 2

13




1. COMPONENT 2. DATE
ARMY FY 1996 MILITARY CONSTRUCTION PROJECT DATA 5 APR, 1995

3. INSTALLATION AND LOCATION

CORPUS CHRISTI ARMY DEPOT, TEXAS

4. PROJECT TITLE 5. PROJECT NUMBER
LIGHTING CONTROLS INSTALLATION

1. REQUIREMENT

The project is required to reduce lighting energy consumption at the Corpus Christi Army Depot
facilities. The project provides controls for interior lighting, which will turn off all or a portion of the
lights during periods of the day, in order to save lighting energy and cost. All buildings included in
this project will be active throughout the payback period. Installation of these controls will result in

the following:

Electrical Savings 367,464 KWH/yr
Steam Penalty 0 Ibs/yr
Total Energy Savings 1,254.0 MMBTU/yr
Cost Savings 23,415 $/yr
Payback Period 24 yre
SIR ©.46

CURRENT SITUATION:

The hangars currently have areas which are overlit by artificial lighting whenever the large doors are
open and the sunlight comes in. Also, areas of building & have lights burining all day, during
unoccupied periods. There is currently no automatic means to turn off the lights in these areas

during periods in which this would be acceptable.

IMPACT IF NOT PROVIDED
If this project is ot provided, a reduction of 1,254 MMBTU per year of energy and $23,415 of utility |
and maintenance costs will continue to be wasted. There will be no contribution to energy reduction |
goals established at the facility.

FORM PAGE NO.
DD pecre 1991 20F2

14




¥22'95¢ e vior |
L¥S'T o %9's @ HOIS §201-5¢¢ (L18) XV » 000€-GEE (218)
L11°S Tviolans 226€-2019L SYXIL 'HLHOM LHO4
lcovs NoIS3a 005} ALINS ‘133ULS NIV 21§
go0g'ov a'eg ool wiolans SL1O31IHOYV / SHIIANIONT
0v0'9 25g0 " BA W0Z®d %0 ONI VT110Z-111
Q9Z'0¥ oLl Q05'g Jviolans
LZ 0l
000°'0¢ 0002 00'000°‘e o000 00°0% 00S gs ¥ S.105U98 pUR 49||013U02 ‘610398309 ‘oued joquoo Buigybykep |leasy|
005 L 000°C 00000 loos't 00°0% 005 es l 8.106U99 pUE 19||044U02 ‘61040e4U09 ‘oued joiquoa Buybikep |leasu)
096 091 0002 0224 0002 o)! N (2]} gyoed Jamod Jo uoie|eqou
302l 032°l 0009 Q25 00'0g V'l g2 9| $]043U02 05U LUOIIOW JO LoKE||E3su]
wun || "seaw | spun
lejoL 224d Bun lejol aey
.w%mvow [SIH ] ¥n | Jo# NOILJINOS3A WaLI
AVIH3LVIA qo08v1 ALILNYND
(2 pue 2 ‘|-a 5003) uore|jeasu] sjoiquod Buiybl  NOILAINOS3A 1O3roud
X ‘A9 Q3INDIHD VO ¥adaAd :AQ sexa) ‘181 sndion “Godeq Awy sy sndion
1S0D 318vda0dd 40 31LVINILST SHIFINIONT

®

15



®

LIFE CYCLE COST ANALYSIS SUMMARY STUDY: CCAD
ENERGY CONSERVATION INVESTMENT PROGRAM (ECIP) LCCID FY95 (92)
INSTALLATION & LOCATION: CCAD REGION NOS. 6 CENSUS: 3
PROJECT NO. & TITLE: 03-0185-02 LIGHTING SURVEY STUDY
FISCAL YEAR 1995 DISCRETE PORTION NAME: PROJECT-1
ANALYSIS DATE: 04-04-95 ECONOMIC LIFE 20 YEARS PREPARED BY: CAP

1. INVESTMENT

A. CONSTRUCTION COST $ 46308.

B. SIOH $ 2547.

C. DESIGN COST $ 7469.

D. TOTAL COST (1A+1B+1C) § 56324.

E. SALVAGE VALUE OF EXISTING EQUIPMENT $ 0.

F. PUBLIC UTILITY COMPANY REBATE $ 0.

G. TOTAL INVESTMENT (1D - 1E - 1F) $ 56324.

2. ENERGY SAVINGS (+) / COST (-)
DATE OF NISTIR 85-3273-X USED FOR DISCOUNT FACTORS OCT 1993

UNIT COST  SAVINGS ANNUAL $ DISCOUNT DISCOUNTED
FUEL $/MBTU(1) MBTU/YR(2) SAVINGS(3) FACTOR(4) SAVINGS(5)
A. ELECT $ 17.14 1254. $  21497. 15.61 $  335568.
B. DIST $ .00 0. $ 0. 17.56 $ 0.
C. RESID $ .00 0. $ 0. 19.97 S 0.
D. NAT G $ .00 0. $ 0. 20.96 S 0.
E. COAL $ .00 0. $ 0. 17.58 $ 0.
F. LP.G $ .00 0. $ 0. 16.12 $ 0.
M. DEMAND SAVINGS $ 0. 14.74  $ 0.
N. TOTAL 1254. $  21497. $ 335568,

3. NON ENERGY SAVINGS(+) / COST(-)

A. ANNUAL RECURRING (+/-) $ 1918.
(1) DISCOUNT FACTOR (TABLE A) 14.74
(2) DISCOUNTED SAVING/COST (3A X 3Al) $ 28271.
B. NON RECURRING SAVINGS(+) / COSTS(-) .
: SAVINGS(+) YR  DISCNT DISCOUNTED
ITEM COST (=) OC  FACTR SAVINGS (+) /
(1) (2) (3) COST(-) (4)
d. TOTAL $ 0. 0.
C. TOTAL NON ENERGY DISCOUNTED SAVINGS (+)/COST(-) (3A2+3Bd4)$ 28271.

4. FIRST YEAR DOLLAR SAVINGS 2N3+3A+(3Bdl/ (YRS ECONOMIC LIFE))S 23415.

5. SIMPLE PAYBACK PERIOD (1G/4) 2.41 YEARS
6. TOTAL NET DISCOUNTED SAVINGS (2N5+3C) $ 363839.
7. SAVINGS TO INVESTMENT RATIO (SIR)=(6 / 1G)= 6.46

(IF < 1 PROJECT DOES NOT QUALIFY)

8. ADJUSTED INTERNAL RATE OF RETURN (AIRR): 13.18 %
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1. COMPONENT
ARMY

FY 1996 MILITARY CONSTRUCTION PROJECT DATA

2. DATE
5 AFR, 1995

3. INSTALLATION AND LOCATION

CORPUS CHRISTI ARMY DEPOT, TEXAS

4. PROJECT TITLE
FLUORESCENT LIGHTING UPGRADE

5. PROGRAM ELEMENT

©. CATAGORY CODE

7. PROJECT NUMBER

8. PROJECT COST ($000)

292.0
9. COST ESTIMATES
ITEM umM | quantity | uNiTcosT | cosT ($000)
Replace existing inefficient fluorescent lighting in office EA 1 29.0 29.0
areas of Building &.
ESTIMATED CONTRACT COST 206.290
CONTINGENCY (0%) 0.0
SIOH 1451
DESIGN 1.583
TOTAL REQUEST 29.424
TOTAL REQUEST (ROUNDED)

29.000 |

10. DESCRIPTION OF PROPOSED CONSTRUCTION

Remove 180 existing pendent mounted, 4 lamp fluorescent light fixtures and replace them with 172
lay-in, 2 lamp, 2x4 fluorescent light fixtures with electronic ballaste and prismatic lenses. This
should be done in the administrative areas of Building &. Locate the new light fixtures over desks or
other work tables as required to provide 50 fc at the work station in each room. This project shall
require a hew lighting layout design, demolition and removal of existing fixtures, and installation of
new fixtures and associated wiring. All switching and circuitry is to remain the same.

FORM
DD pecre 1291

PAGE NO.
1of 2
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1. COMPONENT 2. DATE
ARMY FY 1996 MILITARY CONSTRUCTION PROJECT DATA 5 APR, 1995

3. INSTALLATION AND LOCATION
CORPUS CHRISTI ARMY DEPOT, TEXAS

4. PROJECT TITLE 5. PROJECT NUMBER
FLUORESCENT LIGHTING UPGRADE

1. REQUIREMENT

The project is required to reduce lighting energy consumption at the Corpus Christi Army Depot
facilities. The project provides new, more efficient interior lighting, which will save lighting energy and
cost. All buildings included in this project will be active throughout the payback period. Installation
of this lighting will result in the following:

Electrical Savings 46,052 KWH/yr
Steam Penalty 53.6 Ibs/yr
Total Energy Savings 18.7 MMBTU/yr
Cost Savings 3,147 $/yr
Payback Period 9.3 yre
SIR 1.66

CURRENT SITUATION:

Some of the administrative office areas in Building & have 4 lamp, pendent mounted fluorescent light
fixtures. These fixtures typically have louvers on the bottom and apertures in the top of the
enclosure for partial indirect lighting off of the ceiling. Because only about 30% of the light that
hits the ceiling is reflected back down to the work plane, a good deal of light is wasted. The louvered
bottoms trap light within the fixture, lowering it's efficiency. These fixtures should be replaced with 2
lamp, 2x4 lay-in troffers with prismatic lenses. The offices generally have suspended ceilings which
would easily accommodate the new fixtures. Because the new fixtures would direct all of the light |
down to the work plane, the number of lamps required to maintain design lighting levels would be
reduced. The existing average light levels were measured and recorded on the data sheets, along
with the number of fixtures in each room. Some of the rooms had average light levels that were
somewhat above that recommended for their specific types of area.

IMPACT IF NOT PROVIDED 4

If this project is not provided, a reduction of 115.7 MMBTU per year of energy and $3,147 of utility
and maintenance costs will continue to be wasted. There will be no contribution to energy reduction
goals established at the facility.

FORM PAGE NO.
DD | ioewe 1391 D OF 2
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FISCAL YEAR 1995

1.
A,
B.
c.
D.
E.
F.
G.

2.

LIFE CYCLE COST ANALYSIS SUMMARY

ENERGY CONSERVATION INVESTMENT PROGRAM (ECIP)
INSTALLATION & LOCATION: CCAD
PROJECT NO. & TITLE: 03-0185-02

REGION NOS.

STUDY:

6 CENSUS:

LIGHTING SURVEY STUDY

DISCRETE PORTION NAME: PROJECT-2

CCAD
LCCID FY95 (92)

3

ANALYSIS DATE: 04-04-95 ECONOMIC LIFE 20 YEARS PREPARED BY: CAP
INVESTMENT
CONSTRUCTION COST $ 26390.
SIOH $ 1451.
DESIGN COST $ 1583.
TOTAL COST (1A+1B+1C) $ 29424.
SALVAGE VALUE OF EXISTING EQUIPMENT $ 0.
PUBLIC UTILITY COMPANY REBATE $ 0.
TOTAL INVESTMENT (1D - 1E - 1F) $ 29424.
ENERGY SAVINGS (+) / COST (-)
DATE OF NISTIR 85-3273-X USED FOR DISCOUNT FACTORS OCT 1993
UNIT COST  SAVINGS ANNUAL $ DISCOUNT DISCOUNTED
FUEL $/MBTU(1) MBTU/YR(2) SAVINGS (3) FACTOR(4) SAVINGS(5)
A. ELECT $ 17.14 164. $ 2811. 15.61 $ 43879.
B. DIST $ .00 0. $ 0. 17.56  $ 0.
C. RESID $ .00 0. $ 0. 19.97 $ 0.
D. NAT G $ .00 0. $ 0. 20.96 $ 0.
E. COAL § .00 0. $ 0. 17.58 $ 0.
F. LPG § .00 0. $ 0. 16.12 $ 0.
L. OTHER $ 13.16 -48, $ -636. 14.74 $ ~9369.
M. DEMAND SAVINGS $ 0. 14.74 $ 0.
N. TOTAL 116. $ 2175. $ 34510.
3. NON ENERGY SAVINGS(+) / COST(-)
A. ANNUAL RECURRING (+/-) $ 972.
(1) DISCOUNT FACTOR (TABLE A) 14.74
(2) DISCOUNTED SAVING/COST (3A X 3Al) $ 14327.
B. NON RECURRING SAVINGS(+) / COSTS(-)
SAVINGS (+) YR  DISCNT DISCOUNTED
ITEM COST(-) OC  FACTR SAVINGS (+)/
(1) (2) (3) COST(-) (4)
d. TOTAL $ 0. 0.
C. TOTAL NON ENERGY DISCOUNTED SAVINGS(+)/COST(-) (3A2+3Bd4)$ 14327.
FIRST YEAR DOLLAR SAVINGS 2N3+3A+(3Bd1l/ (YRS ECONOMIC LIFE))S 3147.
SIMPLE PAYBACK PERIOD (1G/4) 9.35 YEARS
TOTAL NET DISCOUNTED SAVINGS (2N5+3C) $ 48837.
SAVINGS TO INVESTMENT RATIO (SIR)=(6 / 1G)= 1.66
(IF < 1 PROJECT DOES NOT QUALIFY)
ADJUSTED INTERNAL RATE OF RETURN (AIRR): 5.75 %
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1. COMPONENT

ARMY FY 1996 MILITARY CONSTRUCTION PROJECT DATA

2. DATE

5 APR, 1995

3. INSTALLATION AND LOCATION

CORPUS CHRISTI ARMY DEPOT, TEXAS

4. PROJECT TITLE

FLUORESCENT TO HID LIGHTING RETROFIT

5. PROGRAM ELEMENT ©. CATAGORY CODE 7. PROJECT NUMBER

8. PROJECT COST ($000)

477.0

9. COSTESTIMATES

ITEM

UM

QUANTITY

UNIT COST CO5T ($000)

Replace existing inefficient fluorescent lighting in

production areas of Building & with high pressure sodium

light fixtures.

ESTIMATED CONTRACT COST
CONTINGENCY (0%)

SIOH

DESIGN

TOTAL REQUEST

TOTAL REQUEST (ROUNDED)

EA

1

477.0 477.0

428.059
0.0
25.543

477.286

25.684

477.000 |

10. DESCRIFPTION OF PROPOSED CONSTRUCTION

Remove 3,017 existing pendent mounted, 2 lamp fluorescent light fixtures and replace them with
1,092 low-bay, 400 watt HPS light fixtures with rectangular pattern reflectors and lenses. This
should be done in the production and warehouse areas of Building &. This project shall require a new

| lighting layout design, demolition and removal of existing fixtures, and installation of new fixtures

and associated wiring. All ewitching and circuitry is to remain the same, as much as is possible.

FORM
DD pec7e 1291

PAGE NO.
10f2
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1. COMPONENT 2. DATE
ARMY FY 1996 MILITARY CONSTRUCTION PROJECT DATA 5 APR, 1995

3. INSTALLATION AND LOCATION
CORPUS CHRISTI ARMY DEPOT, TEXAS

4. PROJECT TITLE 5. PROJECT NUMBER
FLUORESCENT TO HID LIGHTING RETROFIT

1. REQUIREMENT

The project is required to reduce lighting energy consumption at the Corpus Christi Army Depot
facilities. The project provides new, more efficient interior lighting, which will save lighting energy and
cost. All buildings included in this project will be active throughout the payback period. Installation
of this lighting will result in the following:

Electrical Savings 680,610 KWH/yr
Steam Penalty 830.7 lbs/yr
Total Energy Savings 10975 MMBTU/yr
Cost Savings 54,131 $/yr
Payback Period 8.8 yré
SIR 1.74

CURRENT SITUATION:

Most of the production areas in Building & have 2 lamp, pendent mounted fluorescent light fixtures.
These fixtures typically have apertures in the top of the enclosure for partial indirect lighting off of
the ceiling. Because only about 20% of the light that hits the ceiling is reflected back down to the
work plane, a good deal of light is wasted. Because of the high mounting height, 110 watt high-
output lamps are required to produce acceptable lighting levels.

These fixtures should be replaced with 400W HFPS, low-bay light fixtures with rectangular pattern |
reflectors and lenses. The production areas generally have open beam ceilings which would easily
accommodate the new fixtures. Because the new fixtures would direct all of the light down to the
work plane, and because they produce a greater amount of light, less fixtures would be required to
maintain design lighting levels. The existing average light levels were measured and recorded on the
data sheets, along with the number of fixtures in each area.

IMPACT IF NOT PROVIDED

If this project is not provided, a reduction of 1,597.5 MMBTU per year of energy and $54,131 of utility
and maintenance costs will continue to be wasted. There will be no contribution to energy reduction
goals established at the facility.

DD pec7e 1391

FORM PAGE NO.

20F2
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FISCAL YEAR 1995
ANALYSIS DATE:

1.
A.
B.
cC.
D.
E.
F.
G.

2.

LIFE CYCLE COST ANALYSIS SUMMARY

ENERGY CONSERVATION INVESTMENT PROGRAM (ECIP)
INSTALLATION & LOCATION: CCAD
PROJECT NO. & TITLE: 03-0185-02

STUDY:

LCCID

REGION NOS. 6 CENSUS:
LIGHTING SURVEY STUDY

DISCRETE PORTION NAME: PROJECT-3
04-04-95 ECONOMIC LIFE 20

CCAD

3

FY95 (92)

YEARS PREPARED BY: CAP

INVESTMENT
CONSTRUCTION COST S 428059.
SIOH S 23543.
DESIGN COST $ 25684.
TOTAL COST (1A+1B+1C) $ 477286.
SALVAGE VALUE OF EXISTING EQUIPMENT $ 0.
PUBLIC UTILITY COMPANY REBATE $ 0.
TOTAL INVESTMENT (1D - 1E - 1F) S 477286.
ENERGY SAVINGS (+) / COST (-)
DATE OF NISTIR 85-3273-X USED FOR DISCOUNT FACTORS OCT 1993
UNIT COST SAVINGS ANNUAL $ DISCOUNT DISCOUNTED
FUEL $/MBTU (1) MBTU/YR(2) SAVINGS (3) FACTOR(4) SAVINGS(5)
A. ELECT $ 17.14 2343. $ 40166. 15.61 S 626989,
B. DIST $ .00 0. $ 0. 17.56 S 0.
C. RESID $ .00 0. S 0. 19.97 S 0.
D. NAT G $ .00 0. S 0. 20.96 S 0.
E. COAL ¢ .00 0. S 0. 17.58 $ 0.
F. LPG $ .00 0. $ 0. 16.12 S 0.
L. OTHER $ 13.16 -746. S -9816. 14.74 $ -144688.
M. DEMAND SAVINGS S 0. 14.74 S 0.
N. TOTAL 1597. $ 30350. S 482301.
3. NON ENERGY SAVINGS(+) / COST(-)
A. ANNUAL RECURRING (+/-) S 23781.
(1) DISCOUNT FACTOR (TABLE A) 14.74
(2) DISCOUNTED SAVING/COST (3A X 3A1l) S 350532,
B. NON RECURRING SAVINGS(+) / COSTS(-)
SAVINGS (+) YR DISCNT DISCOUNTED
ITEM COST (-) ocC FACTR SAVINGS (+) /
(1) (2) (3) COST (=) (4)
d. TOTAL $ 0. 0.
C. TOTAL NON ENERGY DISCOUNTED SAVINGS(+)/COST(-) (3A2+3Bd4)$ 350532.
FIRST YEAR DOLLAR SAVINGS 2N3+3A+(3Bdl/ (YRS ECONOMIC LIFE))$ 54131.
SIMPLE PAYBACK PERIOD (1G/4) 8.82 YEARS
TOTAL NET DISCOUNTED SAVINGS (2N5+3C) $ 832833.
SAVINGS TO INVESTMENT RATIO (SIR)=(6 / 1G)= 1.74
(IF < 1 PROJECT DOES NOT QUALIFY)
ADJUSTED INTERNAL RATE OF RETURN (AIRR): 6.01 %
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| APPENDIX A
. : ENERGY COST ANALYSIS

A. Electrical Energy Cost Analysis

The CCAD is supplied electrical power through the Corpus Christi Naval Air Station, who
purchases it from Central Power and Light Company (CP&L). The Navy maintains all of the
electrical distribution equipment on the base, and meters all of the base residents separately.
Currently, they only meter for KWH, but have plans to begin metering for KW demand as
well. Since only KWH is metered at this time, the Navy simply divides up the monthly
charges from CP&L, along with maintenance cost, and apportions it out to it's customers at a
flat $/KWH rate. This rate is calculated annually. The current rate for electrical energy
consumption at CCAD is as follows:

Energy Charge: $0.0585/KWH

For the purposes of the Life Cycle Cost Analysis, using the computer program LCCID, the
energy charge in units of MMBTUs is as follows:

$0.0585  KWH 1000000 BTU _ $17.14
KWH = 3413 BTU MMBTU MMBTU

B. Steam Energy Cost Analysis

The CCAD is supplied steam for process and heating through the Corpus Christi Naval Air

Station, who generates the steam in a gas fired central plant. The Navy maintains all of the

steam distribution equipment on the base, and meters all of the base residents separately. The
saturated steam is supplied at approximately 316 F, and therefore has a latent heat content of

898 BTU/Ib, per steam tables. The Navy purchases it's gas from the City of Corpus Christi

Gas Department, and divides up it's monthly billings in a similar manner to that of the

electrical billing. The current rate that the Navy charges to CCAD for steam is as follows:

Steam Charge: $12.00/klb

For the purposes of the Life Cycle Cost Analysis, using the computer program LCCID, the
energy charge in units of MMBTUs is as follows:

$12.00 x kb x b x 1,000,000 BTU _ $13.36
kb 1000 Ib 898 BTU MMBTU MMBTU
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APPENDIX B
DETAILED CALCULATIONS

Annual Heating and Cooling Percentage Calculations

The percentage of the year that the building's heating systems are in operation (Hy) and the
percentage of the year that the building's cooling systems are in operation (H.) were determined
to be used in the heating energy penalty and the cooling energy savings calculations. For the
purposes of this study, all building heating systems are assumed to operate whenever the outside
air temperature is below 60 F and all building cooling systems are assumed to operate whenever
the outside air temperature is above 70 F. These annual hours were obtained from Engineering
Weather Data, TM 5-785. The weather data in this technical manual with the closest proximity
to CCAD was obtained from the Corpus Christi Naval Air Station in Corpus Christi, Texas. This
data showed an annual total of 2,348 hours below 60 F and 5,426 hours above 70 F. Using these
figures, the values of H,; and H. were determined as follows:

_ 2,348 hrs

_ 5426 hrs
H 8760 hrs

= 0.26 H. 2760 firs

= 0.61

Heating and Cooling System Efficiency

In order to calculate the heating energy penalties and cooling energy savings, the heating and
cooling system efficiencies were determined. Building 8 has some areas which are both heated
and cooled and other areas which have only heating. Hangars #43, 44, 45 and 47 have only
heating in the high bay areas.

The primary cooling source in building 8 is a central chilled water plant. Because of the age of
the system, the specific energy consumption for this system was estimated to be about 1.2 KW
per ton of cooling provided. This translates into a cooling system efficiency (EER) as follows:

12,000 BTU ton Kw BTU
X 10

EER = X =
ton-hr 1.2 KW 1,000 W W-hr

The primary heating source for all of building 8 as well as Hangars #43, 44, 45 and 47 is the
central boiler plant, operated by the Naval Air Station. The Navy facilities personnel have
determined the boiler system efficiency (EFF,; ) to be approximately 73%.

EFF, = 0.73




C. Annual Hours of Lighting Operation

The production and administrative areas of the CCAD facility are operated basically 4 days per
week, and 10 hours per day. The facility is operational year round, 52 weeks per year. For the
purposes of this study, the annual Lighting Operational Period (H) is calculated as follows:

Assumptions:
10 hrs per day
4 days per week
52 weeks per year

H=10 x4 GO L 5 WK _ 5 og Hrs
day week yr yr

D. Total Lighting Energy Consumption

The total annual lighting energy consumption for the CCAD areas studied was computed to be
used as a yardstick against calculated ECO energy savings. The data for this calculation was
taken from the data sheets included in Appendix C. The following sample calculation illustrates
the procedure used.

Sample Calculation:  Room 3, Office (from data sheets, see Appendix C)
6 fixtures
4 lamps per fixture
34 watts per lamp
1.2 ballast factor

6 fixtures x d;ilszpe S x 32’:: x 1.2 ballast factor x 2’08}3 hrs x 1,1001(<)WW = -

The total electrical energy consumed by the lighting systems in the areas studied was calculated
to be 2,598,077 KWH/yr. In terms of BTUs, this amounts to 8867.2 MMBTU/yr of energy
currently used for lighting. The room by room summation of lighting energy consumption, based
on the data sheets, is shown below in Figure B-1.

. ";;%
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Figure B-1. Total Lighting Energy Consumption

ROOM ROOM EXIST. | LAMPS | LAMP FIXTURE EXIST. EXIST.
NO. FUNCTION FIXTURE| PER WATTS DESCRIPTION ANNUAL | ANNUAL
QTY. | FIXTURE HOURS | ENERGY
KWHYR
3 |OFFICE 6 4 34 PENDENT FLUOR. 2080 2,037
4 |OFFICE 4 4 34 PENDENT FLUOR. 2080 1,358
5 |OFFICE 4 4 34 PENDENT FLUOR. 2080 1,358
6 IOFFICE 4 4 34 PENDENT FLUOR. 2080 1,358
6 |OFFICE 1 2 34 PENDENT FLUOR. 2080 170
7 |OFFICE 3 4 34 PENDENT FLUOR. 2080 1,018
7 __|OFFICE 1 2 34 PENDENT FLUOR. 2080 170
11 {COPY ROOM 3 4 34 PENDENT FLUOR. 2080 1,018
12 |OFFICE 6 4 34 PENDENT FLUOR. 2080 2,087
13 |OFFICE 6 4 34 PENDENT FLUOR. 2080 2,037
14 |COPY ROOM 2 4 34 PENDENT FLUOR. 2080 679
22 |OFFICE 6 4 34 PENDENT FLUOR. 2080 2,037
23 |OFFICE 4 4 34 PENDENT FLUOR. 2080 1,358
25 |OFFICE 3 4 34 PENDENT FLUOR. 2080 1,018
26 |OFFICE 4 4 34 PENDENT FLUOR. 2080 1,358
27 |OFFICE 8 4 34 PENDENT FLUOR. 2080 2,716
31 [OFFICE 12 2 34 PENDENT FLUOR. 2080 2,037
45 |OFFICE 1 4 34 PENDENT FLUOR. 8736 1,426
46 |OFFICE 1 4 34 PENDENT FLUOR. 2080 339
46 |OFFICE 1 2 75 PENDENT FLUOR. 2080 374
47 |OFFICE 2 3 34 PENDENT FLUOR. 2080 509
47 |OFFICE 2 3 75 PENDENT FLUOR. 2080 1,128
48 |OFFICE 3 2 75 PENDENT FLUOR. 2080 1,128
49 |OFFICE 2 3 75 PENDENT FLUOR. 2080 1,123
49 |OFFICE 2 3 34 PENDENT FLUOR. 2080 509
52 |OFFICE 4 4 75 PENDENT FLUOR. 2080 2,995
54 |OFFICE 2 2 75 PENDENT FLUOR. 2080 749
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Figure B-1. Total Lighting Energy Consumption (Cont.)

ROOM ROOM EXIST. | LAMPS | LAMP FIXTURE EXIST. EXIST.
NO. FUNCTION FIXTURE| PER | WATTS DESCRIPTION ANNUAL | ANNUAL
QTY. | FIXTURE HOURS | ENERGY
KWHYR
61 |TELEPHONE ROOM 2 2 110 PENDENT FLUOR. 2080 1,098
95 |INSTRUMENTATION 96 4 34 PENDENT FLUOR. 2080 32,588
96 |OFFICE 2 2 34 PENDENT FLUOR. 2080 339
99 |LARGE HANGAR - BLDG 8] 300 1 400 HIGH BAY HID 2080 299,520
100 |TEST DATA WAREHOUSE 18 2 110 PENDENT FLUOR. 2080 9,884
101 |ASSEMBLY 58 2 110 PENDENT FLUOR. 2080 31,849
102 |ASSEMBLY 28 2 75 PENDENT FLUOR. 2080 10,483
103 |[CORRIDOR 16 3 110 PENDENT FLUOR. 2080 13,179
104 JPRODUCTION 18 3 75 PENDENT FLUOR. 2080 10,109
105 |JOINER SHOP 105 2 75 PENDENT FLUOR. 2080 39,312
106 |PRODUCTION 11 2 110 PENDENT FLUOR. 2080 6,040
107 |{MAINTENANCE 56 2 110 PENDENT FLUOR. 2080 30,751
108 |MAINTENANCE 7 2 110 PENDENT FLUOR. 2080 3,844
109 |PM TEAM 18 2 110 PENDENT FLUOR. 2080 9,884
110 {PRODUCTION 4 2 75 PENDENT FLUOR. 2080 1,498
111 JMANUFACTURING 72 2 110 PENDENT FLUOR. 2080 39,537
112 |[MANUFACTURING 54 2 110 PENDENT FLUOR. 8736 124,540
113 |TEST CELL 16 2 110 PENDENT FLUOR. 2080 8,786
114 |MANUFACTURING 202 2 110 PENDENT FLUOR. 2080 110,922
115 {MANUFACTURING 115 2 110 PENDENT FLUOR. 2080 63,149
116 |CONTAINER REPAIR 96 2 110 PENDENT FLUOR. 2080 52,716
117 |ENGINE REPAIR 75 2 110 PENDENT FLUOR. 2080 41,184
118 |ENGINE PRODUCTION 30 2 110 PENDENT FLUOR. 2080 16,474
119 |PLATING 153 2 110 PENDENT FLUOR. 2080 84,015
120 |MACHINE SHOP 187 2 110 PENDENT FLUOR. 2080 102,685
121 |WELDING 115 2 110 PENDENT FLUOR. 2080 63,149
122 |TOOL CRIB 48 2 110 PENDENT FLUOR. 2080 26,358
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Figure B-1. Total Lighting Energy Consumption (Cont.)

ROOM ROOM EXIST. | LAMPS | LAMP FIXTURE EXIST. EXIST.
NO. FUNCTION FXTURE| PER [ WATTS DESCRIPTION ANNUAL | ANNUAL
QTY. | FIXTURE HOURS | ENERGY
KWHYR
123 ISTAGING 80 2 110 PENDENT FLUOR. 2080 43,930
124 |MACHINE SHOP 65 2 110 PENDENT FLUOR. 2080 35,693
125 |HOT SECTION 65 2 110 PENDENT FLUOR. 2080 35,693
126 |PRODUCTION CONTROL 65 2 75 PENDENT FLUOR. 2080 24,336
127 |SMALL PARTS 68 2 110 PENDENT FLUOR. 2080 37,340
128 |PRODUCTION 85 2 110 PENDENT FLUOR. 2080 46,675
129 [PRODUCTION 140 2 110 PENDENT FLUOR. 2080 76,877
130 |GLASS & PLASTIC 45 2 110 PENDENT FLUOR. 2080 24,710
131 |[MANUFACTURING 25 2 - 110 PENDENT FLUOR. 2080 13,728
132 [FOUNDRY 55 2 110 PENDENT FLUOR. 2080 30,202
133 |FOUNDRY OFFICE 18 2 110 PENDENT FLUOR. 2080 9,884
134A |STAGE KIT AREA 155 2 110 PENDENT FLUOR. 2080 85,114
134B |[STAGE KIT AREA 55 2 110 PENDENT FLUOR. 2080 30,202
135 |TOOL/PLAN 18 2 110 PENDENT FLUOR. 2086 9,884
136 IMETAL SPRAY 204 2 110 PENDENT FLUOR. 2080 112,020
137 |[METAL SHOP 148 2 110 PENDENT FLUOR. 8736 | 341,333
138 |ENGINE ASSEMBLY 240 2 110 PENDENT FLUOR. 2080 131,789
139 |CORRIDOR 55 2 110 PENDENT FLUOR. 2080 30,202
140 |OFFICE 6 1 150 SOCKET INC. 2080 1,872
141 |OFFICE 5 2 110 PENDENT FLUOR. 2080 2,746
142 JMACHINE SHOP 230 2 110 PENDENT FLUOR. 2080 126,298
143 IGEARBOX 145 2 110 PENDENT FLUOR. 2080 79,622
HANGAR’#43 266 1 400 HIGH BAY HID 2080 | 265,574
HANGAR #44 266 1 400 HIGH BAY HID 2080 | 265,574
HANGAR #45 266 1 400 HIGH BAY HID 2080 | 265,574
HANGAR #47 266 1 400 HIGH BAY HID 2080 | 265,574
TOTAL LIGHTING ENERGY 2,598,077
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ENERGY CONSERVATION OPPORTUNITY (ECO)

. } ECO NO: D-1

DATE: 4/4/95

ECO TITLE: Provide Motion Sensor Controls For Lights

INSTALLATION: Corpus Christi Army Depot, Building 8

LOCATION: Corpus Christi, Texas

A Summary:
Electrical Energy Savings 76,789 KWH/yr
Total Energy Savings 262.08 MMBTUAr
Total Cost Savings 5,779 $hir
Total Investment 4,358 §
Simple Payback 0.7 yrs
SIR 20.44

B. ECO Description:

Install 16 ceiling mounted motion sensors in various production storage areas of Building 8.
Recircuit the 8' fluorescent light fixtures to allow the new sensors to turn off the lights during
unoccupied periods. The sensors shall be the ceiling mounted type and shall generally cover
2,000 sqft of area in a 360° pattern. This ECO will require design of the lighting control system,
installation of the sensors and recircuiting of the existing lights.

Discussion:

Some of the production areas of Building 8 are used for storage or maintenance shops and appear
to be unoccupied large portions of the work day. These areas typically have 8' fluorescent
lighting which is typically left on during these unoccupied periods.

Motion sensors should be installed on the ceilings of these areas to sense the unoccupied periods,
turn off the lights and save the unneeded lighting energy. Since these areas have shelving and
other partitions throughout, careful consideration should be given to the type of sensor to be used.
It is conservatively estimated that 50% of the work day, these areas are unoccupied.

Savings Calculations: The energy savings calculations were performed in Figure D-1, using actual

-data obtained during the site survey. The following sample calculation demonstrates the

procedure followed for each area:
Sample Calculation:  Room #105, Building 8

(a) Existing Annual Hours (H,): The annual period that the lighting is currently burned is
determined as follows:

_4 dany 10 hrsx 32 wks _ 2,080 hrs

week day yr yr

L
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®) Annual Energy Savings (aE):

P 1KW  KWH
AE = LxWx12xH, x X
Qy x At 0 00w Ty

where,
L = number of lamps per fixture
P = unoccupied lighting savings percentage' = 50%
Qty = number of light fixtures in area
W = watts per lamp, watts
1.2 = fluorescent ballast factor

50 1 KW KWH
AE = 105 x2 x 75 x 1.2 x 2,080 x X = 19,656
100 1,000 W yr
Figure D-1. Encrgy Savings Calculations
ROCM ROOM EXIST. | LAMPS | LAMP FIXTURE EXIST. | LIGHTING | ANNUAL | NUMBER
NO. FUNCTION FXTURE! PER WATTS DESCRIPTION ANNUAL | SAVINGS | ENERGY OF
QryY. | FIXTURE HOURS | PERCENT | SAVINGS | SENSORS
% | KWHYR| REQD
100 |TEST DATA WAREHOUSE 18 2 110 PENDENT FLUOR. 2080 50 4,942 2
101 |ASSEMBLY 58 2 110 PENDENT FLUOR. 2080 50 15,924 2
102 {ASSEMBLY 28 2 75 PENDENT FLUOR. 2080 50 5,242 3
105 |JOINER SHOP 105 2 75 PENDENT FLUOR. 2080 50 19,656 4
107 |MAINTENANCE 56 2 110 PENDENT FLUOR. 2080 50 15,375 2
108 |MAINTENANCE 7 2 110 PENDENT FLUOR. 2080 50 1,922 1
131 |[MANUFACTURING 25 2 110 PENDENT FLUOR. 2080 50 13,728 2
TOTALS 297 76,789 16

The total energy savings calculated from Figure D-1 are as follows:

AE = 76,789 KWH p 3,413 BTU % 1 MMBTU  _ 262.08 MMBTU
yr KWH 1,000,000 BTU yr
(©) Maintenance Cost Savings (aC,;): Because the annual number of lamp burn hours have

been reduced by this ECO, the facility will require less lighting maintenance. ~ The
maintenance cost savings from this ECO are calculated as follows:

sH $
C,=0C, x=— =
aly L LL"‘QL r
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e

where,
C, = relamping cost per lamp® = $25/lamp
aH = lighting hours saved® = 1,040 hrs/yr
L, = lamp rated life* = 12,000 hrs
Q, = total quantity of lamps® = 594 lamps

1040 . 54 - 1087
yr

C, = 25
A% = 9% 1 00

E. Cost Estimate
The total implementation costs for this ECO were estimated on page D-4.
F. Life Cycle Cost Analysis.
A life cycle cost analysis was performed on this ECO using the program LCCID and data from

the above calculations. The summary sheet for the life cycle cost analysis is shown on page D-5.
The results of the analysis are listed in the project summary on page D-1.

REFERENCES
1. Assumed unoccupied 50% of work day.

2. Reference maintenance supervisor, 1 hr per lamp at labor rate of $23.50 per hour, plus lamp cost.
3. (2,080 hrs per year) x 50% saved = 1,040 hrs/yr
4. Reference page 303, IES Lighting Handbook, 1993, Figure 6-116.

5. (297 fixtures x 2 lamps per fixture) = 594 lamps
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LIFE CYCLE COST ANALYSIS SUMMARY STUDY: C
ENERGY CONSERVATION INVESTMENT PROGRAM (ECIP) LCCID

INSTALLATION & LOCATION: CCAD REGION NOS. 6 CENSUS: 3
PROJECT NO. & TITLE: 03-0185-02 LIGHTING SURVEY STUDY

FISCAL YEAR 1995 DISCRETE PORTION NAME: ECO-5

ANALYSIS DATE: 04-04-95 ECONOMIC LIFE 20 YEARS PREPARED BY: CAP

1.
A.
B.
c.
D.
E.
F.
G.

2.

INVESTMENT

CONSTRUCTION COST $ 3183.

SIOH $ 175.

DESIGN COST $ 1000.

TOTAL COST (1A+1B+1C) $ 4358.

SALVAGE VALUE OF EXISTING EQUIPMENT $ 0.

PUBLIC UTILITY COMPANY REBATE $ 0.

TOTAL INVESTMENT (1D - 1E - 1F) S 4358.

ENERGY SAVINGS (+) / COST (-)

DATE OF NISTIR 85-3273-X USED FOR DISCOUNT FACTORS OCT 1993

3.

CAD

FY95 (92)

UNIT COST  SAVINGS ANNUAL $ DISCOUNT DISCOUNTED
FUEL $/MBTU(1)  MBTU/YR(2) SAVINGS(3) FACTOR(4) SAVINGS(5)
A. ELECT $ 17.14 262. $ 4492, 15.61 S 70121.
B. DIST $ .00 0. $ 0. 17.56 S 0.
C. RESID $ .00 0. $ 0. 19.97 $ 0.
D. NAT G $ .00 0. $ 0. 20.96 S 0.
E. COAL $ .00 0. $ 0. 17.58 $ 0.
F. LP.G $ .00 0. $ 0. 16.12 $ 0.
M. DEMAND SAVINGS $ 0. 14.74  $ 0.
N. TOTAL 262. $ 4492, $ 70121.

NON ENERGY SAVINGS(+) / COST(-)

A. ANNUAL RECURRING (+/-) $ 1287.
(1) DISCOUNT FACTOR (TABLE A) 14.74
(2) DISCOUNTED SAVING/COST (3A X 3A1) $ 18970.
B. NON RECURRING SAVINGS(+) / COSTS(-)
’ SAVINGS(+) YR DISCNT DISCOUNTED
ITEM COST (-) OC  FACTR SAVINGS (+) /
(1) (2) (3) COST (-) (4)
d. TOTAL $ 0. 0.
C. TOTAL NON ENERGY DISCOUNTED SAVINGS (+)/COST(-) (3A2+3Bd4)$ 18970.
FIRST YEAR DOLLAR SAVINGS 2N3+3A+(3Bdl/(YRS ECONOMIC LIFE))$ 5779.
SIMPLE PAYBACK PERIOD (1G/4) .75 YEARS
TOTAL NET DISCOUNTED SAVINGS (2N5+3C) $ 89091,
SAVINGS TO INVESTMENT RATIO (SIR)=(6 / 1G)= 20.44

(IF < 1 PROJECT DOES NOT QUALIFY)



ENERGY CONSERVATION OPPORTUNITY (ECO)

ECO NO: D-2
DATE: 4/4/95
ECO TITLE: Provide Daylighting Controls For Large Hangar
INSTALLATION: Corpus Christi Army Depot, Large Hangar in Building 8
LOCATION: Corpus Christi, Texas
A. Summary:
Electrical Energy Savings 63,936 KWH/yr
Total Energy Savings 218.2 MMBTU/yr
Total Cost Savings 3,879 $/yr
Total Investment 10,393 $
Simple Payback 2.7 yrs
SIR 5.81
B. ECO Description:

Install 4 photocell sensors and 1 relay panel in the large hangar of Building 8. Recircuit the 300
existing 400W HPS light fixtures to allow the new relays to turn off 3/4 of the lights in each
quadrant, while leaving 1/4 of the lights on. Relays will operate off of a signal from photocell
sensors. The on/off setpoint of the relays shall be adjustable from the relay panel. This ECO will
require design of the lighting control system, installation of the sensors and relay panel, and
recircuiting of the existing lights.

Discussion:

The large hangar of Building 8 has large doors on the east and the west ends which nearly span
the entire length of the hangar. During the normal work day, these doors are open, except for
periods of inclimate weather. The open doors allow large amounts of daylight to enter the hangar.
Lighting measurements taken during the survey indicated that with the lights turned off,
acceptable levels were still maintained through daylighting. Task lighting in the work areas is
currently used for specific tasks requiring light levels greater than the ambient level.

Photocell sensors should be installed in the hangar bays to sense these periods and turn off a
portion of the lights to save the unneeded lighting energy. It is estimated that 25% of the lights
left on during these periods, combined with the substantial daylighting, will allow an acceptable
ambient light level within the hangar bays. These daylighting periods are estimated to be 4 hours
per day for each side of the hangar. The multiple sensors and recircuiting will allow the east half
of a hangar bay to be in the daylighting mode, while the west half is fully lighted and vice versa.

Savings Calculations:

(a) Annual Daylighting Period (Pp). The annual daylighting period is the number of weeks
per year when the hangar doors are open and the weather permits acceptable levels of
daylight to enter the hangar bays. For the purposes of this study, it is assumed that
daylighting is not possible whenever the outside temperature is below 60 F because the
building will be in the heating mode' with the doors closed.

D-6



)

()

(@

H
P, = 60 wks

24 -’ES- x ___day "
day week

where,
H, = annual hours above 60 F = 6,259 hrs/yr’

P - 6,259 =37}_y§

b 24 x 7] yr

Daylighting Load Savings (KW) are the kilowatts of lights off during daylighting periods
as follows:

. 3 480 W 1 KW
KW = 300 lights x |~ = 108.0 KW
B (4] ¥ Tight T T000 W
Annual Energy Savings (aE):
AE = KW x P, x D x H, "
Y

where,
D = days per week of lighting usage = 4 day/wk
H,, = estimated period of daylighting available = 4 hrs/day

oE = 108.0 x 4 x 4 x 37 = 63,936 XVH
, yr
In units of BTUs, the energy savings are as follows:
AF = 63,936 KWH x 3,413 BTU 1 MMBTU  _ 2182 MMBTU
yr KWH 1,000,000 BTU yr

Maintenance Cost Savings (aC,;): Because the annual number of lamp burn hours have
been reduced by this ECO, the facility will require less lighting maintenance. The
maintenance cost savings from this ECO is calculated as follows:

AH $
ACM:CLxL_Lthy ;

where,
C, = relamping cost per lamp® = $25/lamp
H = annual daylighting hours* = 592 hrs/yr
L, = existing lamp rated life’ = 24,000 hrs
Qty = quantity of lamps off during daylighting® = 225 lamps

D-7
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E. Cost Estimate

The total implementation costs for this ECO were estimated on page D-9.

F. Life Cycle Cost Analysis.
A life cycle cost analysis was performed on this ECO using the program LCCID and data from

the above calculations. The summary sheet for the life cycle cost analysis is shown on page D-
10. The results of the analysis are listed in the project summary on page D-6.

REFERENCES

1. Reference Appendix page B-1, Heating Percentage Calculations.

2. Reference Appendix page B-1, Heating Percentage Calculations.

3. Reference maintenance supervisor, 1 hr per lamp at labor rate of $23.50 per hour, plus lamp cost.
4. (4 hrs per day) x (4 days per week) x (37 weeks per year) = 592 hours per year of daylighting.
5. Per IES lamp data for 400W HPS lamps.

6. (300 fixtures x 1 lamp per fixture) x (3/4 off during daylighting) = 225 lamps
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LIFE CYCLE COST ANALYSIS SUMMARY STUDY: CCAD
ENERGY CONSERVATION INVESTMENT PROGRAM (ECIP) LCCID FY95 (92)

INSTALLATION & LOCATION: CCAD REGION NOS. 6 CENSUS: 3
. PROJECT NO. & TITLE: 03-0185-02 LIGHTING SURVEY STUDY
.' FISCAL YEAR 1995 DISCRETE PORTION NAME: ECO-4
ANALYSIS DATE: 04-04-95 ECONOMIC LIFE 20 YEARS PREPARED BY: CAP

1.
A.
B.
C.
D.
E.
F.
G.

2.

INVESTMENT

CONSTRUCTION COST $ 8625.

SIOH $ 474.

DESIGN COST $ 1294.

TOTAL COST (1A+1B+1C) $ 10393.

SALVAGE VALUE OF EXISTING EQUIPMENT $ 0.

PUBLIC UTILITY COMPANY REBATE $ 0.

TOTAL INVESTMENT (1D - 1E - 1F) S 10393.

ENERGY SAVINGS (+) / COST (-)

DATE OF NISTIR 85-3273-X USED FOR DISCOUNT FACTORS OCT 1993

N

UNIT COST SAVINGS ANNUAL $ DISCOUNT DISCOUNTED
FUEL $/MBTU(1) MBTU/YR(2) SAVINGS (3) FACTOR(4) SAVINGS(5)
A. ELECT $ 17.14 218. $ 3740. 15.61 $ 58381.
B. DIST $ .00 0. S 0. 17.56 $ 0.
C. RESID $ .00 0. $ 0. 19.97 $ 0.
D. NAT G $ .00 0. $ 0. 20.96 $ 0.
E. COAL $ .00 0. $ 0. 17.58 S 0.
F. LPG S .00 0. $ 0. 16.12 $ 0.
M. DEMAND SAVINGS $ 0. 14.74 S 0.
N. TOTAL 218. $ 3740. S 58381,

NON ENERGY SAVINGS(+) / COST(-)

A. ANNUAL RECURRING (+/-) $ 139.
(1) DISCOUNT FACTOR (TABLE A) 14.74
(2) DISCOUNTED SAVING/COST (3A X 3Al) $ 2049.
B. NON RECURRING SAVINGS(+) / COSTS(-)
SAVINGS (+) YR  DISCNT DISCOUNTED
ITEM COST (-) OC  FACTR SAVINGS (+) /
(1) (2) (3) COST(-) (4)
d. TOTAL $ 0. 0.
C. TOTAL NON ENERGY DISCOUNTED SAVINGS (+)/COST(-) (3A2+3Bd4)$ 2049,
FIRST YEAR DOLLAR SAVINGS 2N3+3A+(3Bdl/ (YRS ECONOMIC LIFE))S$ 3879.
SIMPLE PAYBACK PERIOD (1G/4) 2.68 YEARS
TOTAL NET DISCOUNTED SAVINGS (2N5+3C) $ 60429,
SAVINGS TO INVESTMENT RATIO (SIR)=(6 / 1G)= ’ 5.81
(IF < 1 PROJECT DOES NOT QUALIFY)
ADJUSTED INTERNAL RATE OF RETURN (AIRR): 12.59 %



it

ENERGY CONSERVATION OPPORTUNITY (ECO)

ECO NO: D-3
DATE: 4/4/95
ECO TITLE: Provide Daylighting Controls For Repair Hangars
INSTALLATION: Corpus Christi Army Depot, Hangars #43, 44, 45 and 47
LOCATION: Corpus Christi, Texas
A. Summary:
Electrical Energy Savings 226,759 KWH/yr
Total Energy Savings . 7733 MMBTU/yr
Total Cost Savings 13,757 $/yr
Total Investment 41,573 $
Simple Payback 3.0 yrs
SIR : 5.16
B. ECO Description:

Install 4 photocell sensors and 1 relay panel in each of hangars #43, 44, 45 and 47. Recircuit the
266 existing 400W HPS light fixtures in each hangar to allow the new relays to turn off 3/4 of
the lights in each quadrant, while leaving 1/4 of the lights on. Relays will operate off of signal
from photocell sensors. The on/off setpoint of the relays shall be adjustable from the relay panels.
This ECO will require design of the lighting control systems, installation of the sensors and relay
panels, and recircuiting of the existing lights.

Discussion:

The hangars #43, 44, 45 and 47 have large doors on the east and the west ends which nearly span
the entire length of the building. During the normal work day, these doors are open, except for
periods of inclimate weather. The open doors allow large amounts of daylight to enter the
buildings. Lighting measurements taken during the survey indicated that with the lights turned
off, acceptable light levels were still maintained through daylighting for large periods of the day.
Task lighting in the work areas is currently used for specific tasks requiring light levels greater
than the ambient level.

Photocell sensors should be installed in the hangar bays to sense these periods and turn off a
portion of the lights to save the unneeded lighting energy. It is estimated that 25% of the lights
left on during these periods, combined with the substantial daylighting, will allow an acceptable
ambient light level within the hangar bays. These daylighting periods are estimated to be 4 hours
per day for both ends of the hangars. The multiple sensors and recircuiting will allow the east
end of a hangar bay to be in the daylighting mode, while the west end is fully lighted and vice
versa.

Savings Calculations:

(a) Annual Daylighting Period (Py,): The annual daylighting period is the number of weeks
per year when the hangar doors are open and the weather permits acceptable levels of
daylight to enter the hangar bays. For the purposes of this study, it is assumed that
daylighting is not possible whenever the outside temperature is below 60 F because the
building will be in the heating mode’.

D-11



(d)

Hg, wks

24 iz-r-'i X _day "
day week

P, =

where,
H,, = annual hours above 60 F = 6,259 hrs/yr’

(b) Daylighting Load Savings (KW) are the kilowatts of lights off during daylighting periods

as follows:
266 lights 3 480 W 1 KW
KW = =—"2— x4 hangars x |~ | x X = 383.04 KW
hangar 8 (4) light 1,000 W
() Annual Energy Savings (aE):
AE = KWx P, x D x H Kyrﬂ
where,
D = days per week of lighting usage = 4 day/wk
Hp, = estimated period of daylighting available = 4 hrs/day
AE = 383.04 x 4 x 4 x 37 = 226,759
yr
In units of BTUs, the energy savings are as follows:
AE = 226,759 KWH X 3,413 BTU x 1 MMBTU  _ 773.9 MMBTU
yr KWH 1,000,000 BTU yr

Maintenance Cost Savings (aC,;): Because the annual number of lamp burn hours have been
reduced by this ECO, the facility will require less lighting maintenance. The maintenance cost
savings from this ECO is calculated as follows:

aH $
ACM=CLxL—Lthy r

D-12




where,
C, = relamping cost per lamp® = $25/lamp
H = annual daylighting hours* = 592 hrs/yr
L, = existing lamp rated life’ = 24,000 hrs
Qty = quantity of lamps off during daylighting® = 798 lamps

392 08 =42 3

24,000 yr

aC =252

E. Cost Estimate

The total implementation costs for this ECO were estimated on page D-14.

F. Life Cycle Cost Analysis.

A life cycle cost analysis was performed on this ECO using the program LCCID and data from
the above calculations. The summary sheet for the life cycle cost analysis is shown on page D-
15. The results of the analysis are listed in the project summary on page D-11.

REFERENCES
1. Reference Appendix page B-1, Heating Percentage Calculations.
2. Reference Appendix page B-1, Heating Percentage Calculations.
3. Reference maintenance supervisor, 1 hr per lamp at labor rate of $23.50 per hour, plus lamp cost.
4. (4 hrs per day) x (4 days per week) x (37 weeks per year) = 592 hours per year of daylighting.
5. Per IES lamp data for 400W HPS lamps.

6. (266 fixtures x 1 lamp per fixture) x (4 hangars) x (3/4 off during daylighting) = 798 lamps
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LIFE CYCLE COST ANALYSIS SUMMARY STUDY: CCAD
ENERGY CONSERVATION INVESTMENT PROGRAM (ECIP) LCCID FY95 (92)
INSTALLATION & LOCATION: CCAD REGION NOS. 6 CENSUS: 3
. PROJECT NO. & TITLE: 03-0185-02 LIGHTING SURVEY STUDY
‘ ° FISCAL YEAR 1995 DISCRETE PORTION NAME: ECO-3
ANALYSIS DATE: 04-04-955 ECONOMIC LIFE 20 YEARS PREPARED BY: CAP

1. INVESTMENT

A. CONSTRUCTION COST $ 34500.

B. SIOH $ 1898.

C. DESIGN COST $ 5175.

D. TOTAL COST (1A+1B+1C) $ 41573.

E. SALVAGE VALUE OF EXISTING EQUIPMENT $ 0.

F. PUBLIC UTILITY COMPANY REBATE $ 0.

G. TOTAL INVESTMENT (1D - 1E - 1F) $ 41573,

2. ENERGY SAVINGS (+) / COST (-)
DATE OF NISTIR 85-3273-X USED FOR DISCOUNT FACTORS OCT 1993

UNIT COST  SAVINGS ANNUAL $ DISCOUNT DISCOUNTED

FUEL $/MBTU(1) MBTU/YR(2) SAVINGS(3) FACTOR(4) SAVINGS(5)

A. ELECT $ 17.14 774. $  13265. 15.61 $  207061.
B. DIST $ .00 0. $ 0. 17.56  $ 0.
C. RESID $ .00 0. $ 0. 19.97 ¢ 0.
D. NAT G $ .00 0. $ 0. 20.96 S 0.
E. COAL $ .00 0. $ 0. 17.58 $ 0.
F. LPG $ .00 0. $ 0. 16.12 $ 0.
M. DEMAND SAVINGS $ 0. 14.74 $ 0.
N. TOTAL 774. $ 13265. $ 207061.

. 3. NON ENERGY SAVINGS(+) / COST(-)

A. ANNUAL RECURRING (+/-) $ 492,
(1) DISCOUNT FACTOR (TABLE A) 14.74
(2) DISCOUNTED SAVING/COST (3A X 3A1l) $ 7252.
B. NON RECURRING SAVINGS(+) / COSTS(-)
SAVINGS (+) YR  DISCNT - DISCOUNTED
ITEM COST (-) OC  FACTR SAVINGS (+) /
(1) (2) (3) COST (=) (4)
d. TOTAL $ 0. 0.
C. TOTAL NON ENERGY DISCOUNTED SAVINGS(+)/COST(-) (3A2+3Bd4)S$ 7252.
4. FIRST YEAR DOLLAR SAVINGS 2N3+3A+(3Bd1l/ (YRS ECONOMIC LIFE))S$ 13757.
5. SIMPLE PAYBACK PERIOD (1G/4) 3.02 YEARS
6. TOTAL NET DISCOUNTED SAVINGS (2N5+3C) $ 214313.
7. SAVINGS TO INVESTMENT RATIO (SIR)=(6 / 1G)= 5.16
(IF < 1 PROJECT DOES NOT QUALIFY)
' 8. ADJUSTED INTERNAL RATE OF RETURN (AIRR): 11.91 %
£3

D-15



ENERGY CONSERVATION OPPORTUNITY (ECO)

ECO NO: D-4
DATE: 4/4/95
ECO TITLE: Replace Pendent Mounted Fluorescent Lighting In Administrative Areas
INSTALLATION: Corpus Christi Army Depot, Building 8
LOCATION: Corpus Christi, Texas
A. Summary:
Electrical Energy Savings 48,052 KWH/yr
Steam Energy Penalty 53.8 klb/yr
Total Energy Savings 115.7 MMBTU/r
Total Cost Savings 3,147 S$iyr
Total Investment 29424 $
Simple Payback 9.3 yrs
SIR 1.66
B. ECO Description:

Remove 180 existing pendent mounted, 4 lamp fluorescent light fixtures and replace them with
172 lay-in, 2 lamp, 2x4 fluorescent light fixtures with electronic ballasts and prismatic lenses.
This should be done in the administrative areas of Building 8. Locate the new light fixtures over
desks or other work tables as required to provide 50 fc at the work station in each room. This
project shall require a new lighting layout design, demolition and removal of existing fixtures, and
installation of new fixtures and associated wiring. All switching and circuitry is to remain the
same.

Discussion:

Some of the administrative office areas in Building 8 have 4 lamp, pendent mounted fluorescent
light fixtures. These fixtures typically have louvers on the bottom and apertures in the top of the
enclosure for partial indirect lighting off of the ceiling. Because only about 30% of the light that
hits the ceiling is reflected back down to the work plane, a good deal of light is wasted. The
louvered bottoms trap light within the fixture, lowering it's efficiency.

These fixtures should be replaced with 2 lamp, 2x4 lay-in troffers with prismatic lenses. The
offices generally have suspended ceilings which would easily accommodate the new fixtures.
Because the new fixtures would direct all of the light down to the work plane, the number of
lamps required to maintain design lighting levels would be reduced. The existing average light
levels were measured and recorded on the data sheets, along with the number of fixtures in each
room. Some of the rooms had average light levels that were somewhat above that recommended
for their specific types of area.

The new lighting layout design should consider the design light levels recommended by the IES,
and place the fixtures over desks, work tables or work stations. This will maintain recommended
levels at the work stations while not overlighting the surrounding work areas.



Savings Calculations:

In order to estimate the energy savings and implementation cost for this ECO, the number of new
light fixtures to be installed in each space must be determined. This calculation requires the
determination of several factors for each type of light fixture, as well as the existing and
recommended light levels for each room.

(a) Room Cavity Ratio (RCR):

Sxh x(L+W

RCR =
(LxW

where,
h, = height of fixture above work plane
L = room length
W = room width

Assumptions:
h, = 6, distance from desk top to bottom of lights
L =10
W = 10'

_3x(6)x (10 +10) -6

RCR
(10 x 10)

(b) Coefficient of Utilization (CU):

Assumptions:
p., = wall reflectivity = 30%
p. = ceiling reflectivity = 30%
RCR =6

From fixture data tables:
For existing fixture': CU = 0.22
For new fixture®: CU =0.34

(©) Luminaire Dirt Depreciation (LDD):

Assumptions:
* Existing fixture Class = II
* New fixture Class = VI
’ Dirt conditions = Clean

From charts:
For existing fixture®: LDD = 0.94
For new fixture’: LDD = 0.86




. . (d) Lamp Data:

® From charts for existing F34T12:
Initial Lumens = 2800
Life = 20,000 hrs

° From charts for new F32T8:
Initial Lumens = 2850
Life = 20,000 hrs

With the above factors determined, the number of new light fixtures to be installed and the energy
savings for each room were calculated in Figure D-4, see page 20. The following sample
calculation demonstrates the procedure followed for each room.

Sample Calculation:  Room #35, Building 8

(a) New fixture quantity:

Jep Wx Lx CUx LDD),,,
Jeg Wx LxCUxLDD),,

Qy = Qg x

where,
CU = coefficient of utilization
fc, = design footcandles
fc; = existing footcandles
L = lamp initial lumens
LDD = lamp dirt depreciation factor
N = number of lamps in fixture
Qg = existing quantity of fixtures in room
Qu = new quantity of fixtures in room

-4y 30 (4 x 2800 x .22 x .94) _

Qu 50 (2 x 2850 x .34 x .86)

(b) Lighting Energy Savings (aE,):

AE, = H [(watts x qty),,;, — (watts x qty),,.] ( 1 KW ] KWH

1,000 watts yr
where,
H = annual hours of lighting = 2,080 hrs/yr

qty = total quantity of fixtures in room
watts = total watts per fixture

% Assumptions:
" watts,;,, = (82 W per ballast x 2 ballasts per fixture) = 164 W
watts,,,, = (62 W per ballast x 1 ballasts per fixture) = 62 W

D-18



(c)

where,

KWH
yr

AE, = 2,080 [(164 x 4) - (62 x 3)] (—1%@) - 978

s

Cooling Energy Savings (aE.):

3413 BTU
*5 (TWH—) e xwm

AE, =
1,000 watts) yr

(EER x

EER' = cooling system efficiency = 10 BTU/W-hr
H.'' = percentage of year in cooling operation = 0.61

sE, = 978 (3,413) 0.61 _ 204 KWH
(10 x 1,000) yr
(d) Heating Energy Penalty (aE,):
AE 3413 BTU
\E. = L\ KkwH 2 Ibs
= fidd
EFFy x h, yr

where,
EFF'? = heating system efficiency = 0.73
H," = percentage of year in heating operation = 0.26
hy, = latent heat of 70 psig saturated steam = 898 BTU/Ib

_ 978 (3413) 026 _ | 45, lbs

073 x 898) yr




. ' Figurc D-4. Energy Savings Calculations

ROOM/| DESIGN | ACTUAL| EXIST. | EXIST. EXIST. NEW NEW | LIGHTING | COOLING | HEATING
NO. | ROOM | ROOM | FIXTURE | FIXTURE | ANNUAL | FIXTURE| FIXTURE{ ENERGY | ENERGY | ENERGY
FC FC QTY. | WATTS | HOURS | QTY. | WATTS | SAVINGS | SAVINGS | PENALTY
KWHYR | KWHYR | LBS/YR
3 30 50 6 164 2080 5 62 1,402 292 1,898
4 30 50 4 164 2080 3 62 978 204 1,324
5 30 50 4 164 2080 3 62 978 204 1,324
6 30 50 4 164 2080 3 62 978 264 1,324
7 30 50 4 164 2080 3 62 978 204 1,324
! 30 90 3 164 2080 1 62 894 186 1,210
12 30 70 6 164 2080 4 62 1,531 319 2,072
13 30 70 6 164 2080 4 62 1,531 319 2,072
14 30 55 2 164 2080 2 62 424 88 574
22 30 83 6 164 2080 3 62 1,660 346 2,247
N 23 30 50 4 164 2080 3 62 978 204 1,324
‘ 25 30 50 3 164 2080 3 62 636 132 861
26 30 65 4 164 2080 3 62 978 204 1,324
27 30 60 8 164 2080 6 62 1,955 407 2,646
31 30 75 12 164 2080 7 62 3,191 664 4,320 s
45 30 35 1 164 8736 1 62 891 185 1,206
46 30 30 1 164 2080 1 62 212 44 287
47 30 45 2 164 2080 2 62 424 88 574
49 30 45 2 164 2080 2 62 424 88 574
95 50 60 96 164 2080 111 62 18,433 3.838 24,952
96 30 25 2 164 2080 3 62 295 61 399
TOTALS: 180 173 39,771 8,281 53,836

Using the total lighting and cooling energy savings calculated from Figure D-1, the total Electrical
Energy Savings (aQ.;) are determined as follows:

3413 BTU] . 1 MMBTU
‘ 4Qr = |(E, + oEo) X ==2m— 1 ¥ T000.000 BTU
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1 164.0 MMBTU

= [(39,771 + 8281) x 3,413] x — L =
aQp = [( + 8,281) x ] x 1,000,000 .

The total Heating Energy Penalty (aQy) from Figure D-4 is as follows:

2Qy = 53,836 x gog BTV , L MMBTU _ ;g MMBTU
- b " 1,000,000 BTU yr

Because the total number of lamps and ballasts have been reduced by this ECO, the facility will
require less lighting maintenance. The Maintenance Cost Savings (aC,,) from this ECO is
calculated as follows:

where,
C, = relamping cost per lamp' = $25/lamp
H = annual lighting hours'® = 2,080 hrs/yr
L, = rated lamp life = 20,000 hrs
AL = quantity of lamps removed'® = 374

2080 ;374 =912 &

20,000 yr

aCy, =25x

Cost Estimate:

The total ECO implementation cost was estimated on page D-23.

Life Cycle Cost Estimate:

A life cycle cost analysis was performed on this ECO using the program LCCID and data from

the above calculations. The summary sheet for the life cycle cost analysis is shown on page D-
24. The results of the analysis are listed in the project summary on page D-16.
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REFERENCES

1. Reference page 434, IES Lighting Handbook, 1993, fixture #29, (CU x 0.95) for 4 lamp fixture.
2. Reference page 438, IES Lighting Handbook, 1993, fixture #42, (CU x 1.07) for 32W lamps.

3. Reference page 396, IES Lighting Handbook, 1993, Figure 9-9.

4. Reference page 396, IES Lighting Handbook, 1993, Figure 9-9.

5. Reference page 397, IES Lighting Handbook, 1993, Figure 9-11.

6. Reference page 398, IES Lighting Handbook, 1993, Figure 9-12.

7. Reference page 398, IES Lighting Handbook, 1993, Figure 9-12.

8. Reference page 300, IES Lighting Handbook, 1993, Figure 6-115.

9. Reference page 300, IES Lighting Handbook, 1993, Figure 6-115.

10. Reference Appendix page B-1 for cooling system efficiency calculation.

11. Reference Appendix page B-1 for cooling period calculation.

12. Reference Appendix page B-1 for heating system efficiency calculation.

13. Reference Ai)pendix page B-1 for heating period calculation.

14. Reference maintenance supervisor, 1 hr per lamp at labor rate of $23.50 per hour, plus lamp cost.
15. Reference Appendix page B-2.

16. (180 fixtures x 4 lamps) - (173 fixtures x 2 lamps) = 374 lamps removed.

D-22



¥2v'62% oL |
1S} %9's @ HOIS G201-ge€ (L18) XVd » 000€-G€€ (£18)
€L6'L2 Ivioigns 226€-2019L SYX3L ‘HLYOM LdOd
2ag %3 @ NoIS3a 0051 3LINS ‘LIIFYLS NIVIN Z1LS
06¢9z  |vvSLl . veeo violans S1O31IHOYV / SHIIANIONT
e ve6e " peEg) %0Z®d %0 ONI 'SYVTI10Z-I1INH
Qv6'22 029'vi . |oceg Tvioians
'871N8-v1Q-008-1 "YoogpueH Bunybin yustoyy3 ABreuz ayy| |
WwoJj uae) ase SIS09 |eualew syl "SIOIOBIUO0D |BOUIDS|S YIM ]
@ousLadxa uo paseq aJe 319y Ss9jewnsa Jogej 8say) I1ON| |
QOL'Sl 09L'Cl 0008 |evs) 000 4] I KA sduie| g1 yam squsosatony ui-Re| ‘dwie] omg mou Jo uope|edsy|
0209 099 00's o2l's 000 o'l g2 |12Ll buiinoaoaa pue 24m ‘4npuoo enosue|j9osIy
029°| lor/2)} 0002 @0 g9 ogl $24n9x1y 1YP1| quoosa.10ny pznvcom Buigsixe jo uopljowa(
nun || ssesw | suun
1S5S0 lejoL adud yun lejog ajey rsin || wun 08
V101 NOILdIOS3a W3l
AVII3LVYIN Joavi ALILLNYND
sealy aiesiuiupy U] buidybr qusosa.on|y paquno quapue g 9oe|day “Vv-a-003 ‘NOILLdIYOS3a 123ro¥d
X A9 @3aMO3HO VO E3d3d T AG
sexa| ‘ daor ¢
Se/viv :31va 20'G810-20 ‘ON 103royd LAY enaioo pomua %:t( HSHUD m:m;oo
‘NOILYOO1
150D 3719vd0¥d 40 FLVINILSE SAHIANIONT

D-23



®

LIFE CYCLE COST ANALYSIS SUMMARY STUDY: CCAD
ENERGY CONSERVATION INVESTMENT PROGRAM (ECIP) LCCID FY95
INSTALLATION & LOCATION: CCAD REGION NOS. 6 CENSUS: 3
PROJECT NO. & TITLE: 03-0185-02 LIGHTING SURVEY STUDY
FISCAL YEAR 1995 DISCRETE PORTION NAME: ECO-1
ANALYSIS DATE: 04-04-95 ECONOMIC LIFE 20 YEARS PREPARED BY: CAP

1. INVESTMENT

A. CONSTRUCTION COST $ 26390.

B. SIOH $ 1451.

C. DESIGN COST $ 1583.

D. TOTAL COST (1A+1B+1C) $ 29424.

E. SALVAGE VALUE OF EXISTING EQUIPMENT $ 0.

F. PUBLIC UTILITY COMPANY REBATE $ 0.

G. TOTAL INVESTMENT (1D - 1E - 1F) $ 29424,

2. ENERGY SAVINGS (+) / COST (-)
DATE OF NISTIR 85-3273-X USED FOR DISCOUNT FACTORS OCT 1993

(92)

UNIT COST SAVINGS ANNUAL $ DISCOUNT DISCOUNTED
FUEL $/MBTU (1) MBTU/YR(2) SAVINGS(3) FACTOR(4) SAVINGS(5)
A. ELECT $ 17.14 164. $ 2811. 15.61 S 43879.
B. DIST $ .00 0. $ 0. 17.56 $ 0.
C. RESID $ .00 0. $ 0. 19.97 $ 0.
D. NAT G $ .00 0. $ 0. 20.96 $ 0.
E. COAL $ .00 0. $ 0. 17.58 S 0.
F. LPG $ .00 0. $ 0. 16.12 S 0.
L. OTHER $ 13.16 -48. S -636. 14.74 S -9369.
M. DEMAND SAVINGS $ 0. 14.74 $ 0.
N. TOTAL 116. $ 2175. $ 3

3. NON ENERGY SAVINGS(+) / COST(-)

A. ANNUAL RECURRING (+/-) $ 972.
(1) DISCOUNT FACTOR (TABLE A) 14.74
(2) DISCOUNTED SAVING/COST (3A X 3Al) $ 14327.
B. NON RECURRING SAVINGS(+) / COSTS(-)
SAVINGS(+) YR DISCNT DISCOUNTED
ITEM COST(-) OC  FACTR SAVINGS (+) /
(1) (2) (3) COST(-) (4)
d. TOTAL $ 0. ' 0.

4510.

C. TOTAL NON ENERGY DISCOUNTED SAVINGS (+)/COST(-) (3A2+3Bd4)$ 14327.

4. FIRST YEAR DOLLAR SAVINGS 2N3+3A+(3Bdl/ (YRS ECONOMIC LIFE))S$

5. SIMPLE PAYBACK PERIOD (1G/4) 9.3
6. TOTAL NET DISCOUNTED SAVINGS (2N5+3C) $ 4
7. SAVINGS TO INVESTMENT RATIO (SIR)=(6 / 1G)= 1.6

(IF < 1 PROJECT DOES NOT QUALIFY)

8. ADJUSTED INTERNAL RATE OF RETURN (AIRR): 5.7

D-24
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ENERGY CONSERVATION OPPORTUNITY (ECO)

ECO NO: D-5

DATE: 4/4/95

ECO TITLE: Replace Fluorescent Lighting In Production Areas

INSTALLATION: Corpus Christi Army Depot, Building 8

LOCATION: Corpus Christi, Texas

A. Summary:
Electrical Energy Savings 686,616 KWH/yr
Steam Energy Penalty 830.7 Kklb/yr
Total Energy Savings 1597.5 MMBTU/yr
Total Cost Savings 54,131 $/iyr
Total Investment 477,286 $
Simple Payback 8.8 yrs
SIR 1.74

B. ECO Description:

®

Remove 3,017 existing pendent mounted, 2 lamp fluorescent light fixtures and replace them with
1,092 low-bay, 400 watt HPS light fixtures with rectangular pattern reflectors and lenses. This
should be done in the production and warechouse areas of Building 8. This project shall require
a new lighting layout design, demolition and removal of existing fixtures, and installation of new
fixtures and associated wiring. All switching and circuitry is to remain the same, as much as is
possible.

Discussion:

Most of the production areas in Building 8 have 2 lamp, pendent mounted fluorescent light
fixtures. These fixtures typically have apertures in the top of the enclosure for partial indirect
lighting off of the ceiling. Because only about 30% of the light that hits the ceiling is reflected
back down to the work plane, a good deal of light is wasted. Because of the high mounting
height, 110 watt high-output lamps are required to produce acceptable lighting levels.

These fixtures should be replaced with 400W HPS, low-bay light fixtures with rectangular pattern
reflectors and lenses. The production areas generally have open beam ceilings which would easily
accommodate the new fixtures. Because the new fixtures would direct all of the light down to
the work plane, and because they produce a greater amount of light, less fixtures would be
required to maintain design lighting levels. The existing average light levels were measured and
recorded on the data sheets, along with the number of fixtures in each area.

The new lighting layout design should consider the design lighting levels recommended by the
IES, and provide additional task lighting as required over work tables or work stations. This will
maintain recommended levels at the work stations while not overlighting the surrounding work
areas.

Savings Calculations:
In order to estimate the energy savings and implementation cost for this ECO, the number of new

light fixtures to be installed in each space must be determined. This calculation requires the
determination of several factors for each type of light fixture, as well as the existing and
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recommended light levels for each room.

(a) Room Cavity Ratio (RCR):

Sxh x(L+
RCR = o % ( )
LxW
where,
h, = height of fixture above work plane
L = room length
W = room width
Assumptions:
h, = 11", distance from work plane to bottom of lights
L =20 :
W =20
RCR = Sx (11) x (20 + 20) _ 5.5

(20 x 20)

(b) Coefficient of Utilization (CU):

Assumptions:
p,, = wall reflectivity = 30%
p. = ceiling reflectivity = 30%
RCR =155

From fixture data tables:
For existing fixture’: CU = 0.37
For new fixture®: CU =035

©) Luminaire Dirt Depreciation (LDD):

Assumptions:
* Existing fixture Class = II
* New fixture Class = VI
* Dirt conditions = Dirty

From charts:
For existing fixture®: LDD = 0.86
For new fixture’: LDD = 0.75

(d) Lamp Data:

® From charts for existing F96T12/HO:
Initial Lumens = 8,830
Life = 12,000 hrs
Lumen Depreciation = 0.77
Watts = 110



! 74

R

® From charts for new LU400/BU:
Initial Lumens = 50,000
Life = 24,000 hrs
Lumen Depreciation = (.84
Watts = 400

With the above factors determined, the number of new light fixtures to be installed and the energy
savings for each room were calculated in Figure D-5, see page D-29. The following sample
calculation demonstrates the procedure followed for each room.

Sample Calculation:  Room #114, Building 8

(a) New fixture quantity:

Jop Wx Lx CUx LDD x LLD),

=Qpx
O = Jog Wx LxCUxLDD x LLD),,,

where,
CU = coefficient of utilization
fc, = design footcandles
fcg = existing footcandles
L = lamp initial lumens
LDD = lamp dirt depreciation factor
LLD = lamp lumen depreciation factor
N = number of lamps in fixture
Q; = existing quantity .of fixtures in room
Qn = new quantity of fixtures in room

50 (2 x 8,830 x .37 x .87 x .77)

Qy =202 x =
60 (1 x 50,000 x .35 x .75 x .84)

(b) Lighting Energy Savings (aE,):

aE, = H [(watts x qty),,, - (watts x qty),,,] ( 1 KW ) KWH

1,000 watts yr
where,
H = annual hours of lighting = 2,080 hrs/yr
qty = total quantity of fixtures in room
watts = total watts per fixture
Assumptions:

watts,;,, = (264 W per ballast x 1 ballasts per fixture) = 264 W
watts ., = (480 W per ballast x 1 ballasts per fixture) = 480 W

KWH
yr

AE; = 2,080 [(264 x 202) - (480 x 66)] (ﬁ) - 45,028

b
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(©) Cooling Energy Savings (aE.):

L. [3413 BTU
L\ xwwH ¢ KWH

AE, =
1,000 watts) yr

(EER X

where,
EER" = cooling system efficiency = 10 BTU/W-hr
H.'' = percentage of year in cooling operation = 0.61

- 45,028 (3,413) 0.61 _ 9.374 KWH
¢ (10 x 1,000) ’ yr
(d) Heating Energy Penalty (aE,):
oE, (3413 BTU) H, "
aE, = KWH fadad
EFFy x b yr

where,
EFF'? = heating system efficiency = 0.73
H,,"® = percentage of year in heating operation = 0.26
h;, = latent heat of 70 psig saturated steam = 898 BTU/Ib

_ 45,028 (3413) 026 _ (5 sy lbs
o (0.73 x 898) oy
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Figure D-5. Energy Savings Calculations

ROOM | DESIGN | ACTUAL | EXIST. EXIST. EXIST. NEW NEW LIGHTING | COOLING | HEATING
NO. ROOM | ROOM | FIXTURE | FIXTURE | ANNUAL | FIXTURE | FIXTURE| ENERGY ENERGY ENERGY
FC FC QTY. WATTS | HOURS QTY. | WATTS | SAVINGS | SAVINGS | PENALTY
KWH/YR KWHYR LBS/YR
103 10 15 16 398 2080 4 480 9,185 0 12,433
106 50 50 11 264 2080 4 480 2,047 0 2,771
109 75 100 18 264 2080 5 480 4,892 1,018 8,622
110 50 50 4 264 2080 2 480 200 42 271
111 45 45 72 284 2080 28 480 11,581 0 15,877
112 45 45 b4 264 2080 21 480 8,686 0 11,758
113 45 45 16 264 2080 8 480 2,796 0 3,785
114 50 60 202 264 2080 66 480 45,028 9,375 60,953
115 50 50 115 264 2080 45 480 18,221 0 24,665
116 50 50 96 264 2080 38 480 14,776 0 20,002
117 30 30 75 264 2080 29 480 12,230 0 16,555
118 20 20 30 264 2080 12 480 4,493 0 6,082
119 50 50 153 264 2080 680 480 24,111 5,020 32,638
120 50 50 187 264 2080 73 480 29,802 6,205 40,342
121 50 60 115 264 2080 38 480 25,210 0 34,126
122 50 70 48 264 8736 13 480 56,190 0 76,062
123 10 10 80 264 2080 31 480 12,979 0 17,569
124 50 60 65 264 2080 21 480 14,726 3,066 19,934
125 40 40 65 264 2080 26 480 9,734 2,027 13,177
127 50 62 68 264 2080 22 480 15,375 3,201 20,813
128 50 50 85 264 2080 33 480 13,728 2,858 18,583
129 50 60 140 264 2080 46 480 30,950 6,444 41,8968
130 35 35 45 264 2080 18 480 6,739 1,403 9,122
181 30 30 25 264 2080 10 480 3,744 0 5,088
132 30 30 55 264 2080 22 480 8,237 0 11,150
134 20 20 155 264 2080 61 480 24,211 0 32,774
136 30 30 204 264 2080 80 480 32,148 6,693 43,518
137 50 65 148 264 2080 45 480 36,342 0 49,195
138 75 20 240 264 2080 78 480 53,914 11,225 72,981
139 10 12 55 264 2080 18 480 12,230 0 16,555
142 40 40 230 264 2080 90 480 36,442 7,687 49,330
143 50 60 145 264 2080 417 480 32,698 6,807 44,262
TOTALS: 3,017 1,092 613,645 72,971 830,669
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Using the total lighting and cooling energy savings calculated from Figure D-5, the total Electrical
Energy Savings (aQq;) are determined as follows:

3,413 BTU x 1 MMBTU
KWH 1,000,000 BTU

Qg = [(aE, + aE) x

1 MMBTU
= [(613,645 + 72,971) x 3413] x ————— = 2,3434 ———~
2Qp = [( + 72,97 x ]x 1000,000 3 g

The total Heating Energy Penalty (aQ,,) from the spreadsheet is as follows:

2Q, = 830,692 5 gog BTV , 1 MMBTU _ ;.59 MMBTU
yr B 1,000,000 BTU yr

Because the total number of lamps and ballasts have been reduced by this ECO, the facility will
require less lighting maintenance. The Maintenance Cost Savings (aC,,) from this ECO is
calculated as follows:

Q: Oy
aCy=CxHx|— - —
L, Ly
where,
C, = relamping cost per lamp'* = $25/lamp
H = annual lighting hours™ = 2,080 hrs/yr
L; = existing lamp rated life = 12,000 hrs
Ly = new lamp rated life = 20,000 hrs
Qg = existing quantity of lamps'® = 6,034
Qy = new quantity of lamps'’ = 1,092
6,034 1,092 $
aC,, = (25) x 2,080 x | = - = = 23,781 —
w = @) 12,000 24,000 yr

Cost Esﬁmate

The implementation cost for this ECO is calculated on page D-32.

Life Cycle Cost Analysis.

A life cycle cost analysis was performed on this ECO using the program LCCID and data from

the above calculations. The summary sheet for the life cycle cost analysis is shown on page D-
33. The results of the analysis are listed in the project summary on page D-25.
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REFERENCES
1. Reference page 434, IES Lighting Handbook, 1993, fixture #25.
2. Reference page 432, IES Lighting Handbook, 1993, fixture #21.
3. Reference page 396, IES Lighting Handbook, 1993, Figure 9-9.
4. Reference page 396, IES Lighting Handbook, 1993, Figure 9-9.
5. Reference page 397, IES Lighting Handbook, 1993, Figure 9-11.
6. Reference page 398, IES Lighting Handbook, 1993, Figure 9-12.
7. Reference page 398, IES Lighting Handbook, 1993, Figure 9-12.
8. Reference page 303, IES Lighting Handbook, 1993, Figure 6-116.
9. Reference page 313, IES Lighting Handbook, 1993, Figure 6-122.
10. Reference Appendix page B-1 for cooling system efficiency calculation.
11. Reference Appendix page B-1 for cooling period calculation.
12. Reference Appendix page B-1 for heating system efficiency calculation.
13. Reference Appendix page B-1 for heating period calculation.
14. Reference maintenance supervisor, 1 hr per lamp at labor rate of $23.50 per hour, plus lamp cost.
15. Reference Appendix page B-2.
16. (3,017 fixtures x 2 lamps per fixture) = 6,034 lamps

17. (1,092 fixtures x 1 lamp per fixture) = 1,092 lamps
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INSTALLATION & LOCATION: CCAD REGION NOS. 6 CENSUS: 3
PROJECT NO. & TITLE: 03-0185-02 LIGHTING SURVEY STUDY
FISCAL YEAR 1995 DISCRETE PORTION NAME: ECO-2
ANALYSIS DATE: 04-04-95 ECONOMIC LIFE 20 YEARS PREPARED BY: CAP
1. INVESTMENT
A. CONSTRUCTION COST S 428059.
B. SIOH $ 23543.
C. DESIGN COST $ 25684.
D. TOTAL COST (1A+1B+1C) $ 477286.
E. SALVAGE VALUE OF EXISTING EQUIPMENT $ 0.
F. PUBLIC UTILITY COMPANY REBATE $ 0.
G. TOTAL INVESTMENT (1D - 1E - 1F) S 477286.
2. ENERGY SAVINGS (+) / COST (-)
DATE OF NISTIR 85-3273-X USED FOR DISCOUNT FACTORS OCT 1993
UNIT COST SAVINGS ANNUAL $ DISCOUNT DISCOUNTED
FUEL $/MBTU (1) MBTU/YR(2) SAVINGS (3) FACTOR(4) SAVINGS(5)
A. ELECT $ 17.14 2343. $ 40166. 15.61 $ 626989,
B. DIST $ .00 0. $ 0. 17.56 $ 0.
C. RESID $ .00 0. $ 0. 19.97 S 0.
D. NAT G $ .00 0. $ 0. 20.96 $ 0.
E. COAL §$ .00 0. $ 0. 17.58 $ 0.
F. LPG S .00 0. S 0. 16.12 S 0.
L. OTHER $ 13.16 -746. $ -9816. 14.74 S -144688.
M. DEMAND SAVINGS S 0. 14.74 $ 0.
N. TOTAL 1597. $ 30350. S 482301.
3. NON ENERGY SAVINGS(+) / COST(-)
A. ANNUAL RECURRING (+/-) $ 23781.
(1) DISCOUNT FACTOR (TABLE A) 14.74
(2) DISCOUNTED SAVING/COST (3A X 3A1l) S 350532.
B. NON RECURRING SAVINGS(+) / COSTS(-)
SAVINGS (+) YR  DISCNT DISCOUNTED
ITEM COST(-) ocC FACTR SAVINGS (+) /
(1) (2) (3) COST(-) (4)
d. TOTAL $ 0. 0.
C. TOTAL NON ENERGY DISCOUNTED SAVINGS(+)/COST(-) (3A2+3Bd4)$ 350532.
4. FIRST YEAR DOLLAR SAVINGS 2N3+3A+(3Bd1l/ (YRS ECONOMIC LIFE))$ 54131.
5. SIMPLE PAYBACK PERIOD (1G/4) 8.82 YEARS
6. TOTAL NET DISCOUNTED SAVINGS (2N5+3C) $ 832833.
7. SAVINGS TO INVESTMENT RATIO (SIR)=(6 / 1G)= 1.74
(IF < 1 PROJECT DOES NOT QUALIFY)
8. ADJUSTED INTERNAL RATE OF RETURN (AIRR): 6.01 %

LIFE CYCLE COST ANALYSIS SUMMARY
ENERGY CONSERVATION INVESTMENT PROGRAM (ECIP)

STUDY:

CCAD

LCCID FY95 (92)
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APPENDIX E

NON-RECOMMENDED ECO CALCULATIONS



ENERGY CONSERVATION OPPORTUNITY (ECO)

ECO NO: E-1
DATE: 4/4/95
ECO TITLE: Install Electronic Ballasts and Energy Savings Fluorescent Lamps
INSTALLATION: Corpus Christi Army Depot, Building 8
LOCATION: Corpus Christi, Texas
A Summary:
Electrical Energy Savings 409,466 KWH/yr
Steam Energy Penalty 478.9 Kklb/yr
Total Energy Savings 1,397.5 MMBTU/yr
Total Cost Savings 17,651 $/yr
Total Investment 407,015 §
Simple Payback 23.0 yrs
SIR 0.69
B. ECO Description:

Remove all of the existing magnetic ballasts and the T12 lamps from pendent mounted fluorescent
light fixtures and install new electronic ballasts and T8 lamps. This will require the replacement
of existing lamp sockets with new sockets designed for the T8 lamps. The existing F34T12 lamps
(34 watts) should be replaced with F32T8 lamps (32 watts), and the existing F96T12 lamps (75
watts) with FO6T8 lamps (59 watts). The existing F96T12HO lamps (110 watts) should remain
because the higher lumen output of the lamp is required in the areas where they are used. There
are a total of 3,851 ballasts to be retrofitted, and 7,702 lamps to be retrofitted. This ECO will
require a design specification of the new equipment and scope of work, as well as the replacement
of fluorescent ballasts and lamps.

Discussion:

The existing pendent mounted fluorescent fixtures in the production areas and office areas
currently use 34 watt energy saving lamps in the 4' fixtures, and either 75 watt or 110 watt lamps
in the 8’ fixtures. All of these are T12 lamps. The newer technology T8 lamps can produce an
equivalent or higher lumen output, with a lower power input. Also, all of these fixtures have
standard magnetic ballasts. The new technology electronic ballasts operate on a higher frequency
than the magnetic type, and are therefore more efficient, requiring less input power.

Savings Calculations: The room by room energy savings calculations were performed in Figure
E-1, using information collected on the data sheets. The following sample calculation
demonstrates the procedure followed for each room.

Sample Calculation:

From data sheet:
Room #5
No. of fixtures = 4
lamps per fixture = 4
existing lamp wattage = 34W
annual hours of lighting = 2,080 hrs/yr
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Assumptions:
existing ballast input’ = 82 W
new ballast input’ = 62 W

(a) Existing Annual Lighting Energy:

L, = 2,080 S

[82 wants 2 ballasts _, ﬁm,es] (__I_KW_) = 1,364 XWH
yr

ballast Jixture 1,000 watts yr

) New Annual Lighting Energy:

hrs {62 watts _ 2 ballasts 1 KW KWH
L, =2,080 — X 4 fixtures| | ————— | = 1,032
N yr { ballast Juxture * ] (1,000 wattsJ yr
©) Lighting Energy Savings (aE,):
aE; = (1,364-1,032) —— = 332 i
yr yr

(d) Cooling Energy Savings (aE.):
3413 BTU
AE, | ———— | H,
KWH KWH
1,000 waztsJ yr

AE c =
(EER X

where, '
EER? = cooling system efficiency = 10 BTU/W-hr
H.' = percentage of year in cooling operation = 0.52

_ 332 (3,413) 0.52 _ 59 KWH
¢ (10 x 1,000) yr
d) Heating Energy Penalty (aE,):
sE, (3413 BTU) H,
E - KWH Ibs
H EFFy x h, yr

where,
EFF’ = heating system efficiency = 0.73
H,® = percentage of year in heating operation = 0.28
hg, = latent heat of 70 psig saturated steam = 898 BTU/Ib
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Figure E-1. Energy Savings Calculations

ROOM| EXIST. | LAMPS | BALLAST| EXIST. NEW EXIST. EXIST. NEW LIGHTING | COOLING | HEATING

NO. | AXTURE| PER PER LAMP LAMP | ANNUAL | ANNUAL | ANNUAL [ ENERGY | ENERGY | ENERGY

QTY. |FIXTURE; FIXTURE | WATTS | WATTS | HOURS | ENERGY | ENERGY | SAVINGS | SAVINGS | PENALTY

KWHYR | KWHYR | KWHYR | KWHYR | LBS/YR
3 6 4 2 34 32 2080 2,047 1,648 499 89 727
4 4 4 2 34 32 2080 1,364 1,032 332 59 484
5 4 4 2 34 32 2080 1,364 1,032 332 59 484
6 4 4 2 34 32 2080 1,364 1,032 332 59 484
6 1 2 1 34 32 2080 171 129 42 7 61
7 3 4 2 34 32 2080 1,028 774 249 44 363
7 1 2 1 34 32 2080 171 129 42 7 61
11 3 4 2 34 32 2080 1,023 774 249 44 363
12 6 4 2 34 32 2080 2,047 1,548 499 89 727
13 6 4 2 34 32 2080 2,047 1,548 499 89 727
14 2 4 2 34 32 2080 682 516 166 29 242
22 6 4 2 34 32 2080 2,047 1,548 499 89 727
23 4 4 2 34 32 2080 1,364 1,032 332 59 484
25 3 4 2 34 32 2080 1,023 774 249 44 363
26 4 4 2 34 32 2080 1.364 1,032 332 59 484
27 8 4 2 34 32 2080 2.729 2,068 666 118 971
31 12 2 1 34 32 2080 2,047 1,548 499 89 727
45 1 4 2 34 32 2080 341 258 83 15 121
46 1 4 2 34 32 2080 341 258 83 15 121
46 1 2 1 75 59 2080 360 229 131 23 191
47 2 3 1.5 34 32 2080 512 387 125 22 182
47 2 3 1.5 75 59 2080 1,080 686 394 70 574
48 3 2 1 75 59 2080 1,080 686 394 70 574
49 2 3 1.5 75 59 2080 1.080 686 394 70 574
49 2 3 1.5 34 32 2080 512 387 125 22 182

52 4 4 2 75 59 2080 2.879 1,830 1,049 186 1,529

54 2 2 1 75 59 2080 720 458 262 46 382
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Figure E-1. Energy Savings Calculations (Continued)

ROOM| EXIST. | LAMPS | BALLAST| LAMP LAMP EXIST. EXIST. NEW LIGHTING | COOLING | HEATING
NO. | FIXTURE| PER PER WATTS | WATTS | ANNUAL | ANNUAL | ANNUAL | ENERGY | ENERGY | ENERGY
QrY. |FXTURE| FIXTURE HOURS | ENERGY | ENERGY | SAVINGS | SAVINGS | PENALTY
KWHYR | KWHYR| KWHYR | KWHYR | LBS/YR
61 2 2 1 110 110 2080 1,069 458 611 108 891
95 96 4 2 34 32 2080 32,748 | 24,760 7,988 1,418 11,645
96 2 2 1 34 32 2080 341 258 83 15 121
100 18 2 1 110 110 2080 9,622 7,862 1,760 312 2,566
101 58 2 1 110 110 2080 31,004 | 25,334 5,670 1,006 8,266
102 28 2 1 75 59 2,082 10,085 6,413 3,672 652 5,353
103 16 3 1.5 110 110 2080 12.829 | 10,483 2,346 0 3,420
104 18 3 1.5 5 59 2080 9,716 6.178 3,538 628 5,158
105 105 2 1 75 59 2080 87,783 | 24,024 13,759 2,442 20,058
106 11 2 1 110 110 2080 5,880 4,805 1,075 0 1,667
107 56 2 1 110 110 2080 20,935 | 24.461 5,474 972 7,980
108 7 2 1 110 110 2080 3,742 3,058 684 121 997
109 18 2 1 110 110 2080 9,622 7,862 1,760 812 2,566
110 4 2 1 75 59 2080 1,439 915 524 93 764
111 72 2 1 110 110 2080 38,488 | 31,450 7,038 0 10,260
112 54 2 1 110 110 2080 28,866 | 23,587 5,279 0 7,696
113 16 2 1 - 110 110 » 2080v 8,553 6,989 1,564 0 2,280
114 202 2 1 110 110 2080 107,981 | 88,234 19,747 3,505 28,787
115 115 2 1 110 110 2080 61,474 | 50,232 11,242 0 16,388
116 96 2 1 110 110 2080 51,318 | 41,938 9,385 0 18,681
117 75 2 1 110 110 2080 40,092 | 32,760 7,332 0 10,689
118 - 80 2 1 110 110 2080 16,037 13,104 2,933 0 4,276
119 153 2 1 110 110 2080 81,788 | 66,830 14,958 2,655 21,806
120 187 2 1 110 110 2080 99,963 | 81.682 18,281 3,244 26,650
121 115 2 1 110 110 2080 61,474 | 50,232 11,242 0 16,388
122 48 2 1 110 110 2080 25,659 | 20,966 4,693 0 6,841
123 80 2 1 110 110 2080 42,765 | 34,944 7,821 0 11,401
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. } Figure E-1. Energy Savings Calculations (Continued)

ROOM| EXIST. | LAMPS | BALLAST| LAMP LAMP EXIST. EXIST. NEW LIGHTING | COOLING | HEATING

NO. | FIKTURE| PER PER WATTS | WATTS | ANNUAL | ANNUAL | ANNUAL | ENERGY | ENERGY | ENERGY

QTY. |FIXTURE] FIXTURE HOURS | ENERGY | ENERGY | SAVINGS | SAVINGS | PENALTY

KWHYR| KWHYR| KWHYR | KWHYR LBS/YR
124 65 2 1 110 110 2080 34,746 28,392 6,354 1,128 9,263
125 65 2 1 110 110 2080 34,746 28,392 6,354 1,128 9,263
126 66 2 1 75 59 2080 23,390 14,872 8,518 1,612 12,417
127 68 2 1 110 110 2080 386,350 29,702 6,648 1,180 9,601
128 85 2 1 110 110 2080 45 438 37,128 8,310 1,475 12,114
129 140 2 1 110 110 2080 74,838 61,152 13,686 2,429 19,951
130 45 2 1 110 110 2080 24,055 19,656 4,399 781 6,418
131 25 2 1 110 110 2080 13,364 10,920 2.444 0 3,563
132 65 2 1 110 110 2080 29,401 24,024 5,877 0 7,839
133 18 2 1 110 110 2080 9,622 7,862 1,760 312 2,566
134A 155 2 1 110 110 2080 82,857 67,704 15,158 0 22,000
134B 55 2 1 110 110 2080 29,401 24,024 5,377 0 7,839
.} 185 18 2 1 110 110 2080 9,622 7.862 1,760 312 2,566
136 204 2 1 110 110 2080 109,050 | 89,107 19,943 3,539 29,073
187 148 2 1 110 110 2080 79,115 64,646 14,469 0 21,003
138 240 2 1 110 110 2080 128,294 | 104,832 23,462 4,164 34,203
1:‘39 b5 2 1 » 110 110 2080 29,401 24,02‘4- 5,377 0 7,539

141 5 2 1 110 110 2080 2,673 2,184 489 87 718
142 230 2 1 110 110 2080 122,949 | 100,464 22,485 3,991 32,778
143 145 2 1 110 110 2080 77,511 63,336 14,175 2,516 20,664
TOTAL LIGHTING ENERGY 1,889,878(1,624,021| 365,857 43,609 533,342
_ (332)(3413)(028) _ o, Ibs
# (0.73)(898) yr

Using the total lighting and cooling energy savings calculated from Figure E-1, the total Electrical Energy
Savings (aQqg) are determined as follows:

3,413 BTU 1 MMBTU

= [(aE, + AE
2Qp = |(aF, + aFg) x == r— | x 1,000,000 BTU




1 MMBTU
= [(365,857 + 43,609) x 3,413] x ————— = 1,397.5 ———
8Qp = [( * 43,609) 3 3413] 3 o 3 -

The total Heating Energy Penalty (aQ,,) from Figure E-1 is as follows:

lbs x 898 BTU X 1 MMBTU  _ 478.9 MMBTU

= 533,342—
4Qy =3 yr b 1,000,000 BTU yr

E. Cost Estimate
The total implementation costs for this ECO were calculated on page E-7.
F. Life Cycle Cost Analysis.
A life cycle cost analysis was performed on this ECO using the program LCCID and data from

the above calculations. The summary sheet for the life cycle cost analysis is shown on page E-8.
The results of the analysis are listed in the project summary on page E-1.

REFERENCES
1. Based on typical ballast manufacturer's specifications for (2) 34 watt T12 lamps, standard magnetic ballast.
2. Based on typical ballast manufacturer's specifications for (2) 32 watt T8 lamps, electronic ballast.
3.. Refemw Appendix page B-1 for cooling system efficiency calculation.
4. Reference Appendix page B-1 for cooling period calculation.
5. Reference Appen.dix page B-1 for heating system efficiency calculation.

6. Reference Appendix page B-1 for heating period calculation.
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LIFE CYCLE COST ANALYSIS SUMMARY STUDY: CCAD

ENERGY CONSERVATION INVESTMENT PROGRAM (ECIP) LCCID FY95 (92)
INSTALLATION & LOCATION: CCAD REGION NOS. 6 CENSUS: 3
PROJECT NO. & TITLE: 03-0185-02 LIGHTING SURVEY STUDY
FISCAL YEAR 1995 DISCRETE PORTION NAME: ECO-6
ANALYSIS DATE: 04-04-95 ECONOMIC LIFE 20 YEARS PREPARED BY: CAP
1. INVESTMENT
A. CONSTRUCTION COST $ 365036.

B. SIOH $ 20077.

C. DESIGN COST $ 21902.

D. TOTAL COST (1A+1B+1C) $  407015.

E. SALVAGE VALUE OF EXISTING EQUIPMENT $ 0.

F. PUBLIC UTILITY COMPANY REBATE $ 0.

G. TOTAL INVESTMENT (1D - 1E - 1F) $  407015.
2. ENERGY SAVINGS (+) / COST (-)

DATE OF NISTIR 85-3273-X USED FOR DISCOUNT FACTORS OCT 1993

UNIT COST  SAVINGS ANNUAL $ DISCOUNT DISCOUNTED
FUEL $/MBTU(1) MBTU/YR(2) SAVINGS(3) FACTOR(4) SAVINGS(5)
A. ELECT $ 17.14 1398. $ 23953, 15.61 $  373909.
B. DIST $ .00 0. $ 0. 17.56 S 0.
C. RESID $ .00 0. $ 0. 19.97 S 0.
D. NAT G $ .00 0. $ 0. 20.96 S 0.
E. COAL $ .00 0. $ 0. 17.58 S 0.
F. IPG $ .00 0. $ 0. 16.12 S 0.
L. OTHER $ 13.16 -479. $ -6302. 14.74 S  -92896.
M. DEMAND SAVINGS $ 0. 14.74 S 0.
N. TOTAL 919. $ 17651. $  281012.

NON ENERGY SAVINGS(+) / COST(-)

A. ANNUAL RECURRING (+/-) $ 0.
(1) DISCOUNT FACTOR (TABLE A) , 14.74 .
(2) DISCOUNTED SAVING/COST (3A X 3Al) - 0.
B. NON RECURRING SAVINGS(+) / COSTS(-)
SAVINGS (+) YR  DISCNT DISCOUNTED
ITEM COST (-) OC  FACTR SAVINGS (+)/
(1) (2) (3) COST(~) (4)
d. TOTAL $ 0. 0.
C. TOTAL NON ENERGY DISCOUNTED SAVINGS(+)/COST(-) (3A2+3Bd4)$ 0.
FIRST YEAR DOLLAR SAVINGS 2N3+3A+(3Bd1l/ (YRS ECONOMIC LIFE))$ 17651.
SIMPLE PAYBACK PERIOD (1G/4) 23.06 YEARS
TOTAL NET DISCOUNTED SAVINGS (2N5+3C) $ 281012.
SAVINGS TO INVESTMENT RATIO (SIR)=(6 / 1G)= .69

(IF < 1 PROJECT DOES NOT QUALIFY)

ADJUSTED INTERNAL RATE OF RETURN (AIRR): 1.21 %
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APPENDIX F
SCOPE OF WORK AND REVIEW COMMENTS
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DETAILED SCOPE OF WORK
CONTRACT NO. DACAC63-24-D-0015
DELIVERY ORDER NO.

1. The Architect-Engineer (A-E) shall furnish all services,
material, supplies, plant, labor, equipment, investigations,
studies, superintendence and travel as required in connection
with the below identified project for design in accordance with
the original basic contract and this Detailed Scope of Work.
ropendix "A" of the basic contract shall be followed for
performance reguirements for A-E services. Where this Detailed
Scope of Work conflicts with Appendix "AY, this Detailed Scope of
Work shall govern. -

INSTALLATION PROJECT TITLE

Corpus Christi AD (EEAP) Lighting Survey Study

5. The work and other related data and services required in this
Delivery Order shall be accomplished within the time schedule

. required, in accordance with the subject stated above and scope

of work described in paragraph 3 below. The schedule for
delivery of data to the Contracting Officer is in calendar days
as follows:

DELIVERY
SCHEDULE
a. Interim Submittal (s) 75 calendar days
and Related data for Studies after receipt of
(See Annex A for Number of signed D.O.
Copies)
'b. Pre-Final Submittal(s) - 85 calendar days
(12 copies) _ after approval of
Interim submittal
c. Final Submittal 100 calendar days
(original and All Data after approval of
Developed under this submital) the Pre-final

(See Annex "A" page A-1 for Government Furnished Items)

3. The items of work included in this Delivery Order shall be in
accordance with criteria furnished at the Scoping Conference held
on April 19, 1994 at Corpus Christi AD. The services to be
provided shall include, but not be limited to, the following
Scope of Work.

a. Items of Work: (See the enclosed General and Detailed
Scope of Work).



1. BRIEF DESCRIPTION OF WORK: The Architect-Engineer (AE) shall:

= e e e e e . S ————

1.1 Perform a limited site survey of specific buildings or
areas to collect all data required to evaluate the specific ECOs
included in this study.

1.2 Evaluate specific ECOs to determine their energy savings
potential and economic feasibility.

1.3 Provide project documentation for recommended ECOs as
detailed herein.

1.4 Prepare a comprehensive report to document all work per-

- =

formed, the results and all recommendations.
2. GENERAL

5.1 This audit is limited to the evaluation of the specific
puildings, systems, or ECOs listed in Annex A, DETAILED SCOPE OF
WORK.

2 2 The information and analysis outlined herein are consid-
ered to be minimum requirements for adequate performance of this
audit.

2.3 For the buildings, systems or ECOs listed in Annex A, all
methods of energy conservation as relates to lighting, as well as
its effects om. HVAC systems,. and which are reasonable and practi-
cal shall be considered, including improvements of operational
methods and procedures as well as the physical facilities. 2ll
energy conservation opportunities which produce energy or dollar
savings shall be documented in this report. Any energy conservas
tion opportunity considered infeasible shall also be documented in
the report with reasons for elimination.

2.4 The audit shall consider the use of all lighting sources
applicable to each building, system, or ECO, including all effects
lighting system changes may have on EVAC systems.

. 2.5 The "Energy Conservation.Investment Program;(ECIP),Guid-w
ancé";: described in letter from DAIM-FDF-U, dated 10 Jan 1594 es-
tablishes criteria for ECIP projects and:shallzbezused;fox: perform-
ing.the:economic. analyses of all ECOs-and. projects;-The: program;=:~

_Life" €ycle- Cost- In. Design. (LCCID);=has:béen-developed: for petform-

ing'1ifémﬁibié”EEéE“EéIculatiéns'iﬁ“?accordance'with*ECIP*guide~-
lines and is referenced in the ECIP Guidance. If any program other
than LCCID is proposed for life cycle cost analysis, it must use
the mode of calculation specified in the ECIP Guidance. The output
must be in the format of the ECIP LCCA summary sheet, and it must
be submitted for approval to the Contracting Officer.
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2.6 Energy conservation opportunities ae.czrmined to be tecnhni-
cally and economically feasible shall be developed into projects
acceptable to installation personnel. This may involwve cecmbining
similar ECOs into larger packages which will qualify for ECIP, or
oM funding, and determining in coordination with installation
personnel the appropriate packaging and implementation approach

for all feasible ECOs.

2.6.1 Projects which qualify for ECIP funding shall be identi-
fied, separately listed, and prioritized by the Savings to Invest-
ment Ratio (SIR).

5 6.2 All feasible non-ECIP projects shall be ranked in order
of highest to lowest SIR.

5 6.3 At some installations Energy Conservation and Manage-
ment (ECAM) funding will be used instead of ECIP funding. The
criteria for each program is the same. The Director of Engineer-
ing and Housing will indicate which program is used at this instal-
lation. This Scope of Work mentions only ECIP, however, EC2M is
also meant.

3. DPROJECT MANAGEMENT

3.1 Project Managers. The AE shall designate a project manag-
er to serve as a point of contact and liaison for work required
under this contract. Upon award of this contract, the individual
shall immediately be designated in writing. The AE’s designated
project manager shall be approved by the Contracting Officer prior
to commencement of work. This designated individual shall be
responsible for coordination of work required under this contract.
The Contracting Officer will designate a project manager to serve
as the Government’s point of contact and liaison for all work re-
quired under this contract. This individual will be the Govern-
ment’s representative.

3.2 Tnstallation Assistance. The Commanding Officer or autho-
rized representative at the installation will designate an individ-

yal“to“assist-the AE in obtaining-information:and establishing

contacts necessary to accomplish thé work régquired under this con-
tract. This individual will be the installation representative.

3.3 pPublic Disclosures. The AE shall make no public announce-
ments or disclosures relative to information contained or devel-
oped in this contract, except as authorized by the Contracting
Officer. :

3.4 Meetinds. Meetings will be scheduled whenever requested
by the AE or the Contracting Officer for the resolution of ques-
tions or problems encountered in the performance of the work. The
AE’s project manager and the Government'’s representative shall be
required to attend and participate in all meetings pertinent to
the work required under this contract as directed by the Contract-
ing Officer. These meetings, if necessary, are in addition to the
presentation and review conferences.
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4. SERVICES AND MATERIALS. All services, materials (except those

cnec1f*cally enumerated to be furnished by the Government), labor,
supervision and travel necessary to perform the work and render
the data required under this contract are included in the lump sum

price of the contract.

5. PROJECT DOCUMENTATION. All energy conservation opportunities.
which the AE has considered shall be included in one of the follow-
ing categories and presented in the report as such:

5.1 ECIP Proiects. To qualify as an ECIP project, an ECO, or
several ECOs which have been combined, must have a construction
cost estimate greater than $300,000, a Savings to Investment Ratio
greater than 1.25 and a simple payback period of less than ten
years. For ECAM projects, the $300,000 limitation mcy not apply;
in such cases, the AE shall check with the installation for guid-
ance. The overall project and each discrete part of the project
shall have an SIR greater than 1.25. 2ll projects meeting the
above criteria shall be arranged as specified in paragrazph 2.6.1
and shall be provided with programming documentation. Programming
documentation shall consist of a DD Form 1391, life cycle cost
analysis (LCCA) summary sheet(s) (with necessary backup data to
verify the numbers presented), and a Project Development Brochure
(PDB) . A life cycle cost analysis summary sheet shall be developed
for each ECO and for the overall project when more than one ECO
are combined. The energy savings for projects consisting of multi-
ple ECOs must\take into account the synergistic effects of the
individual ECOs.

5.2 Non-ECIP Proiects. Projects which do not meet ECIP crite-
ria with regard to cost estimate or payback period, but which have
an SIR greater than 1.25 shall be documented. Projects or ECOs in
this category shall be arranged as specified in paragraph 2.6.2
and shall be provided with the following documentation: the life
cycle cost analysis (LCCA) summary sheet completely £illed out, a.
description of the work to be accomplished, backup data for the
LCCA, ie, energy savings calculations and cost estimate(s), and
the 51lee payback period. The energy savings for prOJects consist-
ing of nultlole ECOs must take into account the synergistic ef-
fects of the individual ECOs. In addition these projects shall
have the necessary documentation prepared, as required by the Gov-
ernment’s representative, for one of the following categories:

' 0" & M Enérgy Projects: An O&M Energy project is one that
results in needed maintenance or repair to an existing facility,
or replaces a failed or failing existing facility, and also re-
sults in-energy savings. The criteria are similar to the criteria
for ECIP projects, ie, $300,000 construction cost, SIR > 1.25, and
simple payback period of less than ten years. In addition, if the
project would replace a system or equipment that is considered
*failed or failing’ due solely to obsolete technology or ineffi-
ciency, the equipment to be replaced must have been in use for at
least three years; and the simple payback period must be three
years or less.
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b. Low Cost/No Cost Projects. These are projects which the
Director of Engineering Services (DES) can perform using his
resources. Documentation shall be as required by the DES.

5.3 Nonfeasible ECOs. All ECOs which the AE has considered
but which are not feasible, shall be documented in the report with
reasons and justifications showing why they were rejected.

€. DETAILED SCOPE OF WORK. The Detailed Scope of Work is con-
tained in Annex A.

7. WORK TO BE ACCOMPLISHED.

2.1 pPerform a Limited Site Survev. The AE shall cbtain all
necessary data to evaluate the ECOs or projects by conducting a
site survey. The AE shall document his site survey on forms devel-
oped for the survey, or standard forms, and submit these completed
forms as part of the report. Light levels shall be measured under
typical operating conditions for all areas or spaces being evaluat-
ed. All test and/or measurement egquipment shall be properly cali-
brated prior to its use. The requirements for color rendition and
current maintenance and relamping practices shall be noted for
consideration in the evaluations.

7.2 Evaluate Selected ECOs. The AE shall analyze the ECOs
listed in Annex A. These ECOs shall be analyzed in detail to de-
termine theix feasibility. Savings to Investment Ratios (SIRs)
shall be determined using current ECIP guidance. The AE shall pro-
vide all data and calculations needed to support the recommended
ECO. 2ll assumptions and engineering equations shall be clearly
stated. Calculations shall be prepared showing how all numbers in
the ECO were figured. Calculations shall be an orderly
step-by-step progression from the first assumption to the final
number. Descriptions of the products, manufacturers catalog cuts,
pertinent drawings and sketches shall also be included.
Construction cost estimates shall be provided and shall break out
the costs associated with rehab work (architectural, electrical,
mechanical) where applicable. Existing and proposed light levels
shall be compared with levels recommended by the Illumination
Engineering Society (IES) or the Corps of Engineers Architectural
and Engineering Instructions (REI) for the applicable space and
activity. A life cycle cost analysis summary sheet shall be
prepared for each ECO and included as part of the supporting data.

7.3 Combine ECOs Into Recommended Projects. During the Inter-

im Review Conference, as outlined in paragraph 7.4.1, the AE will
be advised of the DEH’'s preferred packaging of recommended ECOs
into projects for implementation. Some projects may be a combina-
tion of several ECOs, and others may contain only one. These
projects will be evaluated and arranged as outlined in paragraphs
5.1, 5.2, and 5.3. Energy savings calculations shall take into
account the synergistic effects of multiple ECOs within a project
and the effects of one project upon another. The results of this
effort will be reported in the Final Submittal per par 7.4.2.
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7.4 Submittals, Presentations and Revaews. The work accom-
plished shall be fully deccumented by a comprehensive report. The
report shall have a table of contents and shall be indexed. Tabs
and dividers shall clearly and distinctly divide sections, ’
subsections, and appendices. All pages shall be numbered. Names
of the persons primarily responsible for the project shall be
included.The AE shall give a formal presentation of the interim
submittal to installation, command, and other Government
personnel. Slides or view graphs showing the results of the study
to date shall be used during the presentation. During the
presentation, the personnel in attendance shall be given ample
opportunity to ask questions and discuss any changes deemed
necessary to the study. A review conference will be conducted the
same day, following the presentation. Each comment presented at
the review conference will be discussed and resolved or action
items assigned. It is anticipated that the presentation and review
conference will require approximately one working day. The
presentation and review conference will be at the installation on
the date agreeazble to the Director of Engineering Services, the
AE and the Government’s representative. The Contracting Officer
may require a resubmittal of any document(s), if such document (s)
are not approved because they are determined by the Contracting
Officer to be inadequate for the intended purpcse.

7.4.1 Interim Submittal. An interim report shall be submit-
ted for review after the field survey has been completed and an
analysis has‘been performed on all of the ECOs. The report shall
indicate the work which has been accomplished to date, illustrate
the methods and justifications of the approaches taken and contain
a plan of the work remzining to complete the study. Calculations
showing energy and dollar savings, SIR, and simple payback period
of all the ECOs shall be included. The results of the ECO analyses
shall be summarized by lists as follows:

a.All ECOs eliminated from consideration shall be grouped into
one listing with reasons for their elimination as discussed in par
5.3. , :

b.All ECOs which were analysed shall be grouped into two list-
ings, recommended and non-recommended, each arranged in order of
descending SIR.: These lists may be subdivided by building or area
as’appropriate for the study-:

The AE shall submit the Scope of Work and any modifications to the

‘Scope of Work as an appendix to the report. A narrative summary

describing the work and results to date shall be a part of this
submittal. At the Interim Submittal and Review Conference, the
Government’s and AE’s representatives shall coordinate with the
Director of Engineering Services to provide the AE with direction
for packaging or combining ECOs for programming purposes and also
indicate the fiscal year for which the programming or imple-
mentation documentation shall be prepared. The survey forms com-
pleted during this audit shall be submitted with this report. The
survey forms only may be submitted in final form with this submit-
tal. They should be clearly marked at the time of submission that



they are to be retained. They shall be bound in a standard
three-ring binder which will allow repeated disassembly and reas-
sembly of the material contained within.

7.4.2 Final Submittal. The AE shall prepare and submit the
final report when all-sections of the report are 100% complete and
all comments from the interim submittal have been resolved. The
AE shall submit the Scope of Work for the study and any modifica-
tions to the Scope of Work as an appendix to the submittal. The
report shall contain a narrative summary of conclusions and recom-
mendations, together with all raw and supporting data, methods
used, and sources of information. The report shall integrate all’
aspects of the study. The recommended projects, as determined in
accordance with paragraph 5, shall be presented in order of priori-
ty by SIR. The lists of ECOs specified in paragraph 7.4.1 shall
zlso be included for continuity. The £inal report and zll appendi-
ces shall be bound in standard three-ring binders which will allow
repeated disassembly and reassembly. The final report shall be
arranged to include:

a. An Executive Summary to give a brief overview of what was
accomplished and the results of this study using graphs, tables
and charts as much as possible (See 2Annex B for minimum regquire-
ments) .

b. The narrative report describing the problem to be studied,
the approach to be used, and the results of this study.

c. Documenéation for the recommended projects.
1) Backup information as specified in par 5.1
2) For any recommendations that would recuire a different
layout of fixtures, a cne-line drawing of the area show1ng
circuiting and switching is required.
d. Appendices to include as a minimum:
1) Energy cost development and backup data
2) Detailed calculations
3) Cost estimates

4) Computer printouts (where applicable)

5) Scope of Work
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ANNEX A

DETAILED SCOPE OF WORK

FYS94 LIGHTING AUDIT, CORPUS CHRISTI ARMY DEPOT, TEXAS

1. All facilities to be investigated in this audit are located at
Corpus Christi Army Depot on the Corpus Christi Naval Air Station
near Corpus Christi, Texas.

2. The General Scope of Work outlines requirements for the audit
and the report; and the detailed scope of work lists the specific
areas to be audited. If any conflicts arise between the General

and the Detailed scopes of work, the Detailed Scope of Work shall

govern.

3. The work consists of identifying and evaluating energy conser-
vation opportunities (ECOs) for lighting systems in specific areas
or facilities. A list of suggested ECOs is provided in Annex D.

The ECOs in Annex D are to be evaluated as aDDl’Cable for the ar-

Lo

eas or facilities listed in Annex E.

4, Completion and Payment Schedule: The following schedule shall
be used as a guide in approving payments on this.contract. The
final report for this study shall be due not later than 180 days

after Notice to Proceed.

PERCENT OF CONTRACT AMOUNT

MILESTONE AUTHORIZED FOR PAYMENT
Entry Interview 10
Completion of Field Work 25
Receipt of Interim Submittzal 75
Completion of Interim Presentation & Review 85
Receipt of Final Report 100

5. The installation representative for this contract will be Mr.
Adan Pena, Energy Manager, Directorate or Englneerlng Qerv1ces for

.Corpus” ChrlStI“Army Depot.=-

6. Government-Furnished Information: The following documents will
be furnished to the AE:

a. As-built drawings (as available) of buildings/systems
listed in Annex E.

b. Energy Conservation Investment Program (ECIP) Guidance,
dated 10 Jan 1554.

c. ETL 1110-3-282, Energy Conservation
d. TM 5-800-2, Cost Estimates, Military Construction

e. AR 415-15, 1 Jan 84, Military Construction, Army (MCA) Pro-
gram Development
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£ Architectural and Engineering Instru.cions, Design Crite-
ria; Chapter 12, Electrical Criteria, 9 December 1591

B g. The latest MCP Index
..‘ 7. Direct Distribution of Submittals: The AE shall make direct

distribution of correspondence, minutes, report submittals, and
responses to comments as indicated by the following schedule:

AGENCY CORRESPONDENCE
EXECUTIVE SUMMARIES
REPORTS
FIELD NOTES
Commander

Corpus Christi Army Depot
ATTN: SDSCC-ECD (Pena)

Corpus Christi, TX, 78419-6000 1 2 2 1*
5i2- 93T - 93
Commander
U S AMC Installation and Service Activity
ATTN: AMXEN-C (Mr Nache)
Rock Island, IL, 61288 - 7190 » - 1 1 -
Commandexr _
U. S. Army Engineer District, Fort Worth
ATTN: CESWE-ED-MP (Mr Champagne)
, PO Box 17300

d* Fort Worth, TX, 76102 - 0300 1 3 3 ix

Commander

USAED, Southwest

ATTN: CESWD-PP-MM (Mr West)

1114 Commerce Street

Dallas, TX, 75242 - 0216 -

1=
1=
1

Commander

USRED, Mcbile

ATTN: CESAM-EN-CM (Battaglia)

PO Box 2288; Mobile, AL 36628 1 1 1 -

Commander

US Army Corps of Engineers

ATTN: CEMP-ET (Mr Gentil)

20 Massachusetts Avenue NW

Washington, DC, 20314 - 1000 . - 1 - -

Commandexr

US Army Logistics Evaluation Agency
ATTN: LOEA-PL (Mr Keath)

New Cumberland Army Depot

New Cumberland, PA, 17070 - 5007 -

-
]
1

*x Field Notes submitted in final form at interim submittal.
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8. A computer program titled Life Cycle Costing in Design (LCCID)
ig available from the BLAST Support Office in Urbana, Illinois for
a nominal fee. This computer program can be used for performing
rhe economic calculations for ECIP and non-ECIP ECOs. The AE is
encouraged to obtain and use this computer program. The BLAST
Support Office can be contacted at 144 Mechanical Engineering
Building, 1206 West Green Street, Urbana, Illinois 61801. The
telephone number is (217) 333-3977 or (800) 842-5278.
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ANNEX B

EXECUTIVE SUMMARY GUIDELINE

1. Introduction.

5. Building Data (types, number of similar buildings, si:zes,
etc.)

3. ©Present Energy Consumption of Buildings or Systems Studied.

o}

o

>

Re

Total Annual Energy Used.
Source Energy Consumption.

Electricity - XKWH, Dollars, 3TU

Fuel 0Oil - GALS, Dollars, BTU
Natural Gas - THERMS, Dollars, BTU
Propane - GALS, Dollars, BTU
Other - QTY, Dollars, BTU

evaluated Projects Results.

5. Energy Conservation Analysis.

o)

O

(o)

*

ECOs Inyestigated.

ECOs Recommended.

ECOs Rejected. (Provide economics or reasons)
ECIP Projects Developed. (Provide list)*
Non-ECIP Projects Developed. (Provide list)*

Operational or Policy Change Recommendations.

Include the following data from the life cycle cost analy-

sis summary sheet: the cost (construction plus SIOH), the annual
energy savings (type and amount), the annual dollar savings, the
SIR, the simple payback period and the analysis date.

6. Energy and Cost Savings.

Total Potential Energy and Cost Savings.
Percentage of Energy Conserved.

Energy Use and Cost Before and After the Energy Conserva-
tion Opportunities are Implemented.
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N ANNEX E

LIST OF AREAS/FACILITIES TO BE AUDITED

1. Building 8
a. Large Hangar
b. Small Hangar

c. Production areas with high-output fluorescent
lighting

d. 2Administrative areas with pendant fluorsscent
lighting

2. High-Bay Areas in the Following Eangars

a. Hangar #43

Q o’
e S ]
m f»
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n n
W) m
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> >
¥;] >

n
h
fv
3
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)
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Interim Submittal Meeting At CCAD
Review Comments / Minutes

11/16/95
Present at meeting:
C.A. Pieper, PE Huitt Zollars, Inc., Project Manager
Leonel Farias, PE CCAD, Chief of Facilities Engineering
Adan Pena CCAD, Energy Coordinator
1. Provide names of vendors for occupancy sensors
2. Provide recommendations of sensor types and their applications
3. Provide specification for daylighting systems, proposed in study.
4, Emphasize that CCAD is doing good job on lighting efficiency at current time.
5. Emphasize the findings that 'process' energy consumption is the largest target area for energy
conservation at the facility.
6. Provide information of steam trap survey, recommended to help save process energy.
7. Document why some areas were excluded from the study.
8. Expand Table of Contents to include Appendices contents.
9. CCAD to study report for a few weeks, then write letter with recommendations on project

grouping.
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ITEM

Responses to Interim Submittal Meeting Comments
Included in Pre-Final Submittal
1/27/95

RESPONSE
Information was included in Appex;dix G, Sample Products
Information was included in Appendix G, Sample Products
Information was included in Appendix G, Sample Products
See page 5, Recommended Maintenance & Operations Practices.
See page 10, Utility Data.
Information from 'Armstrong' was Faxed to Adan Pena, December, 1994.
See page 1, Buildings Studied.

See Table of Contents, Page i, and all Appendices have had separate Table of
Contents added.

Letter included with responses, see pages F-15 and F-16.
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Interim Submittal Review Letter From CCAD

SDSCC-EFA ‘ ’ 10 Jan 1995

MEMORANDUM FOR Huitt-Zollars, Attn: C.A_ Pieper, P.E.

SUBJECT: (EEAP) LIGHTING SURVEY STUDY

1. Thank you for effecting a through and complete analysis of our lighting needs. Concur
with your recommendations for energy conservation opportunities at pages 7 and 8 of the
subject study. Our original thought was to submit one or two Energy Conservation
Investment Program(ECIP) projects; however, Corpus Christi Army Depot would be
better served if we could submit several Federal Energy Management Program (FEMP)
projects. Our informetion sources have advised us that ECIP funds ere extremely limited.
2. Recommend that you develop several projects for submittal into the FEMP. FEMP has
8 few requirements you should be familiar with. First the project must be maintenance or
repair, each project must not exceed $300K, jt must have a savings to investment ratio
(SIR) of 1.25 or greater and it must have a 10 year or less payback. Last month the depot
received a funded project from FEMP that had a 4 vear simple payback and an SIR of
3.83. Additionally, recommend that you roll together several of our smeller projects with
fast paybacks and large SIRs for submittal as one project. Lump together the other
projects with less attractive features and submit those as well. The above suggestions
could give the depot the edge it needs to be extremely competitive:

3. For additional informetion, point of contact is Aden Pcna, Energy Coordinator,
telephone 512-939-2093.

LEONEL FARIAS P.E,
Chief, Facilitics Engineering Division

OPTIONAL FORM 98 (7:90) ‘_——‘_"——
FAX TRANSMITTAL |'7==r |

CA. Pieper, "CcAD, A Peilar
RiliTT -ZoLLARS | =)2-939.- 209 3

ip3asrlozs [Sz-957-8758
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ITEM

Responses to Interim Submittal Review Letter From CCAD
1/27/95

RESPONSE
Concur with comment, will proceed as directed.
See page 11, Plan to Implement Projects.

Noted.
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Interim Submittal Review Comrﬁents From USAED, Mobiie

MDB]LE DISIRICTPRQJECI‘REVE‘JG}MWIS Date: 16 Dec %4 Page 1 of 2
7o: Richard Chamcagne Prem; (Section) CBSAM-EN-IM
Fort Wozth Dismct, CESWF-ED-MP (Reviewer) A Battagha 205 690 -2618
mject . EFAP Lighting Study - - - |Year: .
ocation: Corpzs Chrisu AD pv- QR L |FY=04 .
‘ype of Actmn Intenm Submttal ?enew i e e o __-_.-_-__-_;.”;‘ ;-; -
T [DRAWDG, O~ S I — Rzm AcrcN
D. [ORPARTNO. | - L e T T
1. General In- snvaral places th:mgnmt th.. report (fcrr:

emmple " page 3, 2nd paragrach) the term,
"inclimate watb.ez:" isused. Please correct to

[3V]

g B-1 The™ reoort stat:es that tha c_&sest loc=t.cn to
CCAD listed . in  TVS-7 Wes
Data, - is- Ke.]_ly AF2 in San ZAntomio. I :amd

Corpus Chxdisti MNAS " paae3367czf’11»"785
Please check.. If using - the QRS data would: - -

change the™ ramlt:s of an. analysis- above or .
below SIR—-—»‘ 1.25, tha'zthecalcﬂ.at_msnmld g

1. .Gensral 'Ih__ Follmngcam'alts**efertcccstestmat_:g

& in general: . _
a. -Plasa,::m:luae asan—.rate_m,a.tem {where . ST
a'oollcznle)’- for recircuiting, . mcnt;ng qr :

b, In the I.CC'A &.rrmazy Skee L_nelA the
Construction: Cost. slmldbeth.totalm_ract
5 cost ”of the project,. J_ncluimgt‘_‘rn.cmtractor’
overhsad and profit. Plezse include 3 line item R,
forth.cmtractor’s oveﬁmead&prof:.t .

4, 20 D-5 Tha use of..400W HPS. lights at a mounting
height of aly 11 feet above the workdng
surface  will procduce hot soctamtbehghtmg

&Y distritution, ~lLower wattage lamps  with wide



Pre-Final Review Comments From USAED, Mobile

23103 DISTRICT FROTECT REVIEA COPETS . - nate' 0L Feb 95 _ | Page 1 ct:'_:.'i'-
; Richard Chxpagne . - - . : (Section) CRSAM-EN-IM .
o %i@tt worth pigtrict, CBSWF-ED-MP . (Reviswer) A. Battaglia- 334-690-2515
>roject - EEAP Lighting Sty . - Year:  |ldne Item No.: - -
Location:- carpuscbristiAD.nt . Fk'-94. .
fpe of Action: Intexim summittalxew.ew L Tl e

| cr:z«zr-\*‘s . ] T T REVIEWN AQTION

Tes AT has o:::c*-"y g aﬂxxo.@
i zmedy; =3 it is w:l;.;:rass:r.ed 'Ibe "Plan
T —'o._.;_\. Projects”, scartugmpage il is
CamirEs Ciz irem ig missing mtaa*mt A coy of
tire KRS ras'*a:es o -tha . commEnts  fer the
infevim - s\.‘:m-t.ﬂ should® be” included. This
cold be  in the Som of mimites of the Interdm
Presa_nta.tlm & - Review- Meating, The respmses
are usually iscluded” in ﬂaeaaeap;am.xas
the axpe of woeki Not all of o comeEnts
the interin submittal were incorporered in'this
. submdttal; if the. *apcnssshadb@im.hﬁed
it would be easy to Wy they were not.
Usually there s aaacdzeasaﬂfcrno"
" incorporating & comment, ket it showld be
dccxmted;-?leaseprwideasanaddsdm




ITEM

3a

3b

3¢

3d

Responses to Interim Comments From USAED, Mobile

1/27/95
RESPONSE

Concur, changed as directed.

Concur, new weather data obtained and incorporated into calculations.

Concur, see revised cost estimates.

Concur, see revised LCCA Summary Sheets.

Concur, see revised LCCA Summary Sheets.

Concur, see revised cost estimates. In some cases, a minimum estimated design fee was
used, based on experience.

The facility already has 400W HPS lighting in use in some areas of the production area.
Since these fixtures are 'low bay' types, designed for mounting heights from 10' up to
about 18, they provide good coverage. This is why a similar type was specified in this
study.
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Responses to Prefinal Comments From USAED, Mobile

1/2/95
ITEM RESPONSE
1 Noted.
2 Concur, included in final submittal.
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APPENDIX G
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OCTRON®

Fluorescent Lamps

The Widest Range
of T8 Lamps Available

Through its OCTRON® line
OSRAM SYLVANIA otiers
more T8 lamp options than
any other manufacturer. This
gives architects, lighting
designers, engineers, con-
tractors and other specifiers
the opportunity 1o select
exactly the right mix of lamps
o meet the precise require-
ments of an application.

All OCTRON lamps have a
20.000 hour average rated
life when operated on rapid
start ballests. Lamgs are
rated at 15,000 hours when
operated on instant start
ballasts. (These figures are
based on three hours of
operation per start. Ratings
will improve as burning
cycles increase. In a typical
10 hour per day application,
for example, life ratings on
rapid start or instant start
ballasts are increased by
35 percent.) Because long
life means less frequent lamp
replacement and smaller
lamp invenlories, mainte-
nance ccsts can be
substantially reduced.

OCTRON?®

Bipin Linear Lamps
OCTRON bipin linear flucres-
cent lamps are availeble in
four length/wattage combira-
tions—2-foot (17W), 3-foot
(25W), 4-foot (32W) ang 5-
foot (40W). This means there
is an OCTRON T8 lamp 10
replace any commonly avail-
able bipin T12 lamp in any
standard linear fluorescent
fixture. OCTRON 700 Series
lamps are available in four
color temperatures— 3000K.
3500K, 4100K and 5000K—
and have a color rendering
index of 75. The 800 Series
lamps come in 3000K. 3500K
and 4100K colors and have
an exceptional CRI of 85.

OCTRON?®

Single Pin Lamps

The OCTRON femily includes
an 8-foot single pin T8 lamp.
When used in combination
with an electronic baliast
OCTRCN FO96T8 lamps can
replace F26T12 systems—
saving over 90 watts per two-
lamp fixture. The 15,000 hour
average rated life of this inno-
vative lamp is 25 percent
longer than ordinary F96T12
lamps. In addition, the argon
fill gas in OCTRON FO96T8
lamps 1S less temperature
sensitive than the krypton gas
commonly used in FO6T12/SS
lamps. This improves light
ouiput In epplications where
cold air circulates. Available
in 700 Series (75 CRI) and
800 Series (85 CRI) versions
with & choice of 3000K.
3500K and 4100K colors.
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OCTRON?® .
900 Series Lamps

The OCTRON® 900 Series
offers the industry’s only full
color spectrum T8 fluorescent
lamgs. These high perfor-
mance lamps are designed
for a wide variety of color
critical applications. Their
CR! of 90 is the highest of any
fluorescent iamp and they
feature a color temperature

of S000K. The American
National Standards Institute
has scecified 5000K light
sources for color evaluation

OCTRON 800 Series lamps are the oniy T iamgos avaiadie that are suitacie for Coi

and comparisons. 5000K
was chosen because it is the
average color of daylight—an
almost universal light source.
OCTRON 900 Series lamps
have & wide range of uses in
graphic arts. textile and qual-
ity control applications where
accurate color evaluation
and comparisons are essen-
tial. They are also ideal for
backlighting displays and
translucent signs. OCTRON
900 Series lamps are avail-
able in the standard 2-foot,
3-foot. 4-fcot and 5-foot lamp
lengths as well as special
20-inch, 30-inch and 40-inch
versicns. Wattages range
from 12 {0 40 watts. For in-
crezsed flexibility. different
sizes of OCTRON 900 Series

lamps may te cperated on

a single multi-lamp instant
siart electronic paliast witn

riisrm iamp fife

or Critica: aoplicatens.

T8 Linear
Fluorescent
Lamps

Understanding
OCTRON®>T8
Technology

OCTRON T8 lamps can be
operated effectively on rapid
start magnetic and rapid start
electronic baliasts. However,
specific elements of OCTRON
T8 technology are designed
to achieve maximum perfor-
mance on high frequency.
instant start electronic
batlasts.

The primary benefit of running
OCTRON T8 lamps on elec-
tronic ballasts is the ability to
use less energy to produce a
given amount ¢f light. The
Energy savings come rom
the fact that an electronic bal-
iast crives OCTRCN 78 lamps
at high frequency—20 000
Hz—compared to 60 Hz for

a stancerd magnetic ballast.
The increased frequency
improves light output by up
to 12 percent, aliowing
OCTRON lamgs to provide
dramatic energy cost savings
while producing the same
output as fiuorescent T12
lamps. For even more sav-
ings. OCTRCN fluorescent
lamps may be operated with
as little as 140 milliamps of
current on instznt start
electronic ballasts.
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o OCTRON’
OCTRON® CURVALUME?

T8 Fluorescent Lamps

OCTRON® 700 Series Linear T8 Fluorescent Lamps

S Nommal s ltem Drdenng O Average Rated - - Initial - Color
A .~ Length(in.) Base - Number Abbrevna!ion Lite (hours) .. - ° " Lumens Temp. " (
17 T-8 24 Medium Bipin 21849 FO17/730 20000 1325 3000K 75
17 T-8 24 Medium Bipin 21832 FO17/735 20000 1225 3000K 75
17 T-8 24 Medium Bipin 21831 FOV7/741 20000 1325 4100K 75
25 T-8 36 Medium Bipin 21851 F025/730 20000 2125 3000K 75
25 T-8 36 Medium Bipin 21817 F025/735 20000 2125 3500K 75
25 T-8 36 Medium Bipin 21828 FO25,741 20000 0125 4100K 75
2 1-8 48 Medium Bipin 21882 FO32730 20000 2850 3000K 75
32 T-8 48 Medium Bipin 21823 FO32/735 20000 2850 500K 75
R T-8 48 Medicm Bipin 21824 F032741 20000 2850 4100 75
32 T8 48 Medium Sipin 21808 FO32/750 20000 2650 S000K 73
4 T-8 60 Medium Bipin 21€53 FO40/730 20000 3500 3000K 75
40 T-8 60 Medium Bigin 21820 FO40/735 20000 3600 500K 75
40 T-8 60 Medium Bigin 21827 FO40/741 20000 3800 4100K 75
59 T-8 9% Singte Pin 21834 F096/730 15000 5700 3000K 75
59 7-8 96 Single Pin 21839 F096/735 15000 5700 3500K 75
59 T-8 % Single Pin 21840 FOS6/741 15000 S700 4100K 75

OCTRON?® 800 Series Linear T8 Fluorescent Lamps

e e B S v & [ - s e S e A o o oy e s -

B N R Nominal . ltem ~ .. Ordering .. Average Raied o initial . T
Wans ) ~ Length {in.) Number Abbreviation .- . Life (hours) -~ Lumens ° CRl
17 24 22802 F017/830 20000 1400 3000K 8
17 1-8 24 2194 FO17/835 20000 1400 500K 8
17 7-8 24 Medurr Bipin 1605 FO17/641 20000 1400 4100K 85
5 7-8 K3 Medium Bipin 21813 F025/830 20000 225 3000K 85
25 1-8 36 Medium Bipin 21814 FO25/835 20000 2225 3500k 8

- 25 T8 36 Megium Bipin 218 FO25/841 20000 2225 4100K 85
32 T-8 48 Medium B:pin 21823 FO32/830 20000 3000 3000K 85
2 1-8 48 Medium Bigin F332/835 20000 . 3000 3500K 8
k7 T-8 48 Mediur Sipin FQ327341 20000 3000 4100K 85
3 T-8 48 " Mediym Bipin F036/830 20000 3450 3000K 8
» T-8 48 Medium 2.pin FG36:235 20000 3430 3500K &
36 T-8 48 Megium Sipin F036/841 20000 3450 100K 85
40 T-8 60 Medium Bipin F040/830 20000 3775 3000K 8
4 T-8 60 Medium Bipin FO40/835 20000 3173 3500K 85
40 7-8 60 Medium Siin FC403% 20000 3775 4100K 85
59 T-8 % Single Fin F096/830 15000 6000 3000K 85
59 T-3 95 _ Singie Pin F025/235 15000 6000 3500K 85
59 T-8 % Single Pin FO9%/841 15000 6000 4100K 85

OCTRON® 900 Series Linear T8 Fluorescent Lamps

Nummal nem Ordering ~ Average Raled Initial

-Waﬂs --- Bulb . Length (m )} Base . Number Abbreviation the (hnurs) e Lumens
T T-8 20 Megium Sioin 21888 F014:950/20 20000 750
17 18 24 Mediym Bipn 218 FC17/950/24 20000 &30
2 T-8 30 Meduur“ Bipu 24568 FC21/850/30 20000 1000
25 T-8 36 21672 F025/950/35 20000 1250
28 T-8 40 21619 F028.850:43 20000 1
k) T3 23 N 2128 FO32/950:4 20000 1875
40 T3 50 NigdiLm 3Tn 21573 FO4C/950/50 20000 2200
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Ordering Information

OCTRON® CURVALUME?® 700 Series T8 Fluorescent Lamps

, Nominal tem Ordering Average Rated Initial Color
Watts Bulb Length (in.)  Base Number Abbreviation Life (hours) Lumens Temp. CRI
16 18 105 Medium Bipin 21792 FB016/730 20000 1225 3000K 75
16 T-8 105 Medium Bipin 21800 FB8016/735 20000 1225 3500K 75
16 18 105 Medium Bipin 21862 F3016/741 20000 1225 4100K 75
24 T1-8 165 Medium Bipin 21794 FB024/730 20000 2025 3000K 75
24 -8 185 Medium Bipin 21810 FB024/735 20000 2025 3500K 75
24 18 165 Medium Bipin 21804 FB024/741 20000 2025 4100K 75
3 T8 25 Medium Bipin 217% FB331/730 20000 250 3000K 75
31 7-8 225 Medium Bipin 21807 FBO31/735 20000 2750 3500K 75
31 IE:] 225 Medium Bipin 21806 FB031/741 20000 2750 4100K 75
31 T-8 25 Medium Bipin 21819 F3031/750 20000 2550 S5000K 75
R T-8 225 Medium Bipin 21967 F8032/730/6 20000 2850 3000K 75
32 T-8 25 Medium Bipin 21953 F3032/735/6 20000 2650 3000K 75
2 T8 25 Medium Bipin 21969 FB032/741/6 20000 2850 4100K 75

OCTRON® CURVALUME?® 800 Series T8 Fluorescent Lamps

ing a T8 butb and (medium bipin, sin-
gle pin*") bases. Lamps shall have a correlat-
ed color temperature of {3000K., 3500K,
4100K, 5000K) and a coior rendering index of

(75, 85). They are 10 be operaled on
—_ {magnetic rapid start. electronic instant
start, electronic rapid start) ballasts.

“Availzbie only in 800 Seres

FB8031, FBO32®) having 2 (194", 6°) leg
spacing and medium bipin bases. Lamps
shall have a correlated color temperature of

(3000K, 3500K. 4100K, 5000K} and a
color rendering index of (75, 85). They
are to be operated on ____ (magnetic rapid
start, electronic instant start, electronic rapid
sian) ballasts.

3218 the only CURVALUME lamp with 6" ieg

Nominal . Hem Ordering Average Rated Initial . Color -
Watls Bulb Length (in.) -Base Number Abbreviation Life (hours) Lumens Temp. CRI
16 T-8 “105 Medium Bipin 21834 F3016/830 20000 1300 3000K 85
16 T-8 13 Medium Bipin 21828 F8016,835 20000 1300 3500K &
16 T-8 105 Medium Bipin 21836 F8016/841 20000 1300 4100K &
24 T-8 165 Medium Bigin 21874 F3024/830 20000 ] 3000K 8
24 1-8 165 Medium Bigin 21875 F3024/635 20000 228 3500 8
24 78 165 Medium Bipin 21876 FB024/841 20000 2125 4100K 85
kil T-8 25 Medium Bipin 21877 F3031/830 20000 2000 3000K LX)
31 78 25 Medium Bipin 21878 FB031/835 20000 230 3500K 8
31 T8 225 Medium Bipin 21879 F3031/841 20000 2800 410K 8
o T-8 25 Medium Bizin 21670 F2032/830/6 20000 3000 3000K &
2 T-8 225 Megdium Bipin 21871 FB032/635/6 20000 3000 35060K 85
32 T3 25 Medium Bipin 21972 FB032/7841/6 20000 3000 4100K &
Sample Specifications
OCTRON® OCTRON® CURVALUME?® OCTRON® 900 Series
Lamps shall be SYLVANIA OCTRON® Lamps shall be SYLVANIA OCTRON® Lamps shail be SYLVANIA OCTRON 800
(FO17, FO25, FO32, FO36", FO40, FO96) hav- CURVALUME® (FBO186, FBO24, Series fluorescent lamps having medium bipin

bases. Lamps shall have 2 correlated color

temperature of S000K and a color rendering
index of 90. Lamp lengths shall be
(20°. 24°, 30", 36", 40°, 48", 60°). Lamps shalt
be operated on (magnetic rapid start,

electronic instant start, electronic rapid start)
baliasts.

“FOSC orily sczzing
For Orders OSRAM SYLVANIA National Customer Support Center, 18725 N. Union Street, Westfield, IN 46074
Industrial.Commercial Phore: 300,255-5C42 Specialty Lamps 'Markets P-one. 80C7€2-7181
And General Fax:  8C0/285-5043 Fac 8007627192
. Consumer Products  Phore' 8C0/822.7010 National Accounts:
Information Fax 00 842-70%1 Industrial Commercial  P-ore
Consumer Products Phone

Fax €C0,562-2674
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Electronic Lighting Systems

The System Solution

A Complete Range
of Fluorescent
Systems

OSRAM SYLVANIA offers a
QUICKTRONIC® system to
provide optimum performance
with every OCTRON® and
OCTRON® CURVALUME®

T8 lamp. There are also
QUICKTRONIC systems for
DULUX® L and F96T12 lamps.
All QUICKTRONIC systems
have a high ballast factor and
high frequency circuitry for
maximum light output and
efficiency with minimal lamp

- flicker. Multi-lamp ballasts

power up to four lamps with
parallel circuitry that keeps
remaining lamps lit when one
or more fails. QUICKTRONIC
systems are ideal for either
retrofit or new installations.

QUICKTRONIC®
SYSTEM 32

QUICKTRONIC SYSTEM 32
is designed to use OCTRON
32W T8 fluorescent lamps
and proviges illumination
equal to an F40T12 system
with 40 percent less energy
usage. It can also operate
17W, 25W and 40W T8
lamps, OCTRON
CURVALUME lamps and
40W T5 twin lamps.
QUICKTRONIC SYSTEM 32
is available in 120V and 277V
versions to drive one, two,
three and four-lamp systems.

OCTRON and OCTRON
CURVALUME T8 lamps are
available in 75, 85 and 90
CRI versions and provide
energy savings, high lumi-
nous efficacy and excellent
color rendition. The DULUX L
40W is a single ended twin
tube lamp that provides near-
ly the same light output 2s a
4-foot linear tamp.

Lamr TYPES

QUICKTRONIC®
SYSTEM 36

QUICKTRONIC SYSTEM 36
is designed to operate
OCTRON 38W T8 lamps. it
provides up to 30 percent
more lumen output than a
standard 32W T8 system. It
also operates DULUX L 38W
twin tube fluorescent lamps.
QUICKTRONIC SYSTEM 36 is
a two-lamp system available
in 120V and 277V versions.

OCTRON 36W T8 lamps are
available in 3000K, 3500K
and 4100K versions and have
a CRI of 85. They provide
exceptional luminous efficacy
and energy efficiency. The
DULUX L 39W single ended |
twin tube lamp provides near-
ly the same light output as a
4-foot linear lamp and has an
efficacy of up 10 81 lumens
per watt.

QUICKTRONIC®
SYSTEM 59

QUICKTRONIC SYSTEM 39 is
designed to operate
OCTRON FO205T8 lamps. It
provides illumination equal 1o
FO8T12 lamps with 40 per-
cent less energy usage.
Because it is smaller and
lighter than the F98T12 mag-
netic ballast it replaces,
installation is easier and more
flexible. QUICKTRONIC
SYSTEM 59 is a two-lamp
system available in 120V and
277V versions.

OCTRON FO26T8 lamps
have a single pin base and
are designed to replace
F98T12 lamps. OCTRON
FO3678 lamps come in three
color temperatures—3100K,
3500K and 4100K and are
available in 75 CR! and €5
CRl versions.




QUICKTRONIC®
SYSTEM 17

QUICKTRONIC® SYSTEM 17
is designed to operate
OCTRON® 17W T8 and
OCTRON® CURVALUME®
16W lamps with full energy
efficiency, high lumen output
and low harmonic distortion.
QUICKTRONIC SYSTEM 17 is
a three-lamp system available
in 120V and 277V versions.

OCTRON 17W T8 and

- OCTRON CURVALUME 18W
lamps are available in both 75
and 85 CRI versions. When
used in QUICKTRONIC
SYSTEM 17 they provide
energy savings, high lumi-
nous efficacy and excellent
color rendering.

QUICKTRONIC®
SYSTEM 96

QUICKTRONIC SYSTEM 96
is designed to operate both
stendard and energy saving
SYLVANIA F96T12 lamps and
F96T12/HO lamps. !t provides
high lumen output, extremely
efficient cperation and up to
20 percent energy savings
when compared to older
magnetic ballasts. Other

T12, SLIMLINE and H.O.
lamps can also be driven.
QUICKTRONIC SYSTEM 96 is
a two-lamp system available
in 120V and 277V versions.
SYLVANIA F96T12 SLIMLINE
and F96T12 High Output
lamps are available in a
range of colors with up to 80
CRI. Standard and energy
saving versions are available.

QUICKTRONICe
SYSTEMS

SYSTEM 32 ' ' FAO0T12
Full Light Output Full Light Output

Power Irput vs. Light Outowt for QUICKTRONIC? System 32 Co~cared io
Fa0T12 Sysiem

System Solution Return on Investment

$200

$150

$100

$50

I Payback Period [ Net Savings

1C Year Pzyback on QUICKTRONICT S,cie~ 32 v FA0T12 Syste~

QUICKTRONIC®
SYSTEM 55

QUICKTRONIC SYSTEM 55 is
designed to operate DULUX®
L 55W twin tube fluorescent
lamps. It provides up to 50
percent more lumen output
than standard T5 twin lamps
with no loss in system effi-
ciency. This is the ideal sys-
tem for high lumen indirect,
cove and 2x2 fixtures.
QUICKTRONIC SYSTEM 55
is offered as a one or two-
lamp system in 120V and
277V versions.

DULUX L 55W twin tube
lamps provide up to 50 per-
cent more light output than
standard T5 twin lamps.

- DULUX L lamps offer an effi-

cacy of up to 81 lumens per
watt end are available in
3000K, 3500K and 4100K
Versions.




OSRAM SYLVANIA Ordering Information

System Solutions

QUICKTRONICG Electronlc Systems for Fluorescent Lamps

Hem"- 5 Ordenng Voltage

Number 2 Abbrevnatmn 25 (VAC): Factol

48258 Cu I)M/IZJS 120 ;2\'» T 1 kil .23 <20
48257 QTIX32/727718 an 32W-18 1 31 .83 <20
40270 CT2x321120i8 120 32078 2 62 85 <20
43268 QT2X32.21718 277 32W-18 2 62 25 <20
48258 73X32/120!S 120 32W-78 3 BB ReX] <20
46260 QT3X32/277'S e 32W-78 3 &8 .£3 <20
482685 Q74X32112018 120 32w '8 4 110 87 <0
48263 Q74X32/27718 2 32W-78 4 110 87 <20
48262 072X361201S 120 3EW-T8 2 78 1.05 <20
45257 QT2X35/277S 277 3BW-18 2 78 1.05 <20
46340 072X59120:S 120 20W-78 2 105 &5 <20
48346 TZX58/2771S vigs SOW-T8 2 105 25 <20
48252 QT3X17/42018 120 17W-78 3 50 .85 <20
48253 QT3x17/2771S a7 17W-78 3 50 95 <20
48230 QT2Xe5N12018 120 Fgs712 2 135 88 <20
48254 072x95/2771S 277 FOETi2 2 125 58 <20
408235 072X85/120H0 120 F36712/H0 2 210 57 <0
48251 Q72X95/27740 2n F95712+H0 2 210 87 <20
43287 OTZ) /12015 120 £5W Duiux L 2 110 1.00 <20
46288 '4)~~’27TIS 217 55W Duiux L 2 110 51 <20

ACCUTRONICT"‘ Low Voitage DC Electronlc Systems for Compact Fluorescent Lamps

Drdermg
Abbreviation

48401 AT7-9112 12 7-0W Dulux SE & DE 1 10 1.00
48400 AT7-Gi24 24 7-8W Dulux SE & DE i 10 1.00

“NemrfEatases
Rumberr.ar._%""" Abbrevlaﬂon

49300 PT-DE 70/120 120 T0W HQ!-DE 1 80 1.00 <10

49301 PT-DE 70/277 21 70W HQI-DE 1 80 1.00 <10
For Ofders . OSRAM SYLVANIA National Cusiomer Support Center, 18725 N. Union Street, Westfield, IN 46074
Industrial/Commercial Phone: 800/255-5042 Specialty Lamps/Markets Phone: 800/762-7191
And General Fax:  50,255-5043 Fax:  800762-7182
. Consumer Products  Phone: 800/842-7010 National Accounts:
Information Fax:  800%842-7011 Industrial’Commercial  Phone: 500/562-4671
Consumer Products Phone: 800/5€2-4672

Fax:  800/562-4674
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PART 1 - GENERAL
1.01 DESCRIPTION OF WORK

1.02

1.08

1.04

1.06

A

B.

This section includes furnishing, installing, and programming of the
automatic photo control system for interior lighting.

The intent of this specification is to provide complete and functiom'ni
lighting control systems and requires that all equipment, fittings, an
B?_!ffi‘pheml devices for correct system operation be quoted and supplied.

ifferences in opinion regarding the interpretation of these specifica-
tions shall be decided by the Engincer, whose decision shell be final.
All general conditions and provisions of the main contract shall apply
to thie section. ' L

Each system shall operates as follows: The hangar lighting circuits
ghall be divided into two areas, each with three "lighting level" control
groups. This shall provide full and low levels of building lighting. The
gystem shall rotate the fixtures that are on in the low level to equalize
lamp life in all fixtures. .

'REFERENCES L
A Installation must comply with the a pli!;abie standards and codes.

SUBMITTALS ' _ _ '

A.  Prior to fabrication, submittal drawings shall have been provided to
and approved by the engineer,

QUALITY ASSURANCE

A, Manufacturer shall have been regularly engaged in the meanufacturer
of lighting automation equipment for a period of at least ten years.

B. Manufacturer shell provide a complete checkout of system installation
prior to the energizing of eguipment. On this sams trip, manufacturer
shall provide the desighated owner's representative with a minimum of
five hours training in the operation and maintenance of the system.
Contractor shall provide manufacturer and owner at least fourteen
deys notice to schedule check-out and demo. -

WARRANTY

A, Submit manufacturer’s warranty that equipment shall be guaranteed

Equipment shall be UL listed and labeled.

for one year from date of acceptance by owner.
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PART 2 - PRODUCTS
2.01 LIGHTING CONTROL SYSTEMS, GENERAL

A

Provide one time/daylishtin automation system for the automatic
switching of lighting as described herein and at each location indicated
on drawings. ‘

Each system shall consist of a master relay automation panel, remote
photocell sensors and a remote master station,

1 The contactor pane] shall consist of multiple electrically operat-
ed/electrically held contactors rated at 20 amps 277 volts,
Provide 36 relays with wired space for a total of 48 relays. All
contactors are controlled from the automation panel.

2. The automation control shall provide two channels of time
control plus two channels of photocell control. Any contactor
may be assigned to the time program and/or either of the two
photocell programs. The time clock shall be a seven day, pro-
grammable electronic time clock with battery backup. The

hoto control shall provide two discreet channels of control.

ach channel of control shall be adjustable for daylight en-
hancement levels of 200-2500 fe,” This shall allow full rangs
interior control. Each control shall provide two different switch
Eoints, based on two specific light levels, A minimum of 2%

ysteresis shall be provided to switch lights on and off at differ-
ent levels. The setpoints shall be separated by an adjustable
“deadband" to eliminate false switching, System shall also
provide rotation of "base level” lighting circuits.

3. For each system, two remote photo sensors shall be mounted in
accordance with manufacturer's recommendations. The range
shall be 200-2500 fc. Provide one spare photo sensor. Sensor
shell be matched to human eye response range.

4, The master panel shall be wall mounted with permanent
labeling and six master ON/OFF override switches.

Equipment specified is by Edwin Jones Company, Inc., Dallas, TX
(800-369-4010). All cabinets shall be factory prewired and bear the
UL label. If the contractor desires to use alternate equipment, the
desired substitution must be submitted at least 10 days before bid
date. Submittal shall include: a complete bill of material, data sheets
on proposed equipment, an itemized specification compliance index
and a list of installations of the proposed equipment, Approved
equipment will be listed in an addendum,
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PART 8 - EXECUTION
3.01 INSTALLATION

A,

The system shall bo installed in a craftsman-like manner and in com-
pliance with all apflicable local and natiornal codes. All wiring in
cabinets and control cabinets shall be in a neat manner with all con-
ductors labeled and neatly harnessed with wire ties. All equipment
shall be protected from dirt, paint, and construction debris.

Prior to receiving power from the cabinet, each branch circuit shall be
tested for shorts and any shorts corrected. Prior to inspection by the
engineer and technician, all equipment shall be cleaned with all dust,
metal cuttings, wire clippinge, spilled or over-sprayed paint, and mis-
cellaneous debris removed.

3.02 ENERGIZATION

A

The manufacturer shall provide a factory trained technician to inspect
the system for proper installation, test it for proper operation, and
farogram the system as directed by the Engineer.- Any wiring or instal-

ation errors noted by the factory technician shall be corrected by the
contractor at no charge to the owner,

END OF SECTION




BenchMark SM

150-400 WATT HPS/MH/MV

Heavy Duty Industrial—Square Low-Bay

Applications Dimensions
The Benchlerk SM's Triumph |, .

KAMAX'" lens delivers high

efficiency, square beam distribution .. -
and its heavy-duty housing is a g

rugged performer in harsh or damp - =
2pplications. Perfect for assembly

or manufzcturing areas,

warehouses and storage facilities.

~—_
3¢
Ordering Information
Catalog Number Logic
Lamp Product Lens Fixture Size Lens Lamp
Type Famity Type Inches Material Wattage/Base Voltage
HP=5P§ ¢ SM=Scusre TR<Triumph | Injection 28=24" K=KAMAX* Acrylic 130=150W Mogul - 120=120 Vot
Mri=Met, Fal, Low-Eay Moides KAMAX® Acrylic -- P=Polycarbonate -. . 173=173W,Magul  208=208 Voit
hyshlere, 250233NMNogul  280=240 Voit
408=200W Mezul 2772277 Volt
480=280 Vo't
MT=Mutti-Tzp
Catalog® Lamp* Lamp Net. Wt Shipping
Number Type Wattage (Abs.) Volume
HPSWM-TR24K-150° HPS 150 28 Ballast-
HPSLLTR22K-250 HPS - ’ 250 3 1/an.
HPSIM-TR2EK-300 HPS 400 3€E Aol
MHSM-TR22K-175 MH 175 285
SW-TRZZK-250 MH 250 33
MHSM-TR22K-400 MH 400 365 Reflector-
MVEM.TR24K-175 Mere. 175 30 V/an.
KIS TRZEK-23) Merc. 250 3 590
MVEM.TR24K-£00 Mere. 400 33

1 2dz desives voftage 10 end of casaiog number—120. 208. 240, 277 or £80 Volt. Mylt-Tap taliasts are 120/208/220/277 Vol
N

¢ Sanderd ia~p is mogur Zase Notincluded :

3 ses §-854£5 vor famp ontyt

KALIAX? 15 3 segesiered t-ademark of Rohm and Maas Compeny

16 ) Lumark Lightin:




- Lumark industrial Low Bay Features

Eesy slide-on mounting bex with 3/4° tapped hub
with safety set screws

Heavy-duty, die-formed, cold-rolled steel
Latches to insure seal

Die-formed steel reflector

Internal holders permit easy relamping

Super 90 baked white enamel paint

Enclosed & gasketed optical assembly

KSH Triumph | injection molded acrylic lens

l.ﬂ_—© offers square light distribution.

More accurate lighting design.  Excellent lighting uniformity.  Lower watts per square foot.

Conventional low mounting fixture &F@l—n‘;@

tircular light disvibution

square light distribution

s n B
| |

TR - Ty

L B |

4
| CPTDTTTTNY « ELSSeR—y |

b
IEI
J,

e

4374 sq. ft. 4704 sq. ft.

AREA COVERED AREA COVERED

Pretwe poane

Lame 405 malt w05,
L — i 36N

16 Lumark Lighting
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Design Features

Heavy-duty die-cast aluminum mounting
box tapped for X" conduit

Durable die-cast aluminum housing for
lasting performance In the harshest
environments. Unique design allows air lo
fiow between Isolated electrical
components for cocler operation

High power factor ballast with

Class H insulation. U.L. listed for 85°C
(149 F) ambient temperature operation—
minimum starting temperature is -40°C
for HPS and -20°C for MH

Finished with textured black, durable
polyester powder coat

Enclosed and gasketed optics seal out
dirt and other contaminants

Torsion spring retenti ystem retains

optical system for hands-free relamping

Epoxy psulated cube-design starter
reduces component temperature

Die-formed stee! refiector. Finished in
white polyester powder coat ename!

KAMAX® iens Is permanently ]
sealed to reflector
Photometrics
SM-1 Candle Fn‘wer
Catalog Number HPSM-TR244-400 DEG. ACROSS 45°  DEG. ACROSS 45° -~ Effective floor cavity reflectance 120
400-Vam HPS 0 8@l B3l €5 g3 E20r RC & i % ]
52.0C0-Lumen Ciear Lamp 5 g8 87 B N3 RW EEY ¢ 50 30 5 3 5 30
15 8§10 B8 75 2082 RCR
z 11312 €8 85 1% 1 85077 627875 un 70 68
or g :Ei 82 2 76 75 69 8¢ £ 52 8253
Iy ] ’ 3 70 €3 57 63 61 55 £ 53 55 52
¢ €2 58 29 B35 48 €247 504
% Spacing Criterion 1.8 $ Baa s £ a3
- pacins on 1 § B3 a3 ek LN
Z ZONE %blamp 7 522 2236 32 N %30
> L35 \ N 0-3 1618 g s Qe ny N
| ul_’ \ A g.;g EZ:O ] L3N &G 3¢ s x] k]
T\ ] 54 0 xEN kel il %20
T 9180 38
/ "i-' TOTAL 7758
N, b\
CP/1000
$M.2 Candle Power
Catalog Number MHSM-TR244-400 DEG. ACROSS 45 DEG, ACROSS 45° EMective floor cavity reflectance J 20
SC0-wVan Meza! Haince 0 53 558G 53 2835 RC g 0 E]) 30
3000-Lumen Tiaaiame 5 556 - RW TR X 703030 5 35 50 30
. 15 527 £597 7% 1330 RCR
5 g 622 85 BN 1 ESE1 7Y 8557 T 27
’oeE e o s 2 %7363 BN & g 82 €8 82
93 Sl ges - 9n 24z 0 g1 E - oo N
3 nNes s 7C 83 g2 & S5 g8
s & 50 X8 H 5: 38 €2 3
. o 5 RS 15
Spacing Criterion 1.7 5 5 3
2ONE i 3 23
0-30 8 % %20
6-30 9 no N
040 10 2 %22
090
-130
ToTaL

crr1000

Lumark Lighting

17
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? t;e Wait

Stopper

Office
Buildings

Colleges &
Schools

Retail &

Hotel_s

HVAC, EMS,
Light Level &
Misc

The Wart Stopper”, Inc.

2800 De La Cruz Blvd
Santa Clara, CA 95050
Tel: (408) 988-5331
Fax: (408) 988-5373
National Technical Suppont
Plano, Texas: (800) 879-8585

s 4

Applications

The Watt Stopper manufactures the most complete line of automatic lighting controls. A
combination of Ultrasonic, Passive Infrared and Dual Technology sensors can be used to
configure any application. For specific information on how the technologies work see
“Passive Infrared Sensor Technology” , “Ultrasonic Technology”, and “Dual Technology”
sections under 'technical data’. Some of the most common uses are described here.

The Watt Stopper occupancy sensors are the perfect product to control lighting in the
office environment. With all three technologies, effective energy savings can be achieved
in every space. Our recommendations are:

¢ OFFICES - WPIR, W1 or WS series wall switches 15-70% Savings
* OPEN OFFICE SPACES - CI-100, C1-200, W,1000A W2000A, DT-100L 5-25%  Savings
¢ CONFERENCE ROOMS - W500A, W10004, DT-100L, CI-100 20-65% Savings
¢« COMPUTER ROOMS - DT-100L, WPIR, CI-100 20-65% Savings
¢ RESTROOMS - Ultrasonic sensors 30-75% Savings
¢ CORRIDORS - CI-100-2, W2000H 30-60% Savings

The Watt Stopper occupancy sensors have been very successful in elementary, secondary,
and college applications. For schools we recommend:

*LARGE CLASSROOMS - DT-100L, W20004, CI-100, CI-200 20-75% Savings
*SMALL CLASSROOMS - W1000A, CI-100, WPIR 0-75%  Savings
*CORRIDORS - CI-100-2, W2000H 3060% Savings
¢ RESTROOMS - Ultrasonic sensors 3575% Savings
*TEACHERS OFFICES - WPIR, W] or WS series wall switches 30-50% Savings
*GYM'S AND MULTIPURPOSE - DT-100L, CI-100 3570% Savings

The Watt Stopper occupancy sensors help you reduce energy costs while still meeting the
special needs of your customers. For the most dramatic savings we recommend:

*STORAGE AREAS - DT-100L. Ultrasonic, WPIR, CI-100, C1-200 45-65% Savings

s MEETING ROOMS - DT-100L. W500A, W1000A, CI-100, C1-200 40-65% Savings
*WAREHOUSES - DT-100L, W20004, CI-100, CI-200 50-75% Savings

HVAC and Energy Management Systems can be used in combination with any and all
‘Watt Stopper products. Every sensor can be used to turn lighting on and off in addition to
producing information or signals for the other systems.

® HVAC - Use the DT-100L, C1-100 or C1-200 for independent “on” and/or independent
“off” for any area.

¢ EMS - The Watt Stopper sensors can be used to control lighting loads independently or
in conjunction with EMS systems.

e Light Level - The DT-100L, CI-100 and CI-200 have a separate output to isolate a circuit
for light level control.

¢ Cold Storage, Outdoor applications: CB-100, CB-200
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| APPLICATION — OPEN OFFICE AREA

Ultrasonic, PIR, and Dual Technology Sensors in
Open Office Area & Partitioned Offices

- Application

Check square footage of area.

Use coverage templates.

Designing for smaller zones results in
greater energy savings.

Make sure PIR sensors have clear view of
the controlled area.

Specify time-delay to match activity level of
the space.

(See enclosed “Timer Test Study”)
For an open office area with
12 - 3 lamp fixtures = 1.44 Kw

x 8.

10 per Kwh = §.144 cost per hour

Save 4 hours per day Mon-Fri
Save 6.5 hours per weekend

Total hours saved = 26.5 hours x 52 weeks
= 1,378 hours per year

1,378 hour x $.144 cost per hour
= $198.43 ANNUAL SAVINGS

038..C2

"
1
1
|
1
1
!
!
1
t
1
|
1
|
1
1
1
t
|
!
1
]
|
1

&
|

.

.'""""'""g"‘"""‘"

L]
L
L]
L]

@

Ultrasonic Sensor

<> Dual Technology Sensor
[£>] Cl-100 Passive Infrared Sensor

Ultrasonic sensor & power pack = $125.00
Installation = $60.00

Total Cost =$185.00

Payback = 11.2 Months

ROI = 107%

DT-100L & power pack = $160.00
Installation = $60.00

Total Cost =$220.00

Payback = 13.3 Months
ROI - 90%

2- CI-100 sensors & power pack = $180.00
Installation = $90.00

Total Cost = $270.00

Payback = 16.3 Months

ROI = 74%

**Sensor, power pack, and installation costs are approximate.
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APPLICATION - COMMON AREA :

Ultrasonic, PIR, and Dual Technology Sensors in
Common Building Areas Larger Than 300 sq ft

2¢'
Application . — /<J
Conference rooms, computer rooms, main- NG
tenance areas, classrooms, vending areas, “Forsingle,
lunch rooms, copy rooms centered
door opening \
Hinged
1. Check square footage of area. side of
door

@ — - Centered between
doors .

Use coverage templates.

3. Make sure PIR sensors have clear view
of the controlled area.

4. Place sensor or “mask” lens so it does not - -
“see” outside the room. For two

5. Specify time-delay and sensitivity to door foom__

match activity level of the space.
: T @ L] ||
<> Dual Technology Sensor

CI-100 Passive Infrared Sensor

8-176 Watt 2' x 4' Troffers
=1.41Kw x $.10 per Kwh

= $.141 cost per hour Payback/ROI

Ultrasonic sensor & power pack = $125.00

Save 4 hours per day Mon-Fri Installation = $60.00
Save 12 hours per weekend Total Cost -8185.60
Payback = 9.5 Months
Total hours saved = 32 hours x 52 weeks ROI = 127%
- 1,664 hours per year DT-100L & power pack = $160.00
) Installation = $60.00
1,664 hour x $.141 cost per hour Total Cost =$220.00
= $234.62 ANNUAL SAVINGS Payback = 11.3 Months

ROI = 107%

CI-100 & power pack = $100.00
Installation = $60.00

Total Cost =$160.00

Payback = 8.2 Months
ROI = 147%

035.0C2 **Sensor, power pack, and installation costs are approximate.




PIR Sensors and PIR Automatic Wall Switches in
Building Areas of Under 300 Square Feet

Application

Offices, computer rooms, maintenance areas,
vending areas, copy rooms, utility rooms.

1. Check square footage of area.
Use coverage templates.

3. Make sure PIR sensors have clear view
of the controlled area.

4. Place sensor or “mask” lens so it does not
“see” outside the room.

5. Specify time-delay and sensitivity to
match activity level of the space.

3-176 Watt 2' x 4' Troffers
= .528Kw x $.10 per Kwh
= $.053 cost per hour

Save 4 hours per day Mon-Fri
Save 12 hours per weekend

Total hours saved = 32 hours x 52 weeks
= 1,664 hours per year

1,664 hour x $.053 per hour
- $88.19 ANNUAL SAVINGS

o 0 U

Wall Switch Replacement

-

|
1
Ju oo
1

Ceiling Mount Sensor l
@ A-here B @ :

@ W!lor WS Seri.es
Automatic Wall Switch

[>] WPIR Sensor

For enclosed office, use placement A or B.

If the wall on the right does not exist, use
placement B.

" Payback/ROI

WI or WS Wall Switch = $60.00
Installation = $20.00

Total Cost =$80.00

Payback = 10.9 Months
RO1 = 110%

WPIR & power pack = $80.00
Installation = $60.00

Total Cost =5$140.00
Payback = 19 Months
ROI = 63%

owIC2 - **Sensor, power pack, and installation costs are approximate.

" APPLICATION - AREAS UNDER 300 SQ FT N
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APPLICATION - RESTROOMS :

Ultrasonic Sensors in
Restrooms

" Application
Large restrooms (with or without
partitions).

1. Check square footage of area.
Use coverage templates.

2. Place sensor as close as possible to
stalls. Ideally, over the top of
stall entrance.

3. Make sure ultrasonic sensors are
installed 6 to 8 feet away from air
supply diffusers. '

5. Specify time-delay and sensitivity to
match activity level of the space.

(See enclosed “Timer Test Study”)
8 - 80 Watt 2' x 4! Fluorescent fixtures
= .64Kw x .10 per Kwh

= $.064 cost per hour
(Consider exhaust fan and ballast load)

Save 8 hours per day Mon-Fri
(Typically lights in bathrooms are on
16 to 24 hours a day.)

Save 27 hours per weekend

Total hours saved = 67 hours x 52 weeks

= 3,484 hours per'year

3,484 hour x $.064 per hour
= $222.98 ANNUAL SAVINGS
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[© Utrasonic Sensor

~ Payback/ROI

Ultrasonic sensor & power pack = $125.00
Installation = $60.00

Total Cost =$185.00

Payback = 9.9 Months

ROI = 121%

~*Sensor, power pack, and installation costs are approximate.
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‘ APPLICATION - HALLWAYS

Ultrasonic and PIR Sensors in
Hallways

"7 Application

Hallways, corridors, aisleways.

1. Check square footage and
ceiling height of area.
2. Use coverage templates.
3. Do not use ultrasonic sensor if
ceiling height exceeds 14 feet.
4. CI-100's are recommended for
aisleways — do not use ultrasonics.
5. Make sure ultrasonic sensors are
installed 6 to 8 feet away from air
) supply diffusers.
% 6. Point ultrasonic receiver openings
.V down the hallway. Mount CI-100
with lens facing down the hallway.
7. Specify time-delay and sensitivity to
match activity level of the space.

(See enclosed “Timer Test Study™)
8- 80 Watt 2'x 2! Troffers
= 64Kw x $.10 perKwh

H

Hallway length = 80'

Payback/ROI

Ultrasonic sensor

& power pack = $125.00
Installation = $60.00

Total Cost =$185.00
Payback = 7.2 Months
ROI = 166%

CI100 &

power pack = $100.00
Installation = $60.00

Total Cost = $160.00
Payback = 6.2 Months
ROI = 193%

s0 O O Ogd O O O

= $.064 cost per hour
—_—
Save 12 hours per day Mon-Fri
Save 33 hours per weekend
her
(]
Total hours saved = 93 hours x 52 weeks
= 4836 hours per year @ Ultrasonic Sensor
4836 hourx3064perhour @ CI-100 Passive Infrared Sensor
= $309.50 ANNUAL SAVINGS
039.0C2 **Sensor, power pack, and instaliation costs are approximate.
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For More Information or To Enroll

To request brochures for particular courses or to enroll, complete the

attachced postpaid card and mail it.

Or fax it toll free to 800-442-4214 or 608-265-3448.
Or call toll free 800-462-0876 or 608-262-2061.

General Information

Fees Course fces generally cover a prepared set of notes, lunches, and refreshments,
and may include a dinner, a text or special equipment use. Fees and course dates listed
herein are subject to change. Fee discounts are often available when two or more
people from the same organization aticnd a course.

Pre-payment Not Required Enroll now, and we'll bill you later. Or send a purchase
order or check, payable to UW-Madison, to the Wisconsin Center, 702 Langdon
Street, Madison, W1 53706. We also accept MasterCard, VISA and American Express.
Location Unless otherwise specified, our courses are conducted at complete confer-
ence [acilities in Madison, Wisconsin.

Accommodations Your enrollment confirmation will include hotel/motel information.
Advise us at the time of enrollment if you are a person with a disability and desire
special accommodations. Requests will be kept confidential.

Save on Air Travel Your enrollment confirmation will include details on

discounted airfares.

Continuing Education Units Upon successful completion of our continuing educa-
tion courses you will carn a specified number of Continuing Education Units (CEU).
Some courses listed in this brochure carn university credits.

Profcssional Development Degree This is an alternative advanced degree for
practicing engincers. The courses described in this brochure can apply as credit
toward this University of Wisconsin Prolessional Development degree. Call for
dctails and qualifications.

Distance Education Because it is oficn more convenicnt for you, we offer several
ways for you to take our courses al home or at work. Sce pages 12-15 for details.

-y

For Course Schedules in Other Engineering
Areas Call Us!

Course schedulcs are available in these arecas:

Building Design and Construction

Civil and Environmental Engineering

Electrical Engineering, Electronics and Telecommunications
Manufacturing and Product and Process Engineering

UW-Matison provides equal opportunities in emp and p: wncluding Title 1X requirements.
Pnntad on recycied paper with vegelable-based k. Please recycie thus brochure.

e S e i R P N R T L o T . ORI, e 1
. i Nenartmisot AfEpainesring Professingai Dpvsignhisht -




®

Industrial Energy Systems
(EM4)
May 1-5, 1995 5208D

Successful industrial encrgy managers
have cut energy indices by 25 pereent or
more. This course will provide methods
1o help you develop an appropriate
energy index for measuring performance
and controlling energy costs. You will
review the basics of process cnergy
analysis and compare theoretical,
potential, and actual performance of
industrial cnergy systems. Your learning
will include the latest heat recovery
technology, combustion cquipment,
adjustable speed drives and digital
process controls. Plan to work with
other energy managers in solving typical
industrial encrgy problems. Topics for
this course include:
+ energy management performance
analysis and {orccasting
+ process energy analysis techniques
 cnergy clficiencies of commonly uscd
systems
* optimization of opcration and control
¢ cost-effective retrofits
* latest technology for waste heat
utilization
+ cnergy-clficient designs, systems and
components [or replacement and new
construction :
» methods for analyzing potential
savings.
Fee: $1145 Dircctor: Keith Kempski

Building Energy Systems (EM3)
july 17-21, 1995 5238D

Developing Effective
Energy/Environmental
Programs (EM1)

September 11-15, 1995 5773D

Y HVAC Systems for

Buildings

Piping Systems for HVAC
February 20-24, 1995 5015D

This course will develop your under-
standing of Muid systcms encountered in
air conditioning of buildings, and
specifically of piping systems [or water,
stcam, and refrigerants. Emphasis will be
on understanding the factors that
influence pipc sizing, balancing, and
pump sclection to meet the air-condi-
tioning system needs.

Fee: $1095 Director: Harold Olsen

Direct Digital Controls
for HVAC

February 27-March 3, 1995 5023D
in Las Vegas, Nevada

June 19-23, 1995 5028D
in Madison, Wisconsin

This course introduces you to the design
and application of dircct digital controls
(DDQC) for commercial and industrial
HVAC systems. The course begins with a
thorough discussion of the capabilitics
of system architccture and communica-
tion concepts. programining concepts,
and performance of peripherals. The
course then proceeds to apply DDC to
the requirements of air conditioning
cquipment and distribution systems
from packaged rooftop single zonc to
built-up dual fan VAV systems. Point
sclection and cconomic analysis are key
points of discussion. The different
programming concepts available today
(line programming, menu or block
programming, and graphical program-
ming) will be discussed and demon-
strated. The course concludes with a
detailed presentation on the acquisition
process, including plans, specifications,
and project management. Sample specs
and drawings are part of the course
matcrial.

Fee: $1145 Dircctor: Charles Dorgan




Energy Management

Professionals in the cnergy ficld can
participatc in the Encrgy Management
Diploma Program, which focuscs on
developing management abilitics and
establishing a workable cnergy manage-
mcnt organization. Each coursc provides
comprchensive coverage of a specific
aspcct of energy management. You can
attend any once coursc or all, in a sequence
convenient to you. Qualificd individuals
who complete all four courses and an exam
may earn an cnergy management diploma.

£

g3 This course exemplifies what !
expect from your courses: techni-
cally proficient speakers who also
provide enjoyable presentations.

Gerald Menefee

Director of Community Services, (-
City of Gladstone, Missouri

¢

For more information or to enroll,
please call 800-462-0876.

V¥ Successful Energy Project

Analysis and Selection (EM2)
March 6-10, 1995 5235D

To identily, evaluate or select cffective
energy conscrvation measurcs, you must
understand where and how energy is
used in your facility. You must analyze
utility bills and rate schedules for
opportunitics to reduce costs. Finally,
you must understand your company's
investment criteria to ensure that
recommended projects are funded. This
course will help you develop an orga-
nized approach to energy data gathering
and analysis in your facility. You will
learn how to use key cnergy manage-

“ment tools—{rom a thorough and

elficient walk-through energy audit to
the latest microprocessor-based elec-
tronic data collection techniques. You
will look at sources of energy use
information—in-house technical
personnel, consultants, and utility
companies—studying the strengths and
weaknesses ol each and determining the
best source of information [or your
{acility. Help ensure good cnergy
calculations and economic analyses by
studying:
» what to include in effective energy
audit reports
» what auditor experience is necessary
* how to use utility DSM programs
¢ what procedures and calculations
1o use
« useful instruments and
measurements
» how to analyze utility rates and
schedules
» how to calculate energy savings
and benelits.

Fee: $1145 Director: Keith Kempski




Energy Auditing/
Analysis

These courses arc part of a scrics that will
help you to focus your technical expericnce
on the skills required for auditing or
analysis, rather than designing, various
building and encrgy systems. Our auditing
courscs combine a mix of classroom
lectures and on-sitc ficldwork. You gain
both the theorctical background and the
practical expericnce for understanding
encrgy systems found in all types of
buildings.

HVAC Systems and Controls
February 6-10, 1995 5234D

Improvements in HVAC systems and
controls are unique because simplc or
complex changes often result in approxi-
mately the same level of performance
improvement. Yet, investment costs and
paybacks will vary substantially. This
course will help you to understand your
options and make the best decisions.
You will analyze systems, evaluate
performance and recommend improve-
ments for comfort and energy conscrva-
tion. Plan to study these topics and
more:
e HVAC system characteristics
« psychrometrics and control of

HVAC processes
e air distribution, comfort and

indoor air quality
s successful variable air volume

retrofit strategies
+ (cmperature controls, encrgy manage-

ment and direct digital controls.
The course will build upon matcrial
presented in our course, Fundamentals of
Encrgy Auditing.
Fee: $1095 Director: Keith Kempski

v Fundamentals of

Energy Auditing

April 24-28, 1995 4670D

Auditing of commercial buildings

demands skills different from those uscd

with residential structures. This course

teaches you a proven approach to doing

energy audits. You will review basic

systems—HVAC, plumbing, clectrical,

and building envelope—as they apply to

small commercial buildings. Principal

topics will include:

e building cnergy use fundamentals

« cnergy estimating methods

+ HVAC and lighting system basics

o cffective data collection and analysis
1echniques.

Fce: $995 Director: Don Schramm

Commercial/Industrial
Energy Analysis
August 14-18, 1995 5239D

Subjects were covered well. I
appreciated the ample opportunity
to practice hands-on the subject
material.
Jeffrey S. Nettesheim
Utility Engineer
Village of Germantown, Wisconsin




Mechanical Engineering
and Energy Courses

Central Utility Plants

Improving Cooling Tower
Operation and Cooling

Water Treatment

January 4-6, 1995 5644D

Systems cngineering and water treat-
ment considerations for modern water
cooling facility operations will be the
emphasis [or this intensive three-day
course. You will study in-depth the
causcs and correction of water-related
cooling systcm problems. ’
Fee: $795 Dircctor: Jack Quigley

Boiler Plant Operation

and Orientation

January 9-11, 1995 5645D
Increase your basic understanding of
boiler plant operation and of boiler plant

auxiliaries such as turbine systems.
Fce: $795 Dircctor: Jack Quigley

o &

‘Of all the seminars I've taken over
the years, this was by far the best
because the topic was thoroughly
covered—not the usual superficial

treatment.
Richard Yancey
Quality Assurance Consultant
/N TEK G sila

New Carlisle, Indiana ¥ *

For more information or to enroll,
please call 800-462-0876.

¥ Cogeneration Technology

March 13-17, 1995 5016D
During the last 10 ycears, significant
improvements in cogeneration cquip-
ment and cogencration systeis have
been made. Today both large and small
cenergy uscrs can benefit [rom a cogen-
cration system. Given the increasc in
clectrical demand, cogencration can
produce an economic payback of six
months to two years for peak shaving or
supplementary power. Longer term
paybacks are possible {or locations that
need large rcliable energy sources. This
course focuses on concept design and
preliminary equipment sclection to aid
you in decision making and rough plant
layout. During the group design scssions
you will make individual and group
judgments, calculations, and decisions
for a given application. Computer
sofltware for preliminary analysis will be
provided.

Fce: $1295 Director: Harold Olsen

Basic Boiler Water Treatment
May 8-10, 1995 5646D

This course provides a basic understand-
ing of low- to medium-pressure boilers
for heating or process operations, and
stcam-generating systeins and their
componcnts and operating problems.
You'll gain a working knowledge of the
mcthods available to protect this costly
capital cquipment from premature
failure or damage by scaling, corrosion,
and carryover.

Fee: $795 Dircctor: Jack Quigley

Boiler Plant Optimization:
Basic Concepts and
Applications

June 5-8, 1995 5778D
This practical course presents the
fundamental aspects of conventional [uel
combustion, with emphasis on how

these influence boiler plant operations.
Fee: $895 Dircctor: Jack Quigley
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